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SANDTON MUNICIPALITY: BY-LAWS RELATING MUNISIPALITEIT SANDTON: VERORDENTNGE
TO THE STORAGE, USE AND HANDLING OF BETREFFENDE DIE OPBERGING, GEBRUIK EN

FLAMMABLE LIQUIDS AND SUBSTANCES. BANTERING VAN VLAMBARE VLOEISTOWWE
EN STOWWE.

-

The Administrator hereby, in terms of section 10.1 of
the Local Government Ordinance, 1939, publishes the Die Administrateur pu'bliseer hierby ingevolge artikel

ik by-laws set forth hereinafter, which have been approved 101, van die Ordonnansie op Plaaslike Bestuur, 1939,

IF by him in terms of Section 99 of the said Ordinance. die verordeninge hierna uiteengesit, wat deur horn inge-

volge artikel 99 van genoemde Ordonnansie goedgekeur
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DEFINITIONS. WOORDOMSKRYWING.
1. For the purpose of these by-laws, unless the con- '1. Vir die toepassing van hierdie verordeninge, tensy

text indicates otherwise — die sinsverband anders aandui beteken

"above ground storage .
tank" means a tank situated "beskermde gobou" enige huis of gebou of ander

above or partly above ground and used or intended to bouwerk wat gebruik word of bedoel is om gebruik
be used for the storage of flammable liquid; ! te word, of beskildbaar is vir menslike bewonin.,a •.of

openbare byeenkamste, en sluit skole, klubs en soort-

"authorized officer" means any officer of the Council gelyke inrigtings in en omvat oOk geboue of strukture
acting within the scope of his duties; vir die huisvesting van diere, maar sluit nie administrasie -

kantore, kleedkamers of eetlokale in 'n grootmaatdepot' "boundary line" means the perimeter of any premises in nie;
in or on which flammable liquid is stored or used;" -

'
•

•

"bewoonbare vertrek" 'n vertrek wat gebou of inge -

"bulk depot" means any premises used or intended rig is bin as 'n woonkamer of werkkamer te dien, en
to be used for the storage in bulk of flammable liquid

1

sluit wirrkels, werkwinkels en kantore in, en die uitdruk-
whence flammable liquid is to be distributed mainly by . king "woonvertrek" beteken dieselfde;

.
.
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road tank wagon or otherwise, and also includes any "bogrondse opbergtenk" 'n tenk wat op of gedeeltelik
premises for the storage in bulk of packed products; bokant die grond gelee is, en wat gebruik word om

vlambare vloeistof in op te berg, of wat bedoel is om as
"bulk store" means any building or structure used or sodanig gdbruik to word;

intended to be used in a bulk depot for the storage of ,
sBrandweerboof" die Brandweerhoof van die Raad,

flammable liquid in portable containers; of in sy atwesigheid, die persoon wat as waarnemende
"carbide" means carbide or calcium; Brandweerhoof ageer;

"certificate of registration" means a certificate issued by "droogskoonmaaklokaal" 'n lokaal of bouwerk wat ge -

bra word of bedoel is om gebruik te word om virthe Council authorizing any person to use the premises wins of teen 'n vergoeding kledingstukke of tekstielware
therein specified either for the storage, use or handling met :behalp van vlambare vloeistof skoon to maak of te
of flammable liquid or for the storage of carbide, as the bctandel;
case may be; "droogskoonmaakmasjinerie" enige masjinerie wat ge•

"Chief Fire Officer" means the Chief Fire Officer brit& word of bedoel is om gebruik te word om kle-

of the Council, or in his absence, the person acting dingstukke of tekstielware met behulp van vlambare

as Chief Fire Officer; vloeistof skoon te maak of to behandel;

"container" means any case, tin, barrel, drum or other
de;e`gnedmeatitgindee dbeaie%Tete"

'n beampte van die Raad han -

stek van sy iwerksaamhede;
vessel used or intended to be used for the holding of
flammable liquids but shall not include the fuel tank of "geregistreerde perseel" 'n perseel deur die Read hag -

tens hierdie verordeninge geregistreer vir die opberginga motor vehicle or stationary engine in normal use as
4van karbied;

such;
"grenslyn" die omtrek van 'n perseel waarop of waarin

"Council" means the Town Council of Sandton and vlambare vloeistowwe of stowwe opgeberg of gebruik
includes the management committee of that Council or word;
any officer employed by the Council, acting by virtue "grootmaatdepcit" 'n perseel wat gebruik word of be-
of any power vested in the Council in connection with doel is om gebruik te word om vlamlbare vloeistof in
these by-laws and delegated to him in terms of Section grootmaat in op te berg, en waarvandaan die •viambare

58 of the Local Government (Administration and Elec- vloeistof hoofsaaklik deur middel van tenkvragmotors of
op 'n ander wyse versprei word,. en behels ook enigetions) Ordinance, 1960 (Ordinance 40 of 1960); perseel waar verpakte ware in grootmaat opgeberg woad;

"dry-cleaning machinery" means any machinery used grooVmaatpakbuis" 'n gebou of bouwerk in '12 groot-
or intended to be used for the cleaning or the treatment maatdepot wat gebruik word of bedoel is om gebruik
of garments or textiles with the aid of flammable liquid; te word om vlambare vloeistof in draagbare hollers in

i

"dry-cleaning room" means any room or structure
op te berg;

used or intended to be used for the cleaning or treat- "houer" 'n kis, blik, vaatjie, drom of 'n ander vat
bedoel om gebruik.

te !word om
i

ment for gain or reward of garments or textiles with the wat gebruik word of
vlambare vloeistof n to hou maar sluit me dm brand -

aid of flammable liquid; stoftenk van 'n motorvoertuig of van 'n vasstaande mas -

"flammable liquids" — jien in normale gebruik as sodanig in nie;

'Class A flammable liquid' means any flammable "karbied" Of karbied Of kalsium;
liquid having a true flash-point of 23°C and lower; "Iugpypie" 'n pypie iwat gemaak en aangebring is ten

'Class B flammable liquid' means any flammable li- erode die darnpe van vlamlbare vloeistof in die atmosfeer

quid having a true flash-point of over 23° C but under
te loot ontsnap;

55° C. "menglokaal" enige lokaal of bouwerk wat gebruik
word of 'bedoel is on] gebruik to word 'vir die vervaar-

_ 'Class C flammable liquid' means any liquid, oil or diging of 'voorbereiding van enige produk waarby die

other similar substance having a true flash-point of more gebruik van vlambare vloeistowwe betrek word;

than 55° C but under 90° C. "ondergrondse opbergtenk" 'n tenk wat gebruik word

For the purposes of the definition of "flammable
of bedoel is om gebruik te word om vlambare vloei-li- stof in op te berg en wat 'heelternal in die grond inge -

quids", flash-point shall be determined in accordance laat, en met grond of soliede rots omring is, of 'n tenk
with the definition contained in the Code of Practice for wat in 'n kelderverdieping onderkant die grondvlak ge-
the Petroleum Industry SABS 089: Part I — 1966; lee en omring is deur vloeistofdigte beton of steenwerk

"habitable room" means a room constructed or adap- en geheel en al met 'n sandomhulling omring is;
ted to be used as a living room or workroom, and in-

"paldcamer" 'n gebou of bouwerk, uitgesonderd 'n
eludes shops, !workshops and offices, and the term grootmaatpa.khuis, wat gebruik word of bedoel is om
"habitable" shall have a like meaning; gebruik te word om vlambare vloeistof in hollers in op to

"liquid petroleum gas" means a gas, being a petroleum berg;

by-product which, when stored under pressure in cylin- "persoon" ook enige individu, ntaatskappy of liggaam 4ders, assumes a liquid state until the pressure has been met regspersoonlikheid, of 'n vennootskap, of 'n ander
reduced; vereniging van persone;
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t "mixing room" means any room or structure used or • "pomp"' enige pomp wat vir die voorsiening, lewering,
II intended to be used for the manufacture or preparation voortdryWing of pomp van' - vlambare vloeistof of stone

of any product involving the use of flammable liquid; gebruik word, of wat vir sodanige gebruik bedoel is, en
sluit alle apparate, pype en toestelle in wat daarvoor of

"person" includes any individual, company or corporate in venband daarmee gebruik word, maar sluit nie pompe
body or partnership or other association of persons; in grootmaatdepdts in nie;

.
. .

"protected work" means any house or building or other "Raad" aie Stadsraad van Sandton. en omvat die be-

structure used or intended to be used or available for stuurskomitee van daardie Raad of enige beampte deur

use' for human habitation or public assembly and any die. Raad in diens geneem, handelende uit hoofde van

school, club or similar institution and any building or
neriiniggee baeavnoecreheRidaadwavterinieeNnertbsaennd wmaett ilingieervdnielge kvearrotrideei

structure housing animals, but shall not include any ad- 58 van die Ordonnansie op Plaaslike Bestuur (Adminis -

ministrative office, change room or mess room in a bulk trasie en Verkiesings), .1960,(Ordonnansie 40 van 1960),

depot; aan horn gedelegeer is;

"pump" means any pump used or intended to be used "registrasiesertifikaat" 'n sertifikaat wat deur die Raad
waarbyiemand gemagtig word omdie forthe supply, delivery, propulsion or pumping of flam- uitgereik.is, per-

sele wat daarin aangegee word vir die opberging, ge -
mable liquid or substances and includes all apparatus, bruit: of bantering van vlambare vloeistowwe of die op =

pipes and appliances used for or in connection therewith, berging van karbied, na gelang van die geval, te gebruik;
but shall not include pumps in bulk depots; "spiiithoklcie" enige afsonderlike kompartement van'

"registered premises" means premises registered. by the metaal gebou en binne 'n bestaande lokaal ingerig of

Council in terms of these by-laws for the storage of enige onderverdeling van 'n.spuitlokaal indien.so 'n kom-

partement of onderverdeling gebruik word of bedoel is
carbide; '

out &brink te word om voertuie of artikels met vlambare
•

"road tank wagon" means a vehicle constructed and vloeistof te bespuit, en vir doeleindes wat daarmee ge-

intended for the purpose of conveying flammable liquid
paard gaan;

for distribution principally or solely in a tank con- "spuitlokaal" 'xi lokaal of bouwerk wat gebruik word

strutted as part of and firmly attached to such vehicle; of bedoel is om gebruik te word om voertuie ofartikelsmetvlambare vloeistof te bespuit, en vir doeleindes wat

"spray booth" means any separate compartment con- daarmee gepaard gaan;

strutted of metal and erected inside an existing building "spuitpermit" 'n permit wat die Raa'd uitreik en
or any subdivision of any spray room when such subdi- waarby lemand gemagtig word om enige artikel of ding
vision or separate compartment is used or intended to be in 'n gebou met vlambare vloeistowwe te bespuit;

used for the purpose of spraying vehicles or articles with "tenk" 'n metaaltenk, 'writ sterk genoeg is vir die be-

flammable liquid, and purposes incidental thereto; stemde doel, en wat gebruik word of bedoel is mu

"spray permit" means a permit issued by the Coun- gebruik te word om vlambare vloeistof, in te berg;

1

cil authorizing any person to carry out the spraying of i mtenkvragrnotor" 'n voertuig wat gebou en bedoel is
any article or thing with flammable liquid inside a build-

om vlambare vloeistof, hoofsaaklik of uitsluitend in 'n
ing; ' tenk wat as deel van sodanige voertuig, en stewig daar-

"spray room" means any room or structure used or! aan vasgebou is, vir verspreidingsdoeleindes te vervoer;
intended to be used for the purpose of spraying vehicles
or articles with flammable liquid and purposes inciden-
tal thereto; I

• vloeistof van of na 'n tenkvragmotor op so 'n wyse dat

Been vlambare vloeistofi of die dampe daarvan, by enige
"store" means any building or structure, other than a

bulk store, which is used or intended to be used for the plek in die stelsel ontsna.p nie, behalwe by sodanige

storage of flammable liquid in containers; plekkc waar die dampe wat noodgedwonge afgedrywe

"tank" means a metal tank of adequate strength for
word, deur 'n lugpypie ontsnap;

the use intended, used or intended to be used for the 'Wenmerpermit" 'n permit waarkragtens vlambare
storage of flammable liquid; vloeistof per pad vervoer mag word;

"transfer under seal" means the transfer of flammable "vlambare vloeistowwe" —
liquid from or to a road tank wagon in such manner 'vlambare vloeistof KIas A' - enige vlambare vloeistof
as to prevent the escape of flammable liquid or its vapour waarvan die flitspunt 23° C en laer is;
at any point in the system, except at such points where .

the vapour necessarily expelled is discharged through a 'vlambare vloeistof Klas B' enige vlambare vloeistof
vent pipe; waarvan die flitspunt hoer ins 23° - C, maar laer is

"transport permit" means a permit authorizing the as 55° C;

transportation by road of flammable liquid; 9vlambare vloeistof Klas C' enige vloeistof, olie of

"underground storage tank" means a tank used or in- soortgelyke stof met 'n flitspunt wat hoer as 55° C, maar
°

tended to be used for the storage of flammable liquid laer is as 90° C.

'wholly sunk in and surrounded by earth or solid rock Vir die toepassing van die woordomskrywing van
or any such tank situated in a basement below ground "vlambare vloeistone", word flitspunt bepaal ooreen -

level and totally enclosed by a liquid-tight concrete or komStig die definisie daarvan•vervat in die Gebruikskode
brick structure, and wholly surrounded by a sand filling; vir die Petroleumnywertheid SA:BS 089: Deel I — 1966;

\
-

Al



4 PROVINCIAL GAZETTE, EXTRAORDINARY, 11 MEM, 1975
_

.

"vent pipe" means a pipe constructed and installed to "vloeibare petroleum gas" 'n petroleum neweproduk
allow the escape of flammable liquid vapour into the wat, indien dit onder druk in silinders gestoor is, 'n
atmosphere. .

- vloeibare toestand aanneem totdat die druk verminder
,

. word.
I

GENERAL.
ALGEMEEN.

Provisions of Other By-laws to Apply.
Bepalings van Ander Verordeninge is van Toepassing.

•

.

2. The provisions of. these by-laws shall be in addition 2. Die bepalings van hierdie verordeninge is ter aan-

to, and not in substitution for, any other by-laws. of the vulling van, en nie ter vervanging van enige ander ver-

Council. ordeninge van die Raad nie.

Application of these By-laws to Existing Premises. Toepassing van hierdie .Verordeninge op Bestoande Per-

. seta.

3. The provisions of sections 34, 35, 37, 40, 41, 44, 3. Die: bepalings van artikels 34, 35, 37, 40, 41, 44, 56,
56, 62, 65(a), 76, 81(2), 96(a), (b), (c), (e), (f) and 62, 65(a), 76, 81(2), 96(a), (b), (c), (e), (1) en (g),
(g), 99(a) and (c), and 103(a) and (d) shall not apply 99(a) en (c) en I03(a) en (d) is nie op enige perseel wat
to any premises, now in lawful use for the storage, use tans wettiglik vir die opberging, gebruik of bantering
or handling of flammable liquid so as to require such van vlainhare vloeistowwe gebruik word,' op so 'n wyse

. premises to be reconstructed, alerted or added to, to con- van toepassing dat dit meebring dat sodanige perseel
form to the provisions thereof, but where any such herbou,, verbou of uitgebrei moet word ten Side aan
premises or part thereof are reconstructed, altered or die 'bepalings daarvan to voldoen nie, maar wanneer A
added, to, such work shall be carried out in conformity sodanige perseet of 'n gedeelte daarvan herbou, verbou ‘11
with the provisions of these by-laws: Provided that on of uitgebrei word, moet sodanige werk ooreenkomstig
change of control or ownership of any premises in law- die bepalings van hierdie verordeninge verrig word:
ful use for the storage, use or handling. of flammable Met then verstande dat indien 'n perseel wart wettiglik
liquid, no renewal of any certificate of registration issued vir die - opberging, gebruik of hantering; van vlambare
in connection therewith shall be made, unless and until vloeistowwe gebruik word, van beheer of eienaar ver -

the provisions of sections hereinbefore mentioned have wissel, geen registrasiesertifikaat wat in verband daar -

been complied with, and the provisions of such sections mee uitgereik is, hernieu word nie, tensy en alvorens daar
shall thereafter apply to such premises. aan, die bepalings van bogenoemde artikels voldoen is,

en the Bepalings van vermelde artikels is dan op sodanige
Application for the Approval of Plans. persele van toepassing.

, .

4.(1) Every application for approval of plans shall Aansoek ont Goedkeuring van Planne.
,

be made in writing to the. Council. '

4:(1) Elke aansoek om die goedkeuring van planne,
(2) Every such application shall be accompanied by a moet skriftelik 'by die Raad gedoe'n word,

plan of the premises in respect of which a certificate is •

(2) Eike sodanige aansoek moet vergesel gaan van
required, drawn to a scale of not less than 1100; which .n plan van die perseel ten opsigte waarvan 'n sertifikaat
shall specify — wren word, en moet volgens 'n skaal van minstens 1:100
(a) the premises including their elevation with regard geteken wees, en die .volgende in besonderhede aandui —

to adjacent -buildings or structures above or be- (a) Die perseet, insluitende die ops:and daarvan met be:
low the. ground, the inside dimensions shown in •

• trekking tot die aangrensende geboue of bouwerke A
• figures of any room, building, structure, or storage bokant of onderkant die grond, die .binneafmetings '•

tank in which flammable liquid is to be stored, used
in syfers aangegee van emge vertrek, gebou, bou -

werk of opbergtenk waarin vlambare vloeistof op -

or handled,, as well as a description of the material geberg, gebruilc, of gehanteer meet word, asook. 'n
to be used with which such room, building,_struc- ' ' ibcskrywing van - die materiale waarmee sodanige ver-

ture or storage tank is or is proposed to be con- trek, gebou, bouwerk of opbergtenk gebou is, of

strutted; and gebou gaan word; en

(b) full particulars including position of any pump, 11,13) volledige besonderhede, insluitende die terreinligging
!van enige pomp, opbergtenk, pakkamer, menglokaal,storage tank, store, mixing room, pipeline, dry- !van

droogskoonmaakrnasjinerie, spuitlokaal,cleaning machinery, spray room, spray booth, or
ventilating. equipment.

• spur hokkie of ventilasietoerusting.
-

(3) Every such application shall also be accompanied (3) Elko sodanige aansoek moet ook vergesel gaan
van 'n blokplan van sodanige perseel, wat volgens 'n

by a block plan of such premises, drawn to. a scale of slcaal van minstens 1:500 geteken is, en waarop die vol-
not less than 1:500, which shall specify — gende gears. ifiseer moet word:—

(a) the premises and all open spaces with stand num- (a) Die persele. en alle oop ruirntes en die standplaas -

bers thereof and the materials of which- such nommers daarvan - asook die materiaal waarvan soda -

premises are constructed or are to be constructed; nige persele gebou is of gebou gaan word;

(b) the stands with numbers thereof immediately 'ad- (b) die direk aangrensende standplase en hulle nom-

joining; , mers;

(c). the names of any streets on. which the site abuts (c,) die name van strate waaraan die terrain grans en
, and the township in which it is situated; and die naam van die dorp. waarin dit geled is; en
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(d) the north point. ' (d) die noordpunt. ,

•

'.

(4) Where the plan relates to existing premises in re- (4) Indien die plan betrekking het op bestaande per-

spect of which a certificate of registration has been scie ten opsigte waarvan 'n registrasiesertifikaat uitgereik
issued and wherein it is proposed to make alterations or is, en ten opsigte waarvan dit die voorneme is om ver-

additions to any apparatus lawfully used or intended to anderings of toevoegings aan to bring aan 'n apparaat
be used thereon for the storage or handling of flammable wat in verband met die opberging of hantering van
liquid, only a ground plan together with such application vlanilbare vloeistowwe wettiglik daarop gebrulk word of
form and the prescribed charges shall be submitted. Such wet dit die voorneme is om daarop to gebruik, moet
ground plan shall be drawn to a scale not less than daar slegs 'n grondplan en die voorgeskrewe gelde saam
1:100 and shall show such additions or alterations in re- met so 'n aansoelcvorm ingedien word. So 'n grondplan
lation to such existing premises or apparatus. moot volgens 'n slcaal van minstens 1:1.00 geteken word,

en mod sodanige toevoegings of veraaderings met betrek-
(5) All plans shall be — king -tot die bestaande ,perseel of apparaat aandui.

(a) signed by the owner or his agent; (5) All° planne moet —

(b) drawn in Indian ink on tracing linen or clear prints (a) deur die eienaar of sy agent onderteken word;
on cloth with white ground; and

(b) met Indiese ink op natreklinne geteken of duidelik
(c) coloured with fixed colours as follows:— op 'n wit doek afgedruk wees; en ,

(i) Block Plan: (c) soos volg met - vaste kieure ingekleur wees:—

Proposed premises: Red. . (i) Blokplan:
Other existing buildings: Grey or a neutral
colour. Voorgestelde perseel: -Rooi.

Open spaces: Uncoloured.
• Ander bestaaride geboue: Grys of 'n neutrale

kleur. '

- (ii) Other Plans: Oop ruimtes: Ongekleurd.

'Ventilation ducts, trunks or enclosures: Blue. (ii) Ander Planne:
Storage tanks, pumps, pipelines, dry-cleaning Ventilasiepype, hoolleidings of insluitings: Blou.
machinery and spray booths: Red. Opbergtenks, pompe, pypleidings, droogskoon -
Buildings in which flammable liquid is to be

maalcmaslinerie en spuithokkies: Rooi.
stored, used or handled: Uncoloured. Geboue waarin vlaMbare vloeistowwe opgeberg.
Other existing buildings where required: Grey or gebrtiik of hanteer word: Ongekleurd. .

a neutral colour. •

!Ander bestaande gebbue wear vereis: Grys of
(6) 'A charge of R3 for every application for approv- !rt neutrals kleur.

,
1 al of a plan or plans shall be .paid on submission there- '

k(6) Daar moot 'n vordering van R3 ten opsigte van
Of, and on approval, such plan or plans shall become 1 elke aansoelc om goedkeuring 'van 'n plan Of planne, be-

the property of the Council. On approval of such plans ! trial word wanneer dit ingedien word, en nadat dit goad-

,
a written notice in accordance with these by-laws shall

: gekeur is, behou die Raad sodanige. plan of planne.
be issued with such conditions endorsed thereon as are . Wanner sodanige planne goedgekeur is, word 'n skrif-
deemed necessary by the Council. telike kennisgeiving uitgerelk met sodanige voorwaardes

,

(7) The approval of plans in respect of premises shall as wat
ooreenkomstig word, deurdie Raad daarop geendosseer.hierdie

verordeninge nodig geag
•. '

in no way imply the acceptance of any responsibility on ,

0 the part of the Council in regard to such premises. (7) Die goedkeuring van planne ten opsigte van per-

i sele betoken geensins dat die Raad enige aanspreeklik-
• When Plans are Nall and Void.

' held met betrelcking tot .sodanige perseel aanvaar the.

15. The approval by the Council in terns of section 4 of .
• Wanneer.Planne van Nul en Gener Waarde is..

any plans shall lapse and be of no force and effect if the '5. Die goedkeuring deur die Raad van enige plan krag-

provisions of these by- laws shall not have been complied ; tens artikel 4 verval en is van nul en gener waarde in-

with within one year after the date of such approval. goedkeuring aan die bopalings van hierdie verordeninge

Permits.
voldoen is nie.

i

Pertnitte. •

6.'(1) No person shall carry out any spraying operations ' . .

'6.with flammable liquid in any building or part thereof n -- : (1). Niemand mag in 'n gebou of 'n gedeelte daar-

less such person is in possession of a spray permit in re- . van Met vlambare.vloeistowwe spuitwerk verrig nie, tensy

spect of, the said building or part thereof issued in ac-
I

hy in besit is van 'n spuitpermit ten opsigte van genoem-

cordance with these by-laws, or store, use or handle de gebou of 'n gedeelte daarvan wat ooreenkomstig hier-

die verordeninge uitgereik is of mag. tensy hy 'n regis -
flammable liquid on any premises in excess of the under-
mentioned quantities:— !

trasiesertifilciat ten opsigte van 'n perseel besit, meer
vlambare vloeistof as die volgende hoeveelhede op so -

(a) Class A flammable liquid — a total quantity of 50 I danige'perseell opberg, gebruik of hanteer nie:--
- litres. (a) Illanibare vloeistof, Klas A — altesaam 50 liter.

0
(b) Class B flammable liquid — a total quantity of 400 (b) Vlamhare vloeistof, Klas B — aliesaam 4d0 liter,

litres, unless such person is in possession of a cer- tensy sodanige ,persoon. ten opsigte . van sodanige
tificate of registration in respect of such premises . persed in besit is van 'n registrasiesertilikaat vii
issued in terms of these by-laws. die perseel kragtens hierdie verordeninge uitgereik.

1
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.

(2) No certificate of registration or spray permit (2) Daar word geen registrasiesertifikaat of spuitpermit A
shall be issued in respect of any premises for the storage, ten opsigte van 'n perseel vir die opberging, gebruik of 111

use or handling of flammable liquid unless application is bantering van vlambare vloeistof uitgereik nie, tensy
made in writin to the Council and accompanied by the daar skriftelik by die Raad aansoek gedoen word en

prescribed charge as set out in Schedule 1 hereto, and die rvoorgeskrewe gelde soos in Bylae 1 hierby uiteen -

until the provisions of these bylaws have been com- gesit, die aansoek vergesel en alvorens daar aan die be-

plied with in respect of such premises. . palings tan hierdie verordeninge met betrekking tot so.
-

• danige perseel voldoen is. .

(3) Such Certificate of registration or spray permit •

may be issued subject to such conditions as are deemed (3) Sodanige registrasiesertifikaat of spuitpermit kan
necessary by the Council, having regard to the circum- uitgereik word onderworpe aan sodanige voorwaarcles as

stances pertaining to each application. wat die Raad, met inagneming van die ,omstandighede
wat aan elke aansoek verbonde is, noodsaaklik ag.

(4) Such certificate of registration shall state the
maximum amount of each class of flammable liquid per- (4) Sodanige registrasiesertifikaat moet die grootste
mitted to be stored, used or handled, the manner, in hooveelheid vlambare vloeistof van elke klas wat opge-

which such liquid shall be stored, used or handled and berg, gebruik of gehanteer mag word, asook die wyse

the number of pumps, storage tanks and stores permitted waarop sodanige vloeistof opgeberg, gebruik of gehanteer

on the premises. moet word, en die aantal pompe, opbergtenks en pakka -

(5) Every such certificate of registration shall only be
mers wat op die perseel toegelaat word, aangee.

valid for the period terminating on the next succeeding (5) Elke sodanige registrasiesertifikaat is slags geldig
31st day of Deem-fiber. vir die tydperk wat verstryk op die eerste dairopvolgen -

de 31ste dag van Desember.
(6) No certificate of registration or spray permit,

other than a renewal thereof, shall be issued in respect (6) Daar word geen registrasiesertifikaat of., spuitper - II
of any premises until the provisions of these by-laws mit, uitgesonderd 'n hernuwing daarvan, ten opsigte van

have been complied with and the application therefor enige perseel uitgereik; alvorens daar aan die bepalings

has been approved by the Council.
' van hierdie verordeninge voldoen is en die aansoek daar-

voor , deur ide Raad goedgekeur is.
.

•

. .

Supply of Flammable Liquid. .

Verskaffing van Vlainbare Vloelitowwe.
•

7. No person shall — 7. Niemand mag — • ... .

(a) supply. or deliver or cause or permit to. be supplied (a) meer vlambare vloeistof as die ,hoeveelheid wat
or delivered flammable liquid in excess .of the quan- in artikel 01) gespesifiseer •is, aan 'n perseel waar-
tity specified in section 6(1) to any premises, the van die okkupant nie in besit is van 'n registrasie -

. occupier of which is not .in possession of a certifi- . sertifikaat wat ingevolge die •bepalings van hierdie

cafe of registration issued in terms of these by-laws • verordeninge ten opsigte van die genoemde perseel
uitgereik is nie, verskaf of aflewer of toelaat dat dit

in respect of the said premises; or verskaf of afgelewer word nie; of
i(b) supply or deliver or cause or permit to be supplied • (3) meer vlambare vloeistof aS die hoeveelheid:of vlam -

or delivered to any premises flammable liquid in ex- (bare vloeistof van 'n ander klas as die wat in die
cess of the quantity or of a class other than that , registrasiesertifikaat wat betrekking op sodanige per.
specified on the certificate of registration relating seel het, gespesifiseer is, aan 'n perseel verskaf of
to such premises. aflewer of 'toelaat dat dit verskaf of afgelewer word

4nie.
Exemptions, and Requirements: General.

. Vrystellings en Vereistes: Algemeen.

8.(1) Nthwithstanding anything contained in these by- 840' Ondanks enigiets in hierdie verordeninge ver-

laws — . . vat— •
-

(a) flammable liquid shall not be deemed to be stored (a)
- word daar nie geag dat vlambare vibeistof opgeberg

or conveyed or transported when contained in the ' of ..vervoer word wanneer dit in die brandstoftenk
fuel tank of a motor vehicle or stationary engine in

.

van 'n motorvoertuig of 'n vasstaande masjien is,
normal use as such; wat as sodanig in normale gebruik is nie;

(b) any person may keep any flammable substance such (lb) kan enigiemand enige vlambare stof soos vernis, lak-

. as varnish, lacquer, paint, vulcanising cement or vernis, verf, vulkaniseergom of .ander soortgelyke
.other similar preparations, hydraulic fluids and other

. . , preparate, hidroulithe vloeistowwe en ander soortge.
similar preparations, liquids constituting or forming '

lyke preparate, .vloeistowwe wat Of self Of deel uit -

part of medicinal, cosmetic and other similar pre- '
., maak van geneeskundige, sicoonheids- en ander

.parations and diesel and heavy furnace fuels on any soortgelyke preparate, en diesel en grootoond stowwe
premises where such substance is entirely contained aanhou op enige perseel waar sodanige stowwe ge-
in sealed metal containers and no container shall heel en al in verseelde metaalhouers gehou word
be opened on such premises except in the open air

;
en sodanige honer nie op die perseel oopgemaak

or in a store as defined in seotion 1: Provided that —. word nie, behalwe in die buitelug of in 'n pakkamer
soos omskryf in artikel 1: Met dien verstande dat --

(0 where 1 kl or more of such substances are kept
in any room .or building, such room or building CO indien 1 Id of meer van sodanige stowwe in 'n I
shall be constructed of non-combustible.material '

-,vertrek. of gebou gehou word, so 'n vertrek of
and fire appliances shall be :installed to the

.

gebou van nie -brandbare ma teriaal gebou
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satisfaction of the Chief Fire Officer and thebrandblustoestelle tot voldoening vanmoot wees,
substances shall be situated in such a position die Brandweerhoof aangebring moet word, en 1II
that they shall not impede the escape of any die stowwe sodanig gestoor moet word dat dit
person or animal from the premises in case of nie die ont'vlugting van mense of diere in geval
fire; wan 'n brand belemmer nie;

(ii) where the total quantity of such substances is in (ii) indien die totale hoeveelheid van sodanige
excess of 5 kl such excess quantities shall be stowwe meer as 5 kl is, sodanige addisionele
kept in a separate non -combustible room or hoeveelhede in 'n afsonderlike nie-brandbare
building or store; vertrek of gebou of paklcamer gehou moet

WO such room or building shall be constructed in
word;

such a manner and be surrounded by walls or (iii) so 'n vertrek of gebou op so 'n wyse opgerig
bonds of such a character that the substances en omring moet wees van mure of walle van
contained therein cannot escape therefrom, such sodanige aard dat die stowwe wat daarin ver-

walls or bonds to be of sufficient capacity to vat is, nie daaruit kan ontsnap nie en sodanige
contain not less than 75 per cent of the maxi- mure of walle se inhoudsvermoe moet voldoende
mum quantity capable of being Stored therein; wees om minstens 75 persent van die grootste

hoeveelheid stowwe wat daarin opgeiberg kan
(iv) the room or building shall be ventilated so as word, to hou;

to adequately prevent the accumulation of flam-
mable vapour within all portions of such room (iv) die vertrek of gebou sodanig geventileer moet
or building; word on die ophoping van vlambare damp in

enige gedeelte van sodanige vertrek of gebou
(v) the room or building shall be situated in such

enige
te voorkom;

a position that it is not likely to endanger any
other adjoining room, building or premises in (v) die vertrek of gebou sodanig gelee moet wees

case of fire; dat dit geen gevaar inhou vir aangrensende
vertrekke, geboue of persele in geval van 'n

(vi) the words "Danger — No Smoking" in both
•

brand nie;
official languages shall be prominently displayed
in letters not less than 150 mm in height outside (vi) opvallende kennisgewings met die woorde "Go -

the entrance to every such room or building and vaar — Rook Venbode" duidelik in albei ampte-

shall at all times be maintained in such posi- like tale daarop. in letters wat minstens 150 mm
lions and in a legible condition; . hoog is, buite alle ingange tot sodanige vertrek

of gdbou opgerig moet word, en te alle tye op
(vii) no container shall be opened in such room or die plekke in 'n leesbare toestand in stand ge-

building; hou moot word;
• (viii) fire appliances shall be installed to the satisfac- OW geen honer in sodanige vertrek of gebou oopge-

tion of the Chief Fire Officer; maak mag word nie;

(ix) the Chief Fire Officer may require other addi- (viii) brandblussers tot voldoening van die Brand-

tional safety precautions to be complied with, weerhoof gdinstalleer moot word;
having regard to the particular circumstances (ix) die Brandweerhoof ander addisionele veiligheids-
of any case• maatreels kan vereis met inagneming van die

Ibesondere omstandighede van enige geval.
Exemptions and Requirements: Class C Flammable

Liquid. Uitsonderings en Vereistes: Klas C Vlambare Vloei-
stowwe.

(2)(a) The exemption referred to in subsection (1)(a) • (2)(a) Die uitsondering waarna daar in subartikel (1)
and (b) shall mutatis mutandis apply to Class C flamm- • (a) en (13) verwys word, is mutatis mutandis van toe-

able liquid contained in drums and not exceeding 1 kl passing op Klas C, vlambare vloeistowwe wat in drom-

me aangehou word en nie 1 Id op enige perseel oorskry
on any premises. In the event of the quantity exceeding nie. Waar die hoeveetheid 1 kl oorskry. is die bepalings
1 kl the provisions of subsection (I)(b)(i) to (ix) inclu- van subartikel (1)(b)(i) tot en met (ix) mutatis mutandis
sive shall mutatis mutandis apply. van toepassing.

(b) In the case of bulk storage of liquids, oils or other • (b) In die geval van die massa opberging van vloeistow-

we, olie of ander stowwe wat geberg of gebruik word ofsubstances which are or are to be stored or used for
geberg of gebruik sal word vir verhitting of vir enige an -

heating or any other purpose, the procedure and provi- der doel, moet die prosedure en bepalings van artikels 4, 5
sions of sections 4, 5 and 33 to 46 inclusive shall be en 33 tot en met 46 gevolg word en is mutatis mutandis
followed and shall mutatis mutandis apply, save and ex- van toepassing, behalwe dat die Brandweerhoof met ver-

cept that with reference to section 35(2) the Chief Fire wysing na artikel 35(2) na goeddunke bogrondse op-

Officer may in his discretion permit above ground storage - _.,
waames: —

tanks, subject to the following conditions:—•
(i) Die inhoudsvermoE van enige tenk wat vloeistof

(i) The capacity of any tank containing liquids with met 'n flitspunt van meer•as 55°C maar minder
a true flash-point of more than 55° C but under as 90°C bevat, en nie in 'n gdbou geinstalleer
90° C and not installed in a building shall not is nie, mag nie 2,3 kl oorskry nie, en sodanige
exceed 2,3 Id and such tank shall not be posi- teak snag nie nader as 6 m van enige beskermde
tioned within 6 m of any protected work or gebou of 4,5 m van enige openbare deurgang
within 4,5 m of any public thoroughfare. gelee wees nie.

-
i
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1 (ii) The capacity of any tank containing liquids, oils
-

(ii) Die inhoudsvermoe van enige tenk wat vloei-
or other substances with a true flash-point of stowwe, olie of ander stowwe met 'n flitspunt
over 90° C and not installed in a building, and van meer as 90°C bevat en nie in 'n gebou

• any part of which is placed within 'a distance geinstalleer is nie, en waarvan enige deel nie
of 6 m from any part of a building, shall not meer as 6 m van enige deel van 'n gebou gelee
exceed 23 kl and if such tank is not so placed is nie, mag nie 23 Id oorskry nie, en indien
that the whole of it is below the surface of the sodanige tenk so geplaas is dat dit nie heeltemal
adjoining ground, the following requirements onder die omliggende grondhoogte gelee is nie,
shall be complied with:— . meet daar aan die volgende vereistes voldoen

1

wcwd: --
(aa) If the tank is placed within a distance of

2 m from the building, unless the part of (aa)'Indien die tenk 'binne 2 m van 'n gebou ge -

the wall of the building within 6 in from lee is, tensy die deel van die muur van die
the tank is of fire-resisting construction gebou wat binne 6 m van die tenk geled is
and impervious, it shall be enclosed in a van brandbestande materiaal gebou en

,

tank chamber. syferdig is, meet dit in 'n tenkkamer gehou
• word.

(bb) If the tank is placed at a distance of more
• ' than 2 m but within a distance of 6 in (Ibb)Indien die tenk meer as 2 m maar minder

from the building, it shall be placed in a as 6 in van 'n gebou staan; meet dit in 'n

tank chamber unless either the part of the tenkkamer geplaas word tensy die gedeelte
.

wall of the building within 6 mfrom the van die muur van die gebou binne 6 in van
tank and any opening therein shall be of die tenk en enige opening

'

daarin van

fire-resisting construction or a screen wall . brandbestande konstruksie is of 'n skeids-

of fire-resisting construction shall have .
armor van brandbestande materiaal tussen

been 'erected between the tank and the die tenk en die gebou opgerig word: Met
building: Provided that such screen wall .

dien verstande dat sodanige skeidsmuur

shall have been erected co-extensive with gelyktydig met die tenk opgerig moet word
the tank so as to project laterally for a

.

sodat dit minstens 1 in aan, weerskante van

distance of not less than 1 m at each ex- die uiterste van die tenk verbysteek, en
•

tremity of such tank and such screen wan sodanige skeidsmuur fondamente van vol-

shall have foundations of adequate
I

doende sterkte moet he en vir die voile
:

strength, and throughout its length shall
. 'lengte van die muur bokant die grondopper-

haveadakte uitgebou moet wets tot 'n boogtebeen erected above the ground to a .

height of not less than 1 m above the up-
' van minstens 1 m bokant die hoogste punt

permost part of the tank. ...
van die tenk.

(iii) If the tank is placed so that the whole (iii) Indien die opgaartenk so geplaas is dat dit heel-
temal onder die oppervlakte van die omliggende

of it is below the surface of the adjoining
I grond gelee is, moet dit' bedek word met 'n dak

ground it shall be covered by a roof of fire- ivan brandbestande materiaal.
resisting construction. . • - •

(c) Alle tenks meet stewig geplaas word in staal,
(c)' All tanks shall'be firmly placed in steel, concrete or beton of steenstutte van voldoende sterkte en stabiliteit

brick saddles of adequate strength and stability or of enige ander goedgekeurde metode. Die Brandweer-

some other approved method. The Chief Fire Offi- i hoof kan ander bykomende velligheidsmaatreels wat by
per may require other additional safety, precautions nodig ag en iwaaraan voldoen moet word, ople met be-

he may deem necessary to be complied with apper-
;
trekking tot die tenk of apparaat, of ander toerusting

taming either to the tank or to apparatus or other
I
wat brandstof uit sodanige tenk gebruik vir watter doe]

equipment using fuel from such tank for any purpose t ook al. Brandblusapparaat moet, tot voldoening van die
whatsoever. Fire. extinguishing appliances shall be I Brandweerhoof gernstalleer word.

. installed to the satisfaction of the Chief Fire Officer. 1

. . . ,

- Voorwaardes van die Registrasiesertifikaat.
Conditions of Certifkate of Registration. I .

•

1

9.(l) 'Niemand mag op enige.perseel— .

9.(1) No person shall store, use or handle or cause
• (a). meer vlambare vloeistof as die hoeveelheid wat op

to be store
1•

d, used or handled on any premises — I
die registrasiesentifikaat wat op sodanige perseel be -

(a) any quantity of flammable liquid in excess of the ..

trekking bet, aangegee word;
amount specified in the certificate of registration re- i

' ' •

lating to such premises; I
(b) enige vlambare vloeistof, . uitgesondcrd die klas of

• '

i klasse wat op die registrasiesertifikaat wat op soda-
(b)

. .

any flammable liquid other than the class or classes. i nige . perseel betrekking het, aangegee word;

specified in the certificate of registration relating to :(e) enige. vlambare vloeistof op 'n ander wyse as die
such premises; i wat op die registrasiesertifikaat .wat op sodanige

,• - - perseel betrekking het, aangedui word; of
(c) any flammable liquid in a Manner other 'than the t ..

manner specified in the certificate of registration re- 1(d) meer pompe, opbergtenks, of pakkamers as die wat
• lating to such premises; or •

i
op die registrasiesertifikaat wat op sodanige perseel

. .
1(d) a greater number of pumps, storage tanks or stores

Ibetreklcing het, aangegee word;

• than specifiedrin the certificate of registration relat- Opberg, 'gebruik of hanteer of laat opberg, gebruik of

[
ing to such premises. . . ,han'teer nie: .

L
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(2) Any person in lawful possession of any certificate • .(2). Enigiemand wat in wettige besit van 'n registrasie-

li of registration may make written • application - to the sertifi'kaat is, (kan by' die Raad skriftelike aansoek doen
Council for'the amendment of the total quantity or the om die totale hoeweelheid of die kias vlambare vloeistof
class of flammable liquid. specified in such certificate. wat. op so. 'n .sertifikaat aangegee. word, te laat wysig.
Such application shall be granted by the Council only Die_ Read staan so 'n aansoek slegs toe indien die viztor7
when the proposed amendment is in conformity with the gestelde Wysiging •voldoen aan die bepalings van hierdie
provisions of these by-laws• Where the Council has verordemnge. Wien dies Raad' 'se 'n aansoek toegestaan
granted any, such application, such 'person shall surrender het, moat ,so .'n persoOn die registrasiesertifikaat by die
the Certificate of registration to the Council for amend- Raad indien sodat dit gewySig kan Word.
ment.
. .

, , . Vertoning;van Reginrasiesertifikaat.• ' Display "Of
'

Ceitificate of Registration.,

'10. Any person to whom a certificate, of regiStration has .
10. Enigietnand aan wie 'n registrasiesertifikaat uit -

been issued shall •cauSe such certificate to be affixed and geieik is; -moet -

the sertifikaat op .'nopvallende plek op
maintained in a conspicuous position on the registered die geregistreerde perseel" feat aarthring en onderhou.
premises. Such certificate shall .be maintained at All Sodanige sertifikaat moet

• te. alle:Aye in In leesbare •toe-
times in such position and in .a legible condition. . .

stand op die plek in stand gehou Word: . ... . .
- •

. .

Reneival. Of Certificate of Registration or Spray Permit: Heriunving...van RegiStrasiesertifikaatOi'Spititpermit.
, .

-
• ,.

.;1.1. Application for Jhe annual renewal of a certificate ,111. Darr moat uiterlik op die 15de dag van November
of registration or spray permit shall be made not later van die jaarwat "die' jaar,Voorafgaan ten cipSigte WaarVan
than the 15th day of November of the year prior to that diethemuwing benodig word, aansoek om die hernuwing
for which such 'renewal is required, on a form to be pro- van

-
the !registraiesertifikial: of ' spuitperaith gedben 'word

videCi by the Council and shall be accompanied by the
op 11. vorm 'wet deur 'die 'Raad verslif word,, en dieprescribed charge as

set.
out in .Schedull I 'hereto. No voorgeiskrewe 'geld, 'soos hi' Bylae '1 hierby 'uiteengesit is,

plans of the premises in terms' of' section 4-shall be re- moat die aansoek vergesel. Tensy dielaad nangoeddunke
quired in the case of a renewal of a certificate •of regis- dit verlang; word daar in die geval van 'n 'hemuwing
tration or spray permit, unless called for at the discie- van.'n *mgistrasiesertilikaat of spuitpermit geen plan van
don. of the Council. •

.. . • ' die perseel kragtens artikel 4 vereis me.
. .

Transfer of Certificate Of 'Registration or 'Spray 'Permit. •

. ,Oordrag van Registrasiesertifikaat of Spuitpermit. "i•
, .

1, I2.(1) A certificate of registration or spray permit may
•

•
• 12.(1) 'n. Registrasiesertifikaat of spuitpermitmag deur

be transferred from one person to another: een persoon aan 'ft ander oorgedra word. . t • : .'

(2) The person desiring such transfer shall apply in
! (2) Die persoon .wat sodanige' oordrag verlang, moet

writing to the Council on I. form to be provided by the
i skriftelik by die Raad aansoek daarom doen op :n vorm

Council for such purpose. Such application shall be ac-
, wat die Raad vir die doe! verskaf. So 'n aansoek moet

companied by the prescribed charge .as set out in Sche- ! vergesel gaan van, die voorgesicrewe geld. soos in Bylae '1

dule 1 hereto, together with the certificate of registration
,
hierby uiteengesit is. asook van die registrasiesertifikaat

or 'spray ' permit relating to the
i
premises in respect of

1 of spuitpermt wat betreldcing het op die perseel ten op -

which such 'transfer is desired. •
. sigte waarvan sodanige oordrag Veriang word: ..
i

(3) No 'certificate of .registratiom 'or. spray .permit Shall
i (3) Geer) registrasiesertifikaat of spiiitpermit inert-cm

be transferable from one premises ,to another. • ' perseel na 'n ander oordraagbaar nie. •

. ,

. ,
'

'
.

" Temporary Storage., • .
.

. t. .Tydelike Opberging. • .

., ., , • , • .. _ . .

131(1) The Council 'may in writing exempt from 'the - 13.(1) Die:Raid 'Ian' inigeen wat Verlang om meer is
provisions of section 6 for such period is it may deem i 50 liter vlambare •vloeistof Klas A, of 'nicer as 400 liter
necessary any person wishing to store moire -than 50 litres I vlambare vloeistof Klas .B,,wat 'vir of in iverliand. met

Class A flammable liquid or more than 400 litres of 1 uitgraWingswerk, bonwerk., padaanleg of ander. soortge -

Class B flammable liquid required for or in connection i lyke werk yin 'n tydelike.aard 'benodig word, op te berg,
with any excavation, building, road making or 'other like

!
skriftelik Vir.sodanige tydnerk is .wat by aif .nodig ag,

operations of a temporary nature: Provided that — van
-die .bepalingi van artikel 6, vrystel: Met dien ver-

.

(a) ;application is submitted in writing to the Council on.
i stand° dat— -

! 1 .! •.. .. .
- •

a form •to be obtained from the Council; ; (a) daar skriftelik op 'n vorm wat van die Raad ver-
' - •

i. krygbaar is, by die Read aansoek gedoen word;
(b) 'Suitable provision has been made to surround the !

. . , .. .

containers of such flammable liquid by walls or i 0.) daar behoorlik voorsorg getref is om die honors 'van
bunds •of such a 'Character that such flammable liquid I sodanige, vianthare vloeistof, te omring met mure of,,
cannot escape from such walls or bends either under 1, walk van so 'n• aard dat die vlarithare vloeistof nie
the action of fire or otherwise; and . _ I ten gevolge *an brand Of andersins, deur die mure

•
•

(c) 'at least one .efficient chemical fire extinguisher •of.the I
• .

of walle kan ontsnap nie; en. •
.

' dry chemical type as set out in section 26 has been' 1(c) daar -minstens • een doeltreffende chemiese brand -

provided. - . . .' ' - :' - - - ' '
• • blustoestel wan die .

-
drob• eherniese - tipe, soos in ar- '

i
•

(2) ' Any person 'to whom an exemption has been ,

tthel 26 uiteengesit is, verskaf word:

granted in terms of subsection (1) shall ensure that - at all i (2) Enigiemand aan wie daar. 'n vrystelling kragtens
times

---- .
"

. strbartikel.gyverleen is, moet te ailed tye sorg dat —

/.I
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(a) all' reasonable precautiOns are: taken to. -Preventtany (a). 'clan-
alle - redelike • voorsorg getref - word om te

4"'. ;fife; flame -
Or •other agency likely to ignite flammable - voorkom dat 'n "brand, 'n vlam of 'n ander middel

' -

liquid or flainmable - liquid vapour being brought into " avat. vlambare
- vloeistof of vloeistofdampe aan die

. : contact with such flammable liquid - or - its vapour; -
.

- brand ha' laat slaan, in aanraking met sodanige
. , • . . , ,
• • • •

' tvlanrbare vloeistof of •die dampe daarvan gebring
(

of ..any ;protected.wb)such flammable • liquid is not placed within 4.5 m wOrd; -

.
-

ork. or 'public thoroughfare; and ..,
. . q • • . .

(b) sodanige...vlarabare vloeistof nie binne 4,5 m van 'n
(c) the - provisions' of subsection (1)(b) and (c), are oh-

. beskermde gebou .Of openbare verkeersweg geplaasserved.• word nie; en
-

• , .
-

• Insicillatibn Mid ErectionY ' (c) die bepalings van .subartikel .(1)(b) en_,(c) nagekom
word.'

14.(1) Iminediately..the installation of any pump. .stor. • - -
'

. Installasie en Oprigting. .

'

.
•

age. tank, filling device, 'dry-cleaning room, store, Mixing •
- -

•

" - -
- •

-
•

rooni; Spray -rooni Or other' premises intended for the f14.(1).
-

OamirldellikHnadaCn pomp; opbergtenk, vultoe-

storage; 'use; of handling 'of Ilaminable liquid haS been Stet, droogskoonmaakiekaal, pakkamer, menglokaal spuit-

completed, the occupier of the .premises shall 'notify the lokaal of ander perseel' wat opberging, gebruik of
Council in writing on a form to be obtained from it of bantering van vlambare vloeistof ibedoel is, klaar opgerig
the date .on ' which. the - work; -will be ready .for- inspec- is, moet dieakupant - van die perseel die Raad skriftelik
lion:. op 'n, vorm .wat by die Raad

verkrygbaarygbverkrygbaaris, verwittig
.

• .., -
.

, .. . .
• •

•
. iraii• die datum waarop, die' werk' vir inspelcIsielereecl is.

'

(2)
-

NIO. person ,shall use 'or cause or,PerMit to be used - ' ' " ' - :
- '''

such . pump,. storage' tank, 'filling device; dry-cleaning
•- .1.2) Nietnand. mag so 'n pomp, opbergtenk, vultoestel,

drpogskoonmaaklokaal, .pakkarner, . menglokaal, • spit-
rdoM, store, 'mixing room, spray room or other, premises

lokaal - of; ander ,. perseel vii die opberging, gebruik offor the storage, use or handling of flammable, liquid until hantering van vlambare vloeistof gebruik, rlaat gebruik,
silah .Person Is, in. possesSIOn- of a; certificate of . registra- of toelaat dad dit daarvoOr gebruik word. nice alvorensliontelating :thereto. -

. .: - - .. . -
... ... ••

scriemand 'n•reglitrasiesertifikaat.wat daarop betrekking
'

. , . ' . 0 '
• •

•
- : - .'"I •

'• • ' I. •

•

.

* .

Additions and Alterations to R
het,beltegisteredPremises. • •

.
• '

.•
• . • , Aanbousels en Veranderings aan 'n Geregittreirde Perseet

15.(1) No additions or alterations to any existing regis-
• 11541) Geen .aanbousel' of verandering mag aan enige

tered,remises ,shall be 'Made .unless and' until; a plan of • bestaande .geregistreerde perseel' aahgebring word nie,
the existing premises, together with the proposed . work, tensy en alvorens n plan. van 'die bestaande perseel, asook
shall 'have. been submitted• to the Council

-

and.,apPrOVed <I
. '

Id k b dieRaad' '
ed.i Van te voorgeste e (Aver T.; y. ••mg ten enby it in writing. .' i

-
..
- - - c• -

. • • '

skriftelik deur hour goedgekeur is,,
. . ..

12) Such plan 'shall; be in 'accordance
• with pie" provi- . :1(2.) Sadanige . plan moet ooreenkomstig die bepalings

sions of • section 4. • t
van artikel4 wees:.

• .. •. :

' • .; , . r
• • .

r " '
•

"
. , ,

•
-

Removal and' Dismantling. ' VerSiydering en Dinioritering.'
1

'

.
•

, ,, ..• .,. .. •
.

"

. . . *.
-

, •.:16.(1) "Enigiemand wat 'n pomp; opibergtenk• of vultoe-

'16.(1) Any person whojemovei -.

or causes or permits . stel van 'n geregistreerde perseel, .uitgesonderd 'n groat.
to be removed any pump, storage tank or filling device maatdepot. verwyder, laat verwyder. of toelaat dat dit
from any: registered premises;: other 'than' a bulk -

depot, verwyder Word, meiet
-

die ' Raad skriftelik daarvan in
shall give notice of such removal in writing - to the Court. kennis stel bp.'n vorm wit' y die Raad verkrygbaar is.
cil on a form to be obtained from it.

.i (2) Indien so 'n pomp, tenk of vultoestel van 'n ge-.. .

(2) The removal 'of any such pump, tank or filling : registreerde perseel verwyder word,' verval die registrasie-

device front any .registered premises shall ipso. facto can- ; sertifikaat ipso,- facto • yip saver dit, •na 'gelang van die
cel the certifieate

-
of registration insofar as it refers to

-
geval, betrekking het - op. so ..:n pomp, tenk of vultoestel,

such ptunp,..faxilc or filling - device, as the case maybe, asook enige,ander• magtiging, 'insluitende 'n vrystelling,
together with any other authority including any exempt, • wat kragtens hierdie verordeninge toegestaan is, en geen
tion.gianted in terms of. these by- laws ,and - no such pump. :

sodanige pomp, teak af , vu1toestel mag weer op die ter.
tank,or filling device shall tie re-erected on such premises.. ! rein opgerig, word nie, tensy: en alvorens 'n nuwe re-

unless and uittiLa hew certificate' otregistrationbas been gistrasiesertifikaat verkry is ,op die wyse wat kragtens
obtained in the manner provided in terms of these. by- : hierdie verordeninge bepaal ;word: Met dien yerstande
laws: Provided that the provisions of this_section shall ! dat 'die bepalings van' hierdie artikel nie Van ' toepassing
not. apply in 'respect of ' any - such pump, storage tank Or. • is in die geval -van ''n ponip,"opbergtefiki of vultoestel
filling .device Which' is temporarily removed for; the 'pur- I wat tydelik verwyder word met. die .doel, om herstelwerk
pose . f effecting repairs thereto. . . . .claaraan te verrig nie.

-

. . • .

'

apbergink - Gebrdik elf . Hantering • op deregistreerde,
-

. .
• • . . . , , . r, • . .

&

Storage, - .Use and• Handling on Registered Premises - Pro-
, ;:Petsele ivord miller Sekere' omstandighede'Verbied.

. hibited ;in !Certain Circumstances. • ,

17. Behoudens andersluidende bepalings in hierdie
17. Except as otherwise proVided in these by-laws, no I verordeninge vervat, mag niemand vlambate vloelstof op

person
-

shall store, use.tir handle, - or permit or cause to: i 'n'geregistreerde perseel' opberg, gebruik of hanteer, laat
be .stored, used or handled any flammable liquid oh any !apberg, gebruik of banteer nie —
registered premises .

-- -

. .
•

'

;

'
• .. i... I .

.
(a)vinclien sod"anige' vlambare vloeistof of die dainpe

(a) where such flamniable liquid or. its -vapour:canes-or
-

: daanian :met enige •vuur, '.tient, oop lig, of 'n ander
is. likely .to come' into contact with any Sire,iflarne, ! middel wat sodanige vlambare vloeistof of die dampe
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i naked light or other agency likely to ignite • such
flammable liquid or its vapour;

daarvap aan - die brand kan laat slaan, in aanraking
kom, of moontlik daarmee in aanraking kan kom;

(b) unless such premises are so situated or constructed (13) tensy sodanige perseel aldus gelee of gebou is, of
' or so protected by surrounding walls as not to ex- so deur lingmure beskerm word, dat dit geen aan -

Pose any adjoining premises, room, building, or other _ grensende perseel, verttek, gebou of ander eiendom
property to the risk of danger from fire; aan_brand blootstel nie;

(c) so situated as to prevent or impede the escape of any (c) indien dit so gelee is dat dit die ontkoming van 'n

person or 'animal in the case of fire or otherWiSe; •
' persoon of dier blithe geval van brand, of andersins,

i

(d) unless all equipment and apparatus used on - i verhinder of belemmer;
nch . .

•

premises for the storage, use or handling of (d) tensy alle toerusting en apparate wat in sodanige
flammable, liquid is maintained in good and proper perseel vir die cipberging, gebruik of hantering van
order and free from leakage of flammable liquid; or nrlambare vloeiitof, gebruik word behoorlik en deeglik

onderhou word, en daar gesorg word dat geen .

(e) unless such person has taken all due precautions for vlambare vloeistof daar uitlek nie; of
the prevention of accidents by fire or explosion on

'

. such premises, and for the prevention of un- (e) tensy sodanige persoon alle 'behoorlike voorsorg ge -

'authorized persons obtaining access to the Ram-liable . :tref fret - om ongelukke weens brand Of ontploffing
liquid kept thereon: : _• • : op sodanige perseel te voorlcom en te verhoed dat

. ongehnagtigde person toegang yerkry tot die Warn -

Prohibition
.

' •

of I
:• bare vloeistof.wat daarop gehou word. •

Certain Acts.
•

-
, . . .... .. • .

18. No person who stores, uses Or handles or causes
• • -

'
• Sekere Dade word Yerbied.'

or permits to be stored, used or handled any flammable 48. Niemand wat vlambare vloeistof op 'n perseel
liquid on any premises shall do' or cause or permit to be opberg, gebruik of hanteer, dit daar hat opberg, gebruik
done any act which tends or is likely •to' tense fire or of hanteer; of toelaat dat dit geskied, mag 'n 'dead verrig,
explosion. of toelaat dat dit verrig word, wat tot brand of 'n ont-

ploffing. .
.

. •
•

. kan le, of wat dit moontlik kan veroorsaak nie.
V , Notice to Discontinue Dangerous Method. •

I . Kennisgewing om 'n..Gevaarlike Metode 'te Stack.
, . . . .

19:(1) Where on inspection of any premises it appears 19,41) 4ndien daar' by •ondersoek van 'n perseel blyk
that any method of storage, use, transport or handling dat 'n metode Wairvolgens vlambare.vloeistof. opgeberp.
of flammable liquid is in conflict with the, provisions of gebruik, vervoer of gehanteer word, in stiyd met die
these by-laws and is Calculated to endanger the safety of bepalings .van hierdie verordeninge is, en daar geag word
the public or of any .person employed in or *on such dat dit die publiek

'

of lemand wat in of op sodanige
premises, any duly, authorized officer of, the Council perseel werksaam is, aan gevaar blootstel, kan enige be-

may require the immediate discontinuance of such method hoorlik-gemagtigde beampte van die Raad eis dat soda-

or the removal of the flammable liquid to a place - of nige metode onmiddellik gestaak word, of dat die vlam-

safekeeping. .. bare vloeistof .na 'n plek vir veilige bewaring verwyder
. • word. .

(2) 'Any person failing to comply with any instruc- • . .
•

tion of any duly' authorized officer of the Council,'issued (2) Enigiemand wat in gebreke bly om aan 'n opdrag
in terms of this section, shall be guilty of an offence van 'n'behoorlik-gemagtigde beampte van die Raad, wat
under these by-laws..

' kragtens die bepalings van hierdie artikel uitgereik is, te

I' . .
'n misdryf. voldoen,

is ingevolge hierdie. verordeninge skuldig aan

• Flammable' Liquid Escaping into Drains.( . . .
• . .

,
• Viambare Tilpeiktof 'meg hie in Rioieinloop nie.

.
. .. .

20. No person shall cause or permit flammable liquid I '
20. Niemand mag toelaati

-at !vlambare .vloeistof• in
to enter any sewer or inlet or drain communicating with It riool of 'n inloop- of afloopvoor wat na 'n riool' of
any sewer or any surface water drain. , .. , 'rt watervoor - lei, inloop nie. • '

,

• . ••• • • ,
•

Prohibition against 'Devices and Pumps iii ,Basements. .
:Verbod op .Toestelle en Ptimpe in Kelderverdiepings. .

. '
. 21. 1

-4ieMand niag 'it toestel om vlambare vloeistof thee.
21. No person shall use or cause or permit to be used : te Spit, of 'n pomp of 'n ander' toestel om vlambare

in any basement any device for spraying.flammable liquid • vloeistof aan voertuie of hollers te, fewer of daarheen
or any pump or other device for the issue or transfer of . oor he bring, in 'n kelderverdieping gebruik, laat, gebruik
flammable liquid to vehicles or containers.

, or toelaat (lit dit daar gebruik word '.nie.
. , .

'
•

,. -
,Filling Operations. . Vulwerksaamhede.•.

_
•

' 2241) !Niemand 'mag, elders as by 'n grootmaatdepot
,

22.(1) No person shall transfer,, other than 'at a bulk vlawibare vloeistof van of ni.'n tenkvragmotor oorplaas,
depot, any flammable liquid from or 'to any road tank tensy. dit by wyse van verseelde oorplasing gesIded, en
wagon unless such transfer is carried out under seal and die- enjin van so 'n tenkvragmotor afgeskakel is. ,

in the case of such wagon the engine thereof is stopped. (2) Brandstof kan' aan: 'n vliegtuig 'op 'n'lugbawe of
(2) The refuelling of aircraft. at an aerodrome or land. - .'n landingsplek

- vanuit 'n tenk viagmotor wat met 'n -

ing ground may be performed from a road tank wagon goedgekeurde 'kragpomp toegerus is, voorsien word: Met
equipped with an approved power - pump: Provided that .dien verstande dat die enjin' of enjins - van sodanige
the engine or engines of such aircraft is or are stopped. vliegtuig afgeskakel is.

A
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..
1" I '

r Filling On or, across Public Sidewalks-et. 1 • : :Vulwarksaamhede. o.p.of oor Openbare Sypaadjies.
• •

23. No person shall --:- 23. Niemand mag —
.

- .

(a). take on' or across .any public 'sidewalk or. cause or (a) die slang van 'n -pomp . op of oor 7'n openbare
permit' to be so Oaken the hose .of•ta pump for the - i. sypaadjip• gebruik, - laat gebruik of . toelaat dat dit
purpose of replenishing any !vehicle or - container aldus gebruit word, met die doel om,'n voertuig of
with flammable liquid; ,or . . .

hotter met vlambare vloeistof vol te maak nie; of
4.
-

(b) so' replenish 'or cause ••orpehnit . to. be so-replenished (lb)
.
'II. voertuig, of hotter wat ,op ,'n ,openbare sypaadjie

any vehicle or container: which.ris Standing on any staan, aldus volmaak of laat volmaak of toelaat dat
. .

- -
1 -dit. yolgemaak word Me.

'
• •. Ipublic sidewalk. .

. ,.. --
.

1

. . /: -
;

'

.Brandstofteriks wat Volgetnaak Word.
'.. Replenished puff, Tanki; , . , .: ,, L.

. . . 2..t.f 1)
-

Niemand mag—.
. ,

242(1) No person shall .! • .• ! ••• .• i... - ::. '!.1. ;. (a) .Opc/it geregistreerde perseel, - 'n vuurhoutjie trek, of
...lc pyp .sigaar of Sigaret rook, of 'n sigaretaansteker(a) upon • any

1 registered premises' strike .a -Match 'or - • •

• :smoke a pipe, !Cigar 'or cigarate"or •ignite a. lighter
' 'd Hk -toestel' die.brand k,.2

. of .,:n fan, or spurtge y e aan sleek,
of met enige vuur, vlam, oop..hg of ;ander middelor other Similar •conttivanbe'bf approach' with - any
wat moontlik vlambare vloeistof of die dampe daar-

- • fire;.flanie, naked-light or 'Other 'agency likely -to ig-
van aan die brand kan laat. slaan, binne 3 m vannite flammable liquid (or its vapour Within' a: dis- n motorvdertuig se .brandstoftenk of kom, terwyllance of 3 m of any fuel tank of any motor vehicle

whilst suclrftiob tank isheintsodanigereplenishedor is open; ... etenk volgemaak word of ooPstaan,nie; of
4

.. ., . . . 1

cr, • (6) so.ln brartastoftenk volmaak,of toelaat dat dit volge-

or' permit tto
• . •snaak-w,ord terwyl, die enjin.van so .r1 motorvoertuig(b) replenish ! he replenished. any-such fuel •

. nog. bop nie. •• :. ,! .
.tank while. the engine ofi/such :motor .vehicle. is; in ' • .

.., . motion. .. • .
-
,.. . .

•

,
!...i..: ;6 :

'
:
- . !.. 1 ...:. , (2) 'Alle geregistreerde persele meet voorsien wees van

, •
.1 . r ! •

.
• '

• ! • ''• '• !. c..
I opvallende kenntsgewings met die woorde "Gevaar —(2) All registered premises shall' ave Prominent notice I Rook Verbode" duidelik' in albei amPtelike tale' daarop

boards bearing 'the :words "Danger . NceSrtokine' in i in letters wat minstens 75 mm hoop is en moet te alle
letters ,not less than 75 mm ,in .height in both ?official tye • op .so .'n plek en in 'n leesbareltoestand. in stand
language's'' erected: and' such notict,boards

•

Shall
I

be iniainr 1 gehou. word -
.

tamed; in' (such' position and in 'a..legible condition.
'

.
i

: . .
'

.
.

, .

, T. , •

• • i • • • • . .•:, ,• ..i
I Openbare Motorbus* nix van .B randstof voorsien Word. .

Replenishing of.Publia.90tnnibuser... .l' .I

1

'15. Niemand niag*.terwyl dair 'aiget arider persoon,•
. . ••• • .. .• •

I
1 gitgesonderd die bestuurder Of die

,
pertbon Wat.daarvoor

25. No person. shall replenish or 'cause - or:permit. to' be. I verantivdeirdelik is!' ill Of op 'ii motorbus lii, die brand =

replenished the fuellank.'of lany.filator omnibus of carry:
1
stoftenk . van! •Sodahige Motorbus volmaak, ! laat volmaak

or .cause or' permit 'to be carried. any flammable liquid i of toelaat dat dit volgemaa'k word, of toelaat flat 'vlam -

in or on any motor omnibus except in the fuel •tank' i tare. vloeistof in. of. -qp, sodanige motorbus vervoer, laat
thereof 'whilst any person, other than the Alciver or. per-

.1 4drIvOer,.. of toelaat dat dit aldus vervoer word, uitge-

ion ''responsible therefor, is within or Upon, such 'omnibus.. 1 Sonderd in die biandstoftenk daanian' nit.
-

1. „ • . .

. .

,. • .;, I.
'

. .. 7'1 .'Fire•Applianbes. r. - t..: i - .
• • • ) ..'..:

1

Brandblustoestelle.
' I

I,
i.

- : -
:

I 2641) pelyau@ts, nadersluidencle• bepalings . in hierdie
26.(1) Except where otherwise provided .in •these by-

I
verordeninge vervat, moet die persoon aan wie die re -

laws, 'the person to whom *the certificate of. registration . gistrasiesertifikaat of .permit .,kragtens hierdie verorde-

or perniit•has been issued'iin terms of 'these by-laWs shall
1 ninge uitgereik' iS,:dp, alle persele •waarop rsOdanige .serti-

install or - cause 'to be installed on all premises'td which
-

I fik'aat of permit betcekking, het, op 'n maklik toegank-
such certificate or permit refersnin 'an easily - accessible l like en sigbare plek aan ''n rriuur of op 'n !ander geskikte
and visible position _on a wall or other suitable position

i
plek wat . minstens 1 m bokant die oppervlak van, die

not less 'than 'I. M. 'above the' level 'Of -the floor Of the perkee1.11Se• vlder 'isrbrandhlustoestelle en tbranderrimers,
premises, . fire extinguishers and - fire - buckets. on. the fol- I volgens die onderstaande minimum Slcaal aanbring

..
of

lowing minimum scale:—,,, .. •,„, .; „. ,,, .,: . laat - aaribring:—••• • 1 !

, -
'

One. such fire extinguisbet of '

the. drYlchdmical type i - Een soilanige ,brandblustoestel. van die droe. chemiese
and rtWo such' fire, buck&S' Shall be installed . each I tipe en twee sodanige brandernmers moet ten opsigte van

,
., ' - - 1 elke vulstasie of enkele pomp, andervilltoestel, fillingstation or single pump or other filling device, each I • '„ • I bare vloeistof pakkarner,droggskoprimaaklokaal, flammableliquid store, 'each dry-cleaning room, each I lokaal, of spuidokaar Op die perseel aangebring word.

mixing room or each - 'spray room on - the -pretriiies: ' L ;
_ . , . ,

• .,. . 0.. 1 :!(2) Sod.anige ,brandblustoestelle• moet •. doeltreffende
' (2) :Such fire' extinguishers'shall be efficient dry. tdroe - chanties°_ 'brandblustoestelle wees wat elkeen 'n
Chemical fire extinguishers.' 'each, 'of a capacity„Of not iiihoudsvemod. yan minstens ;9 • kg, het: Met dien - ver-
less than '9 kg:' Provided that where the Chief Fire Officer 1, stande dat .waardie Brandweerhoof, met inagneming van
is of the - opinion; having regaid ;to the particular birciim-

I die besondere omstandighede van 'n geyal, van mening
stances' of any case„that dry chemical fire. 'extinguishers I is` -dat did brandblustoestelle an die droe cheniiese tipe

4are - not adequate, •such'other fire extinguislieri
-
as he may I nie voldoende "is nit .thoet sodanige . 'ander brandblus-

consider to !be required by the particular hazard; shall. I toestelle' war hyr:Vir. die hesendere 'gevaat nodig ag; ge-
be installed. - 't ; •••:. I • -

. '
installeer wool' ..• ' - '' -• 'r -
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. .

, (3); Every fire bucket shall be constructed. of metal and .; (3),Elke:, brandeinmer ..,moet van, metaal . vervaardig
p shall be of, a capacity of not less than 9 'RI-es,, and painted wees/Met ?n. inhoudiverma. van minstens/9 liter, en Tool

redwith. the word "FIRE"..painted in white and legibly geverf met die. woord 'BRAND" in wit daarop. geverf,
maintained thereon and filled with; dry; sand .I . : . .; ...._ ea, moet leesbaar ,in stand gehon word en met 009. sand

(4) Where,: in terms' .of. these by-law; any chemical
gevul Wees.

: ....; •
. ,

.• :.
, .

fire 'extinguisher is required -
to. be installed; such ex- .A4) Waarvilaar. kragtens hierdie verordeninge 'n che-

tinguisher shall be a - vessel 'or machine mahufactured miese brandblustoestel aaagebring,„moet, word, moet so
as a fire appliance and shall withstand internal hydratdie 'it brandblustothel 'n honer of apparaat wees wat as 'n
tests approved of by Jae. Chief Fire Officer. .5rand'blustoestel vervaardig_ is, en moet dit interne hi -

drouliese toetse wat deiir die Brandweeahoof goedgekeur
_ (5) The .person to whom a certificate of registration, is, weerstaan.
spray permit or transport permit has. been .issued, in - - • - ''i - " '' V ' :

.
'

;: '
.

'

: . '.'"(5) .The,,persoon. aan wie daar . n registrasiesertafikaat,
terms of these by- laws shall maintain: at all times -on the 'n- spuitpermit of ,'n vervoerpermit kragtens hierdie ver-

premises or vehicle to which such certificate or permit ordeninge uitgereik is meet te; alle. tye op die, perseel of
relates — voertut .waarop sodanige ;sertifikaat of p2rmit van toe-

(a)

. .
- :

- •

all fire extinguishers., buckets, appliances and alarms
passing is — .

in accordance with the , provisions, of these by-laws; (a) alle •brandblustpestelle, brandemmers, apparate en
and .. .. .

,
-

.
- alarms oothetticomstig die baalings van hierdie ver-

.

, : ordeninge; ch. ... .. .

(b) all such equipment in 'good order and ready for im-, ,
-

; '; - (b):.al• sbdanige 'thertisting in ''n i.mediate. use. cicle toestand en ge -
; '

•
' - '

• • r• • a $ - • •''
Tea ' Vir oniniddellike .g0bruik, in s;and hou.•,

., , , . . •

Examination of Fire Appliances. . ! ... - .:.•• I . J; Ondersoek van.Brandblustoestelle.
. .. . .

27.0) Waar daar ingevolge hierdie verordeninge 'n27.(l) Where. in terms of these by-lap.vs, any chemical chemiese brandblustoesteLtrandweertoerusting, of brand -

fire extinguisher, fire fighting equipment, or fire alarm alarm op 'n perseel aangebring is, moet die okkupant
has been installed on any premises', the',ocetipier of - such van sodanige. perseel so,.'n brandblustoestel, toerusting of
Premises shall caitie such fire ,extingnisherLequipment or ilarat,een maal elke 12. maande deur. die verivaardigers

• • daarvan,of deur hulle behoorlik-gimagtigde verteemvoor-
alarm to be, examined once every 12 •;months by the . f

• . . •

kchgers..o . deur ri; ander. ge walifiseerde persoon, laat
manufacturers. thereof or. their duly authorized represent ondersoek. . . :

.'
. ',I

' . -
• ..

naive or other 'qualified person.
(2) Eike sodanige brandblustoestel, toerusting en 'alarm. .

(2) Every such fire extinguisher, all such equipment tnpet 'netiket aauhE. waarop.die persoon. wat dit onder-

and every such alarm shall bear a' label onlvbich"sticq sOck..sy.inaarn,asocok die, datum van die. ondersoek en die
Ilesonderliede in iferband met

'
die toestand waarin dieperson examining it shill endorse' his name; the date Of brandblustoestel, toerusting of alarm op daardie tydstip

examination and the condition, in: his - opinion,..of the nasTmening.verkeer;.moetaantekethi' ,

fire. extinguisher. equipment or. alarm at...that date::.; • . 1; 1.:r! • .• ..1 • •• • ;
. ..

c •
, .

;
: .; ... ._• Ongeluicke.moet y4angemeld !word.

..Reporting' Accidents.. ' • •
• - ;

; 28. Die okkupant van 'n perseel moet enige brand of
: ongeluk watuby vlambare vloeistof betrokke is en wat

28. The occupier of any premises shall immediately
report to. the Council any fire or accident .involvingI .

:
plaasgevind het in '.Vet:baba' St enige sodanige perseel

i
I
wan so n brand of onge.luk skade aan eiendom berok-

of beieririgs ainfperson veroorsaak het. onmiddellikflammable .liquid,.that has occurred rim connection with ben"ydie.Rtiad.aanmelci. .

any such. premises where such fire or iceident. bis re- I • ,
Reels ten °pave. vein iPersele•wat Me ihwevolge. Hierdiesuited: in damage tca.any.property orinjury to any person.. _

- - . - -.- . • Verordentngt Geregistreer hoe to word me.

Rules to -be observed on Premises not required„to be 2941) Niemand mag vlambare vloeistof op 'n onge -

• Registered in termS 'of .iheSe.13);-Ima "1 - registreerde .perseel opberg, gebruik of hanteer,. of. dit
daar"laat opberg; gehrtiik. of' hariteer; of toelaat dai dit
geskied Me tensy die' Vlairibare•'vloeistof op sodanige2941) No person shall store, use or :handle or .cause plek of opme, wyse opgeberg, gebruik of gehanteeror permit to' be stored, 'used' or bandied an 'flammable 'flammable word, dal .: .

sodanige
. : . .. .. •• -

.
•

liquid . on. any • unregistered . ,premises: ilitinless such
(a)„geen. vlambare:.vloeistof; of, dampe daarvan met enigeflan:unable: liquid is • .stored; used or handled 'in such at Amur, .vlam, of oop: Jig • of 'n ander middel wat

place or in such - a manner :thit —1 !

-.

'
moontlik. sodanige vlambare vloeistof .of die dampe

(a) no flammable liquid .or its vapour ccimesi or is; likely • -
..:.daarvan aan die brand - kan. last .slaan, in: aanraking

' -
: to come into contact' with any fife,' thine; Srnaked: ' km

.-e;of
of. moontlik . daarmee in, aanraking kan kom

,.. m .. •

, .., ,
. . . . . .

• light or other 'agency likely 'to ignite•Sucli flanicnable
liquid or its vapour:..or .‘ ./ wi. (b) die ontkoming, van persone of diere in die geval van

brand, Me verhinder of belemmer• word nie.
(6). in the case: of fire the escape. of personsi or animals

, . 1:(2).
-.Niemand. mag vlambare. vloeistof op. 'n ongeregis-

•
- will not :be !prevented or impeded::: . .. - : • :. . -

-... .
. , .

• . treercle perseel gobruik; of hanteer; of, laat gebruik. of
(2) No person shall use or• handle or eau:SQ.or „permit' , Milieu., of toelaat day dit daar gebruik of gehanteer

to be used or handled anY flammable liquid on. unregis, iivoril pie„behlwe. op; 'ri, geskikte plek ini.die. buitelug
, . . .....
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tered premises except in a suitable place in the open air sodat die dampe ma'klik kan ontsnap, of in 'n kamer
41so that the fumes can escape easily or in a- room, provided wat behoorlik geventileer is sodat die dampe daaruit

with adequate ventilation to remove the fumes therefrom weggovoer word, en dit doeltreffend verhoed word dat
and effectively preVent the accumulation of fumes therein. daanpe daarin versamel. '

. .

(3) On unregistered premises flammable liquid shall 9) Op ongeregistreerde persele mag vlambare vloei -

be stored only in a subStantial container which shall be stof slegs in 'n steak houer, wat dig toegehou moet word
kept securely closed when not in immediate use. wanneer dit nie daadwerklik in gebruik is nie, opgeberg

word.
. •

Inspection of Premises.
• Ondersoek pan Persele. '

. .

3041) Enige behoorlik-gemagtigde beampte van die
30.(1) Any duly authorized officer of the Council, may, Raad kan vu enige doel in verband met die nakorning

for any purpose connected with the carrying out of these van hierdie verordeninge ooreenkomstig die bepalings
by- laws in accordance with the provisions of section 72 van artikel 72 van die Ordonnansie op Plaaslike Bestuur,
of the Local Government Ordinance, 1939, enter upon 1939, enige perseel betree en sodanige navrae doen of
any premises whatsoever, and make such examination. and ondersoek instel as wat thy nodig mag ag.
enquiry thereon as he may deem necessary.

(2) Die eienaar of okkupant of, indien hulle nie op
(2) The owner or• occupier, or failing their presence die perseel teenwoordig is nie, enige ander persoon wat

on the premises, any other person employed thereon shall daar in diens is, moet op versoek van sodanige gemag-

upon demand disclose to such authorized officer the tigde beampte, horn op versoek verwittig van enige vlam-

presence of any flammable liquid in or upon such bare vloeistof wat in of op sodanige parseel aanwesig
premises and shall answer all enquiries relating either is, en moet alle navrae met betrekking tot die nakoming
to the observance of these by-laws or to any condition van die bepalings van hierdie verordeninge. of met be• 4in connection with the certificate of registration or per- trekking tot die voorwaardes in verband met die re -

mit. gistrasiesertifikaat of permit beantwoord.. .• -
,

Taking of Samples. Die neem van Monsters.
•

31. Upon inspection of any
.

premises by an authorized
5'1. Wanneer 'n gemagtigde beampte van die Raad 'n'

perseel ondersoek, kan sodanige beampte monsters van
officer of the Council, such officer !may take samples for enige vlambare vloeistof of 'n stof of enige vloeistof of
the'purpose of analysis or examination of any flammable stof in verband waarmee daar vermoed word dat dit
liquid or substance, or of any liquid or 'substance suspect- vlambaar is, en wat op sodanige perseel aangetref word
ed of being flammable, which is found upon•such pre- neem, met die doel om dit to ontleed of to ondersoek:
mises: Provided -that — •

Met dien verstande dat —
(a) 'any sample so taken shall be taken in the presence (a) enige monster wat aldus geneem word, in die teen-

, of the owner, occupier or other person in charge, as
. woordigheid van die eienaar, okkupant of ander ver-

the case may be; antwoordelike persoon, na gelang Van die geval.
(b) the owner, occupier or other .person in charge may geneem moot word;

require the officer taking the sample to divide it (b) die eienaar, okkupant of ander verantwoordelike
into two parts and to mark, seal and deliver to him persoon kart eis dat die beampte wat die monster
one such part. neem, dit in twee dole moot verdeel en die eon deel

• moet merk, verseel, en aan horn moot oorhandig., . .

Breach of Conditions. Verbreking -van Voorwaardes.

32. Any person who commits any breach of any con- 32. Enigiemand wat 'n voorwaarde verbreek wat op 41

dition endorsed on the approval notice or certificate of die goedkeuringskennisgewing of registrasiesertifikaat of
spuit.perm.tt staan wat kragtens hierdie verordeninge uit-

n misd

registration or spray, permit issued in terms .of these by-
gereik is, is ingevolge hierdie verordeninge skuldig aan

laws shall be guilty of an offence in terms of these by-

laws.
•

STORAGE TANKS, PUMPS, PIPELINES AND
OPBERGTENKS, POMPE, PYPLEIDINGS 'EN

HOVERS.
CONTAINERS.

• lnhoudsvermod van Ondergrondse Opbergtenks.
Capacity of Underground Storage Tanks. -

. -

33. Die inhoudsvermot van 'n ondergrondse opberg-

33. The capacity of any underground storage tank, if teak, indien dit nie in 'n grootmaatdepot of op 'n lug-

not situated within a bulk depot or an aerodrome or haiwe of landingsterrein wat deur vliegtuie gebruik word,
landing ground used by aircraft, shall not exceed 23 Id: gelee is nie, moet hoogstens 23 Id groot wees: Met dien
Provided that a storage tank with a greater capacity than i verstande dat 'n opbergtenk met 'n groter inhoudsver-
23 Id may be installed on any premises where such tank •

mod as 23 kl op 'n perseel geinstalleer kan word indien
is to be used for manufacturing purposes. sodanige tenk vir venvaardigingsdoeleindes gebruik word.

. .
!Construction of Tanks. . ,

Bou van Teaks..,
• 34.(I) Me opbergtenk moot vervaardig wees van

34.(1) Every storage -tank shall be constructed of iron, yster-, staal- of ander geskikte metaalplate wat steak
4steel or other suitable metal plates of adequate strength genoeg is, en wat behoorlik met naels vasgeklink en ge-

and
-

properly riveted and' caulked, welded, brazed or ' kalfater, gesweis, hard gesoldeer of andersins deur middel
I otherwise secured by some equally satisfactOry

-

process. i van 'n ewe doeltreffende proses vasgeheg is.

ii
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. .

(2) The top and sides of such tank shall bei supported • (2) 'Die -hepunt en kante van so 'n tenk moet onder -

1 and strengthened by such - uprights, girders, angle-irons steun en versterk word deur middel van stutte, 'balke,

hoe en ankers wat met inagneming van die.and ties, as having regard to the capacity, shape, alicl kysters
:lnoudsv.ermoe., die worm en ligging van die .tenk, nodigsituation of the tank, may be necessary to render it 'suf-
filahg woes ten' einde dit sterk genoew te

- maak vir die
ficiently strong for .the .purpose to which it is being:put. doel yvainroby din gebruik word.

•

. . . . . . . .. .

(3) Every opening in any underground Storage tank, (3) Eike opening, uitgesonderd 'n lugpypie, in 'ri
other than a vent pipe; shall :pc •securely 'cloSe•d by an ondergrondse opbergtenk meet behoorlik deur 'it doel -

effective and properly secured cap, cover, tap or valve. treffende dop, delcsel. kraan of klep wat good vas is.
toegemaak word. .

(4) .All pipes, other than a ventilation pipe, connected • •• •

• 'MI Ali& Pype, hitgesoriderd 'n ventilasiepyp, wat metto an underground storage tank -

shall' be carried dOw
-

n—th
-

• .-
.

'n ondergrondse opiDergtenk
•

vcrbind is, moet tot binne
within 100 mm of the bottom of the tank. 100 mm van die boom van die tcnk af reik.

(5) Every above ground storage , tank shall have - an (5) Elke bogriandse
'

opbergtenk moet n doeltreffende
adequate system of ventilation so as to prevent excessive ventilasiestelsel he ten einde to voorkom dat die druk
internal pressure. , daarbinne to toog word.

.

(6) Every storage tank - shall be maintained' at all
- -

(6) '.Eike ,Oberg:enk meet ten alle tye ooreenkomstig
times in accordance 'With the respective provisionsof tins d:e betreikke bepalings van hierdie artikel, in stand ge-

ection.
'• - —' holt word.

-

. .
- • .

.
, .• ,

Installation of Storage Tan4S. . .
•

.
.

Aanbring van' Opbergtenks.
.

.

. ,

• •
• 35.0) Elke ondergrOndse opbergtenk moet —

(a)

35. (1) Every. underground storage tank • shall—
(a) so aangebring word "dat die 'bopunt van die tenk

(a) be so installed that the top of - the tank is not less minstens 603 mm onder die oppervlakte van die
than 600 mm below the surrounding ground level, omliggende grond is, of . meet met 'n gdwapende
or covered with not less than a 100 mm reinforced betonblad van minstens 100 mm dik, en met min -

concrete mat and not less than 150 mm of earth • stens 150 min grond. of sand bedek wees;

or sand; , . -
• • • •

.
(b) .op 'n waste fondarnennangebring ' en heeltemal met•

••
(b) be set in firm foundations and wholly'surrounded sagte grond of sand' omring word, of met boon

with soft earth or sand or encased in concrete;
' cimillul word;

•.
,

• (c), met .uitsondering, vyan enige opening na die niangat,
(c) with the exception of • any

' opening to' the 'manhole;
• in• alto gevalle ,wear voertutgverkeer oor sodanige

be covered with concrete•adequ'ately reinforced in all tenk pan,. met . beton wat behoorlik gewapen is,
1

cases where vehicular traffic passes over such tank; bed& wets; t

,
.' ... • .

(d) be situated within the boundary Jibe of the premises; (0). binfic .die grenslyn van. die perseel gelee wees; en .

and • '
•

. (e) in die' geval 'wear so 'n 'tenk Nat hi 'n keldenVer-.

(e) where such tank is situated in or within 1,5•m Of
'

dieping of binne .1,5 in da'arvandaan is aangebring
Word 'in 'n kamer Met; betonniure wat minstens 150any basement, be installed in alCharnber of concrete . .

- .
' mm dik is 'of banksteenmure wat minstens 215. mm

0
• not less than 150 mm thick or brick not less than •

, . • .. . .

215 mm thick set in cement mortar with the space
dik IS en met sementmortel gemessel is, en die ruimte
in die put om die tenk moet heeltemal gevul wees

within the pit surrounding the tank completely filled met grond of sand wat styf vasgestamp is: Met dien
with closely paCked earth or sand: 'Provided that verstande dat die bepalings van hierdie artikel nie

the provisions of this section shall not apply to any op 'n grootmaatdepot van toepassing is nie.

bulk depot.
•

(2)' Bogrondse opbergtenks moet legs in grootmaat-
,

'
• :

(2) Above ground storage tanks shall .only be installed
depots aangebring Word.

within a bulk depot. .. .

Ventilasie van Ondergrondse Opbergtenks.
. .

. . .

Ventilation of Underground Storage Tanks. 36. 'Elke ondereroncise opbergterik moet 'n ventilasie -
.

pyp. met 'n .binne-middellyn van hoogstens 50 mm en
36. Every underground storage tank shall have a ten-

i moistens' 25 mm' liO en die
-

boolIste' punt van 'die pyp
tilation pipe of not more . than 50 mm nor less than ; moet —
25 mm internal diameter The top of which pipe shall—

(a) minstens 4 in in die buitelug .uitsteek;
(a). extend at least 4 m into the open air;'..

.
•.

' , (b) met gaasdraad wat teen irivreting bestand is en wat
(b) be protected with a non-corrodible wire gauze with !

- 'n gaasopening van minstens '600 mikrone het, op
a mesh 'aperture not exceeding 600 microns.' Stich 1 so an '.Just'beldek word dat die gaasdraad vir under-

, '. gauze shall be secured in such a manner that it may i
. seek- en reittigingsdoeleindes verwyder kan word;

be removed for examination and cleaning;
- - " •

-
•

: . (c) minstens._ 6 m van .enige vuur, vlam of oop lig of
l(c) terminate at least 6 in away from any tire. ffime or ; ander. middel wat moontlik viambare vloeistof of

naked light or other agency likely 'to ignite_flanunable : , dampe .daanvan, aan die brand kan laat slaan, af
liquid or its vapour. .

• -
_ ... . weg wees. . . .. .
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Installation .of . Storage Tanks, Pumps or .Filling Devices Die aanbring van Opbergtenks, Pompe of Vultoestelle
. . in Buildings. in Geboue. . I

,37. No storage tank, pump 'or filling device shall be 37: Geen opbergtenk, pomp of vultoestel mag in of
installed in or below any building which is more than onder 'n.gebou wat hoer as een verdieping is, aangebring
the storey high, unless the ceiling, above such tank, pump word the, tensy die plafon bokant so 'n tenk, pomp of
or filling device is constructed of reinforced concrete. vultoestel van gewapende beton vervaardig is,

. Abandoned Tanks.
• .

Tenks wat Me meer Gebrztik word nie.
'

38. Ingeval 'n ondergrondsc opbergtenk nie meer ge -

38. In the event of any underground storage tank bruik word the, moet die eienaar van so 'n, tenk dit laat
being abandoned, the owner of such tank shall cause it verwyder of dit met sand of vloeibare beton laat opvul.
to be removed or filled with sand or liquid concrete.

Toegang tot Opbergtenks.
Entering of Storage Tanks.

'

.39, Niemand mag —•

'
39. No person shall —

- (a) 'n opbergtenk wat vlambare vloeistof bevat het, bin-

negaan of iemand enders dit laat binnegaan, of toe-

(a) enter or cause .or permit any person to enter any That dat by dit binnegaan, aivorens alit vlambare
storage tank which has contained flammable liquid ,vloeistofdampe uit sodanige tenk verwyder is nie,
until such tank has been totally freed from any tensy so iemand 'n doeltreffende gasmasker aan
flammable liquid vapour, unless such person is wear- het; of
ing an efficient gas mask; or

(b) 'n opbergtenk te eniger tyd binnegaan the tensy by
4(b) enter any storage tank at any time unless he is aan 'n reddingstou vas is, iwat op die oppervlak

bound to a life line which at. surface level is under onder beheer van 'n betroubare persoon is wat
the control of a reliable person continuously responsi- voortdurend oor die veiligheid van, die persoon

— bit for the safety of the person in the -storage tank. in die opbergtenk waak.

PaSition of Pumps. Ligging vanPompe,.i . • •

•„ . - , ' .

, 40.(•1) tAlle pomp:, en alle ander vultoestelle wat ge-.

40.(1) 'All pumps, and all other filling devices used bruik word of gebruik kan word, om vlambare vloeistof
or capable of use for the issue or transfer of flammable na 'n voertuig of houer oor te plaas, of dit daaraan te
liquid to any vehicle or container shalt be situated on lower, moet op private eiendom en minstens 4 m vanaf
private property and not less than 4 in from the. boundary die grens tussen die private eiendom en 'n openbare plek

1 between it and any public place: Provided that no such gelee wees: Met dien verstande dat seen sodanige pomp
pump' or filling device 'shall be erected in such a posi- of vultoestel so opgerig mag wees the dat 'n pyp vir die
tion that a hose can be used for - the issue or transfer of uitreiking of oorplasing van vlambare vloeistof op of
flammable liquid onto or across any public place. oor enige openbare plek gebruik kan word nie.

(2) Notwithstanding anything contained in section 3, (2) Ondanks enigiets wat in artikel 3 vervat is, is
subsection (1)' shall not apply to pumps or filling devices subartikel (1) nie op pompe of vultoestelle wat ten tye
already erected on registered premises at the time of the van die inwerkingtreding van hierdie verordeninge alreeds
coming into operation - of these. by.laws when a. change op 'n geregistreerde perseel opgerig is, van toepassing
of -control or ownership ,of such premises occurs, unless indien die beheer oor, of eienaarskap van sodanige per-

We. position of such existing pump:or filling device con- seel vemvissel nie, tensy die ligging van sodanige bestaan-

stitntes or is likely to cause a danger or obstruction to de pomp of vultoestel gevaarlik is, of gevaarlik kan 4the public or vehicular traffic. . .
,

word, of die openbare of voertuigverkeer belemmer.
. . .

Pompe of Opritte.Pumps on Ramps.
. . till. Pompe of ander toestelle wat gebruik word of

41. Pumps. or other devices used or intended. to be
I bedoel is om gebruik te word om vlambare vloeistof aan

used fbr the issue of flammable liquid to motor vehicles' motorvoertuie of hollers te fewer, mag nie op 'n oprit.
or containers shall not be erected - on any ramp or within I of binne 4 m van die 'begin van: die oprit af, opgerig
4 m of the beginning of the ramp.

I

word nie.

Maatstokke.
Dipping Sticks.

42. Mitatstokke moet slegs van hout, geeikoper of
42. Dipping stfcks 'shall be. made only of wood, brass ander nie-ysterhoudende metaal of allooi gemaak wees.

Or 'other non-ferrous metal' or alloy. ..... - Ponzpslange.

. Pump Hoses. . - 43. Die lowering van vlambare vloeistof van 'n pomp
af aan die brandstoftenk van 'n voertuig, mag slegs deur.. . ,

43. DeliVey. of flammable liquid from any- pump to middel van 'n heel pompslang geskied, wat voorsien is
the; fuel. tank of any vehible shall be made onlY.through van n aardleiding wat doeltreffend San die metaal van
sound- hose having an earthing wire 'in its ,

-construction die. pomp„ en. aan die metaaltuit van' die pompslang
efficiently' attached to the metal of the pump and to the vasgeheg is. Behalwe in die geval van 'n lughawe of 'n
metal hose nozzle:.Except at 'an aerodrome or landing I landingsterrein wat deur vliegtuie gebruik word, mag igromicl!used by 'aircraft no. hose attached. to any pump

I
ge' pompslang wat aan so 'n pomp vas is, langer as

shall! exceed 4,5' m in length. measured from the:pump ! 4,5 my van die pomp. af tot by die punt van die tuit
to the tip of the nozzle. • •

'
wees nie.

1‘.)
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Situation of Filling Pipes and Pumps. . Jigging van Vulpype en Pompe.

44. Every filling pipe inlet and every pump shall be— 44. Die inlaatopening van elke vulpyp en elke pomp
(a) at surface level; moet —

(b) installed in such position that it will not impede (a) gelyk met die grondvlak wees;

the escape of any person or animal from the premises (b) sodanig aangebring wees dat dit geen mens of diet
in the case of fire; and in die geval van 'brand verhinder om van die per-

(c) so situated or protected by surrounding walls as not seel af weg to kom nie; en

to expose adjoining property to the risk of danger (c) sodanig gelee wees, of so deur middel van ringmure
from fire during any filling operations or otherwise.

• beskerm word dat dit nie die aangrensende eiendom
tydens vul werksaamhede of andersins, aan brand

Naked Lights and Electrical Apparatus. blootstel nie.

Oop Lisle en Elektriese Apparate.
45.(1) No person shall install or take or cause or

permit to be installed or taken any fire, flame, naked 450) Niemand mag enige vuur, vlam, oop lig of 'n

light or other agency likely to ignite flammable liquid ander middel wat moontlik vlambare vloeistof of die
arvan aan die brand kan laat slaan,,or its vapour, except an electric light, within 3 m dampe deuitge

any flammable liquid pump. sonderd n elektriese glocilamp, binne 3 m van. 'n pomp
vir vlambare vloeistof aanbring, daarheen neem, dit daar

(2) No person shall place or cause or permit to be, laat aanbring of daarheen laat neem, of toelaat dat dit
placed any electric switch, fuse, motor or other such geskied nie.
device within a distance of 3 m of any pump unless such (2) Niemand mag 'n elektriese skakelaar, 'n sekering,

I. switch, fuse, motor or device is of flame proof construe- 'n motor of 'n ander sodanige toestel, thine 'n afstand
tion. van 3 m van 'n pomp af pleas, laat pleas of toelaat dat

(3) The electrical wiring between the distribution dit daar geplaas word me, tensy sodanige skakelaar,

board or junction box and the pump shall, where pos- sekering, motor of toestel vlamdig vervaardig is.

sible, be in one continuous length of wire: Provided that (3) Die elektriese draadleiding tussen die verdeelbord
where this is not possible, flame proof junction boxes of die aansluitkas en die pomp moet, waar moontlik, een
shall be used. deutlopende stuk draad wees: Met Men verstande dat

indien dit onmoontlik is, daar vlamdigte aansluitkaste
Maintenance of Tanks, Pipelines and Pumps. gdbruik moet word.

46.(1) All tanks, pipelines, pumps, machinery, fittings Onderhoud van Tenks, Pypleidings en Pompe.

and appurtenances for the storage, use or handling of 46.0) sAlle tenics, pypleidings, pampa, masjinerie, toe -

flammable liquid shall be — behore en toestelle vir die opberging, gebruik of han-

(a) of sound and proper construction; tering van vlambare vloeistof moot —
(a) stewig en sterk gemaak wees;

(b) so installed and fixed as not to be liable to be (b) sodanig aangebring en vasgeheg word dat dit niedamaged; moontlik beskadig kan raak rile;
(c) efficiently electrically earthed; (c) doeltreffend elektries geaard wees;

(d) free from leakage of flammable liquids, and as far (b) sodanig aangebring en vasgeheg word dat dit nie
as is reasonably possible, free from leakage of wet redelikerwys moontlik is, ook nie vlambare
flammable liquid vapour, except by means of a vent
pipe; and

vloeistofdampe, uitgesonderd deur middel van 'n
lugpypie, laat ontsnap nie; en

(e) maintained in good and proper order and at all (e) to alle Lye in 'n behoorlike en goeie toestand, oor-

times in accordance with the provisions of this sec- eenkomstig die ibepalings van hierdie artikel, in stand
gehou word.tion.

(2) Alle pypleidings moot onder die grondvlak wees,
(2) All pipelines shall be below ground level and at en moot reghoekig met die boulyn wees wanneer dit 'n

right angles to the fbuilding line when crossing a public openbare sypaadjie kruis.
footpath. (3) Alle elektriese aardsluitings twat kragtens hierdie

(3) All electrical earth connections required in terms artikel vereis word, moot een keer elke 12 maande deur
of this section shall be examined once every 12 months 'n gekwalifiseerde persoon ondersoelc word, wat in 'n
by a qualified person who shall enter in a suitable log geskikte logbook wat deur die okkupant van die perseel
book, supplied by the occupier of the premises and kept verskaf, en uitsluitend vir die doel aangehou moet word,
solely for that purpose, the efficiency and conditions of aantdkeninge in verband met die doeltreffendheid en
such ,earth connections, his name and address and the toestand van sodanige aardsluitings, benewens sy naam
date of the examination. All such entries shall be signed en adres en die datum waarop die ondersoek ingestel is,
by such qualified person and shall be readily available moet inskrywe. Alle sodanige inskrywings moet deur
for inspection by any duly authorized officer of the so 'n gekwalifiseerde persoon onderteken word en meet
Council. geredelik vir inspeksie deur 'n behoorlik-gemagtigde be-

ampte van die Read beskikbaar wees.

Construction of Portable Contahiers. Bou van Draagbare Houers.

47. No person shall store or convey or cause or per- 47. Niemand mag meer as 50 liter Kias A vlambare
mit to be stored or conveyed in any one container any vloeistof in een honer opberg of vervoer, laat opberg
Class A flammable liquid in a quantity exceeding 50 of 'vervoer, of toelaat dat dit daarin opgeberg of vervoer
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litres unless such container is constructed of metal not
word nie, tensy sodanige houer van metaal watminstens1,5mm dik is, vervaardig is.

4less than 1,5 mm in thickness.
Vu! van Houers.

Filling of Containers.
48. Niemand ma. die 'bedryf, beroep of besigheid

48. No person shall carry on or cause or permit to be waar houers met leas A vlambare vloeistof volgemaak
carried on the trade, business or occupation of filling word, uitoefen of dryf, laat uitoefen of dryf of toelaat
containers with Class A flammable liquid otherwise than dat dit geskied nie, uitgesonderd in 'n ' brandbestande
in a fire -resisting building adequately ventilated: Provided gebou wat toereikend geventileer is: Met dien verstande
that such filling may be conducted in the open air if, dat sodanige vulwerk in die buitelug kan geskied indien
in the opinion of the Chief Fire Officer, it is not carried die Brandweerhoof Van melting is dat dit the op 'n plek
out at such a place or in such circumstances that there of onder omstandighede verrig word waar daar die ge-
is a danger either of the liquid or the vapour therefrom vaar bestaan dat of die vloeistof, of die dampe daarvan,
becoming ignited, or that, in the event of fire, any struc- aan die brand kan slaan of dat, indien daar 'n brand
ture or building will be endangered or the escape of '

uitbreek, enige bouwerk of gebou in gevaar gestel word
persons or animals from premises to a place of safety will of dat person of diere .verhinder word can van die per-
be obstructed or impeded. seel af na 'n veilige pick te ontkom of dat hulle ontko -

ming belemmerword nie.
Quantity of Flammable Liquid in Containers.

,

49. No container shall pc filled with flammable liquid Hoeveelheid iVlambare Vloeistof in Hollers.

to more than 95 per cent of its capacity. 49. Geen honer mag meeg vlambare vloeistof as 95
persent van sy inhoudsvermoo bevat nie.

Containers after Delivery. '

Hatters na ilflewering.
,

50. No person taking delivery of any flammable liquid 50. 'Niemand wat meer vlambare vloeistof in houers III
in containers in excess of the quantity stated in section 6

as die hoeveelheid wat in artikel 6 aangegee word, ofor under circumstances of temporary storage provided for wat vlambare vloeistof vir tydelike opberging, soos be-in section 13, shall cause or permit such containers to
pan in artikel 13 in onilvangs neem, F mag, sodanigeremain unattended in any place other than a store or houers langer as wat redelikerwys noodsaaklik is, opstorage tank for a longer period than may be reasonably
enige plek, uitgesonderd in 'n pakkamer i of opbergtenk,necessary which, in no circumstances, shall exceed a onbewaak laat bly nie, of toelaat dat dit geskied nie,period of a hours. en onder geen omstandighede mag cre tydperk 12 uur

Storage of Empty Containers. oorskry nie.

51.('1) No person shall place any empty container or Opberging wan Lee Houers.
cause or permit any empty container to be placed in 51:Q1) Niemand mag 'n led honer in 'n ander perseel
any premises other than a store: Provided that— as in 'n pakkamcr plaas, laat pleas at toelaat dat dit
(a) such container may be stored in the open air in

daar geplaas word nie: Met dim verstande dat —

such a position that, in the opinion of the Chief Fire (a) so 'n houer in die buitelug op sodanige plek opge-

Officer, it is, in the event of fire, not likely to berg kan word waar dit, na die mening van die
Bobstruct or impede the escape to safety from any randweerhof, in geval van 'n brand. waarskynlik

premises of persons or animals, or to endanger any nie person of diere sal verhinder out van enige
room or building; perseel af na 'n veilige plek te ontkom, of &lune

ontkoming sal belemmer nie, of enige vertrek of
(b) no person shall cause or' allow any empty container gebou in geivaar sal stel nie;

to remain in or on any public place. ('3) /demand enige lee honer in of op 'n openbare plek 4(2) Every empty container so stored shall at all times mag laat staan of toelaat dat crt daar staan me.
be securely closed with a bung or other suitable stopper. (2) Elke lee houer wat aldus opgeherg word, moet•

te alle tye behoorlik met 'n span of geskikte prop toe
Repairing of Containers. wees.

52. No person shall carry out or permit to be carried Herstel van Houers.
out any repairing operations to any container until all

51). Niemand mag herstelwerk aan 'n'houer verrig offlammable liquid and flammable liquid vapours have been toelaat dat dit verrig word, alvorens alle vlambare vloei-removed from such container. stof en vlambare vloeistofdampe nit die houer verwyder
Marking of Containers. is nie.

,

53. No person shall supply or deliver to any person Hotter moet Gemerk wees.

any Class A flammable liquid in any container of less 53. Niemand mag aan enigiemand klas A vlambare
than 200 litres capacity, unless such container bears in vloeistof in 'n houer met 'n kleiner inhoudsvermoe as
conspicuous letters the word "FLAMMABLE" in both 200 liter verskaf of aflewer nie, tensy die woord
official languages. . "WAWA/6.R" in opvallende letters in albei amptelike

tale op sodanige houer staan.
STORES.

'

PAKKAMERS.
Capacity of Stores. Inhoudsvertnoe Pan Pakkamers.

54. The certificate of registration issued in respect of 54. Die registrasiesertifikaat wat ten opsig'te van 'n A
any store shall state the class and maximum quantity of pakkamer uitgereik word, moet die klas en die grootste 1111

flammable liquid permitted. to be kept in such store at
•

lhoeveelheid vlambare vloeistof wat te eniger tyd in soda-

any one time. nige pakkamer gehou mag word, aangee.' .
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_ . .

.. .. Danger Notice on Store. Gevaarkennisgewings aan Pakkamers.

55' No person.shall 'use. as
- Such Or cause or permit! 55:

to' be. used as such any flammable liquid store, unlessso
and until the words "DANGER —FLAMMABLE LI-j

• -

a:s idNiemand
mag 'n pakkamer vir vlambare vloeistof

anig gebruik, laat gebruik, of toblaat dat dit as
,

- sodanig gebmik mag word nie, tensy en alvorens die
QUID — NO SMOKING" in letters not less than 75 mmi woorde "GEVAAR — VLAMBARE VLOEISTOF —

in height
-

is prominently displayed. in a. position where it,' MOEFE ROOK N1E" in letters wat minstens 75 mm
will, be visible fioin 'the outside whether the door bet

„hong is, in 'n opvallende posisie vertoon word waar dit
open or closed: Such notice shall at' all times be main- i van die buitekant, of die deur oop of toe is, sigbaar
tained in such position and in a legible condition. I is. Sodanige kennisgewing moet te alle tye op sodanige

. , plek •in''n leesbare toestand in stand gehou word. .

Construction and :Situation of Store. - i Bou en Ligging van Pakkamer.
56.(1) Every store shall be constructed in accordance; 56.(1) Elke pakkamer moet ooreenkomstig die vol-

with the following requirements: — ' -

i gende vereistes gebou word: —
- (a) The walls shall be constructed of brick or concrete,: (a) Die.mure moet van baksteen of beton, die vloer van

the floor of concrete or other impervious material, - • beton of ander syferdigte materiaal, en die dak van
and the roof of reinforced concrete: Provided that • gewapende beton gebou wees: Met dien verstande
the roof may be constructed.of other non-combustible: - , . dat -die .dak van ander nie-brandbare. materiaal ge-

material, where such store is not likely to endanger! thou kan wees, indien sodanige pakkamer in die
any room, building or adjoining premises in case of; geval van brand nie moontlik 'n ander kamer,
fire. 1

-
• gdbou of aangrensende perseel in gevaar sal stel nie.

•

p
(b) The store shall be fitted with a hardwood door of al (13) Die pakkamer moet voorsicn wees 'van 'n .harde-

.

thickness of not less than 50 mm, completely cover- i
houtdeur wat minstens 50 mm dik is en wat geheel
en al met metaal van minstens 0,9 mm dikte bedeked with metal of not less than 0,9 mm inthickness: carriedon a metal door frame, or a well fitted metal •

• is en aan 'n ysterkosyn bevestig is; of van 'n metaal-
•

'
door of not less than 3 mm in thickness,

thoekysterkosyn bevestig is en wat 'n oorslagvan carried: ndeur van minstens 3 mm dik, wat goed aan

on an angle frame and having an all-round overlap! .

minstens 50 min nutrient het. Sodanige deur. meetOf not less than 50 mm. Such door shall open out- ;

wards, and be fitted with.a substantial lock. The type! na buitekant toe oopgaan en 'n sterk slot aanhe.Dietipedeur wat gepas word, moet volgens die diskresieof door fitted shall • be at the discretion of the '

Chief Fire Officer.
• van die Brandweenhoof wees.

,

• (c) Atte vensterrame moet van metaal gemaak wees
(c) All window frames shall

'
be constructed of metal, , en draadglasruite •in he 'wat. nie oopgemaak kan

glued with wire Woven glass and shall be of the word the. Eike ruit moet nie groter as 450 mm x 450
non-opening type. Each pane shall not exceed' mm awe...sthe. 450mm x 450 mm. •

.
- • • '

• • (d) Elke pakkamer moet op so 'a wyse - gebou wees of
'

(d) Every store shall be constructed in such a manner . deur mure of walle van so. 'n aard omring wees dat
or surrounded by walls or bunds of such a character

• • die vlambare vloeistof wat daarin is, me daaruit
1

'

that the flammable liquid contained therein cannot - kan ontsnap nip. Die put wat deur sodanige mute
escape therefrom. The well formed by.,such walls or of walle gevorm word, moet groot genoeg wees om
bunds shall be of sufficient capacity to contain 'the die grootste hoeveelheid vloeistof wat in die pair-

, maximum liquid capacity of the store plus 10 per tamer opgeberg . kan word, plus nog 10 persent
cent thereof. . daarvan, te hou.

1 (e) The store shall be ventilated in such a manner as will (e) Die pakkamer moet sodanig gewentilier word dat dit
adequately prevent the accumulation of flammable

• die akkumulasie van vlambare vloeistofdampe op

liquid vapour within all parts of such store and
' alle plekke in die pakkamer - verhoed, en sodanige

discharge the vapour into the open air at a point or dampe' in • die buitelug laat ontsnap by 'n plek of
points - where the vapour is not likely to come into . by plekke waar sodanige dampe nie moontlik in

. amiraking met enige vuur, Warn, oop lig of 'n andercontact with any fire; flame, open light or' other ' middel wat moontlik sodanige dampe aan die brand'agency likely to ignite it. The ventilation may be
created by either of the following two methods:— kati laat slaan, sal ;corn' nie. Die ventilasie kan be-

werkstellig word deur middel . van enige van die
(i) Terra-cotta air-bricks measuring .215 mm. 'by volgende twee Metodes: --

' ' '

140 mm 'shall be built into wall at distances (i) Terra-cotta lugstene met afmetings. van 215 mm
of not more than 450 ram on all free Walls: Pro- . ...- I. "by 140' mm moet nie verder as 450 mm Mt-'

. wided 'that at least two such free walls shall be
' "

-- mekair in -al die .buitemure ingebou word: Met
• i " opposite each other and that the lower edge . dien verstande dat ininStens twee van die buite-

of such air-bricks shall be at 'build level..
'

.
'

mute teenoor mekaar moet wees en die onderste
. . • -

(ii) A mechanical system, of exhaust ventilation rand van sodanige lugstene meet op walhoogte
shall be installed should the store be inside a aangebring"word.
building or - where a yell is of greater depth than (ii) 'n Meganiese ventilasiestelsel moet geinstalleer
300 nun or; if in the opinion of the Chief Fire word -in die leval waar 'n pakkamer binne 'n

'
•

' :::Officer, the .'store woulds.be inadequately. yen- gebou &lee is, of waar 'n put dieper as 300 mm
' ': r.tilated by means 'of method. (i). Such exhalist - ' P.: qs. of, indien na 'die mening van. die Brandweer-

•
. . apparatus installed shall be 'of flameproof' con- :.l. • • -hoof, - onVoldoende ventilasie

-
deur

-

metode
' (il

1
- t struction and shall - bd.eapable of

-removing flam- .- .:. . gentry 'Word. 'Sodanige ventilasiestelsel wat ge-
- .. niable vapour and - changing the aft- through any .•. J.' : installeer is; moet van vlamdigte kcinstrulcsie

....',: • cross-section' of the store' at lenst.30 :times in
.

.: 'weer en 'moet in staat wees om' minstens 30
every hour. The exhaust vents shall be eon. maal per uur deur enige dwarssnee Van die pak-

_ — A
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structed so as to conform to and comply with kamer vlamlbare dampe doeltreffend uit die pak- A
the provisions of section 1030) (11). The exhaust kamer te verwyder en die lug daarin te ver- Ill
system and lighting for the store shall be ope- ander. Die ventilasieopeninge moet sodanig ont-

rated by means of a courtesy switch fitted to werp wees dat dit aan die vereistes van artikel
the door of such store.

103(1)•(h) voldoen. Die ventilasie stelsel en lig-
(f) All air -bricks shall be protected by non-corrodible to van die pakkamer moet beheer word vanaf

wire gauze with a mesh aperture not exceeding 600 'n sekeringsskakelaar wat aan die deur gemon-
microns. teer is.

(g) A store shall not be situated in such a position that (1) Alle lugstene moet deur middel van gaasdraad met
it will impede the escape of any person or animal openings van nie nicer as 600 mikrone grootte en
from the premises, or endanger any room, building, .wat teen roes bestand is, beskerm word.
or premises in the case of fire.

(g) 'n Pakkamer mag nie so gelee wees dat dit, in die
(h) Any store with a floor area in excess of 10 m2 shall gent van brand, enige persoon of dier sat ver-

be provided with at least two doors, constructed as binder om van die perseel af te ontsnap, of enige
described in paragraph (b), situated at such distance vertrek, gebou, of perseel in gevaar sal stel nie.
from each other as to allow the free and unimpeded (h) 'n Pakkamer met 'n groter vloeroppervlakte as 10 m'
escape of persons within the store from either door moot minstens twee deure in he, wat gemaak is soos
in the case of fire or other danger. beskryf word in paragraaf (b), en wat op so 'n af-

(2) Subject to the requirements of section 4 and not- stand van anekaar af is dat persone in die pakkamer,
withstanding anything to the contrary contained in these in die goval van brand of ander gevaar, vry en

by-laws, a store may be constructed of non-combustible oroelemmerd deur enige van die deure kan ontsnap. A
material if— (2) Onderworpe aan die bepalings van artikel 4 en 411

•

(a) such store has no building nearer to it than a mini-
ondanks andersluidende bepalings wat in hierdie ver-

ordeninge vesvat is, kan 'n pakkamer van nie -brandbare
mum of 15 m; and materiaal gebou word. indien —

(b) it is surrounded by the necessary wall or impervious (a) daar geen gebou nader as 15 m van die pakkamer
bund as provided in subsection (1) (a). . af staan nie; en

• :

(3) Every store shall pe maintained at all times in. (b) dit omring is deur die vereiste muur of die syfer-
accordance with the provisions of this section. digte wal, soos in subartikel (1)(a) Pbepaal.

(3) Elke pakkamer moet te alle tye ooreenkomstig
. • Lighting of Store. ! die bepalings van hierdie artikel onderhou word.

• •
• Beligting 'van Pakkamer.

57. All lights installed shall be enclosed in an outer
57 Mle ligte wat aangebring word moet 'n vlamdigte

1..flame-proof fitting and all wiring shall be armoured cable •
'

tate onhuisel he, en alle draadle!dings moet gepantserdeor enclosed in seamless metal tubes the junctions of "

kabel woes, of moot in naatlose metaalbuise waarvan diewhich are screwed together. All switches, junction boxes,
lasso vasgeskroef word, ingesluit wees. Alla skakelaars,

fuses and other electrical equipment shall be outside I

aans!uitkaste, sekerings en ander elektrizse toerustingthe store.
moet buite die pakkamer gelee wees.

Use of Store. Gebruik van Pakkamer.

58. No person shall — 58. Niemand mag—

(a) (a) 'n pakkamer gebruik, lam gcbruik, of toelaat dat 4use any store or cause or permit such store to be
used for any purpose other than the storage, use or dit gebruik word vir enige ander doel as om vlam -

handling of flammable liquids and substances; hare vloeistowwe en stowwe daarin op te •berg, te
gebruik of the hanteer nie;

(b) engage in or cause or permit any other person to (b) iemand anders in 'n pakkamer in diens he of
be engaged in any store unless all the doors of the iveroorsaak of toelaat dat by daar in diens is nie
store are fully open and kept entirely unobstructed.

, tensy al die deure van die pakkamer heeltemal oop-

staan of geheel en al onversper gehou word.
Unauthorized Persons Entering Store.

Ongemagtigde Persone wat 'n Pakkamer bituregaan.

59. No person shall enter any store or cause or permit 50. Niemand mag 'n pakkamer binnegaan, iemand

any store to be entered without the express permission dit laat binnegaan of toelaat dat iemand dit binnegaan

of the occupier or other responsible person in charge sonder die uitdruklike toestemming van die okkupant
of such store. of 'n ander verantwoordelike persoon wat in beheer van

sodanige pakkamer is nie.
• BULK DEPOTS. GROOTMAATDEPOTS.

•

Danger Notice at Entrance. Gevaarkennisgewings by die Ingang.

60. Opvallende kennisgewings met die woorde "GE-

60. Prominent notice boards bearing the words VittheVR — VIJAMBARE VLOEISTOF — MOENFE
"DANGER — FLAMMABLE LIQUID — NO SMOK- ROOK NIE" duidelik in albei amptelike tale daarop,
ING" in letters not less than 150 mm in height in both in letters wat minstens 150 mm hoog is, moet by al die A
official languages shall be erected at all entrances to ingange na die grootmaatdepots opgerig word, en moet II
bulk depots and shall at all times be maintained in such to alle tye op die plekke in 'n leesbare toestand in stand
position and in a legible condition. gehou word.
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Storage. Opberging.

61.(I) Flammable liquid shall be stored in bulk depots (91.(1) Vlambare. vloeistof moot soos volg in groot-
as follows: — maatdepots opgeberg word: —

(a) Underground storage tanks. (a) In ondergrondse opbergtenks.

(b) Aboveground storage tanks. (b) In bogrondse opbergtenks.

(c) Bulk stores. (c) In grootmaatpakhuise.

(2) (a) Every such aboveground storage tank, or group (2)(a) Elke sodanige bogrondse opbergtenk of groep
of such tanks, with a total capacity of over 55 Id shall be sodanige lenIcs met 'n totale inhoudsvermoe van meer
surrounded by either an embankment (hereinafter called as 55 ld moet of deur 'n wal (hierna 'n steunwal ge -

a retaining embankment) or a retaining wall of brick and noem) Of deur 'n steunmuur van baksteen en sement of
cement or reinforced or plain concrete (hereinafter called van gewapende of ongewapende beton (hierna 'n steun-

a retaining wall), so designed and constructed as to form muur genoem) omring wees, wat sodanig ontwerp en
a reservoir capable of containing and retaining the quan- gebou is dat dit 'n reservoir vorm wat in staat is om
tity of liquid required to be retained in accordance with die hoeveelheid vloeistof 'wat ooreenkomstig paragraaf
paragraph (e): Provided that the top of such retaining (e), daarin gehou moet word, to bevat en to hellion: Met
embankment or retaining .wall shall be at least 75 mm dien verstande dat die kruin van sodanige steunwal of
higher than is necessary to contain and retain such quan- steunmuur minstens 75 mm hoer moet wees as wat nood-

tity of liquid. . saalclik is om sodanige hoeveelheid vloeistof te bevat

(b) The retaining embankment shalt be at least 600 mm en te behou.

' thick at the top with slopes on each side of 1,5 to 1. (b) Die steunwal meet bo minstens 600 mm dik wees,
Such embankment shall be constructed with a central met 'n helling aan elke kant van 1,5 op 1. Sodanige
core of concrete not less than 200 mm thick at the top walle moet gebou word met 'n betonkern wat bo
with a slope on each side of 1 in 24 to the level of the minstens 200 mm dik is, en met 'n helling aan elke
interior of the area enclosed. The core, of the same thick- kant van I op 24 tot op die vlak van die binnekant
ness as at this level, shall be taken down to such a van die ingeslote ruimte.
depth, depending on the nature of the soil, as will effec- •

Die kern moet met dieselfde dikte as wat ditop tuallyprevent any leakage of liquid. The earthwork hier-

around the core shall be composed of materials well die vlak het, na gelang van die soort grond, so diep af -

watered and consolidated. gevoer word dat dit doeltreffend sal voorkom dat enige
tvloeistof uitlek. Die grondwal om die kern moet van(c) The retaining wall shall be constructed in accor-

dance with the following requirements: — materiaal Nees wat deeglik natgemaak en vasgestamp is.

(i) It shall be capable of resisting the full over- (c) Die steunmuur moet ooreenkomstig die volgende
turning movement of the liquid in the enclosed vereistes gebou word: —
reservoir when filled to within 75 mm of the (i) Dit moet in staat wees om die hele kantelings-
top with a liquid of the same specific gravity moment van die vloeistof wat in die ingeslote
as water. reservoir is wanneer dit tot 75 mm van bo of

(ii) If such wall constitutes a partition between two wolgemaak is met vloeistof met dieselfde soort-

reservoirs, it shall be capable of withstanding like gewig as water, te kan weerstaan.
thrust from either side.

• (ii) Indien sodanige muur 'n afskorting tussen twee
(iii) Every retaining wall shall be taken down to reservoirs vorm, moet dit in staat wees om die

such depth and be provided with such founda- drukking van beide kante of te kan weerstaan.

tions, depending on the nature of the soil, as will (iii) Eike steunmuur moet, na gelang van die soort
ensure stability in all respects and effectually grond, so diep afgevoer word en sodanige fon -,
prevent any leakage of liquid. damente ho, dat dit in alle opsigte stewig is en

(iv) Every retaining wall of reinforced concrete shall doeltreffend sal voorkom dat vloeistof uitlek.

not be less than 150 mm in thickness at the top (iv) Elke steunmuur van gewapende beton moet bo
and the tensible portion of the stresses shall be minstens 150 mm dik wees, en die trekspanning
wholly taken up by steel rods placed not nearer nmet heeltemal deur staalstawe, wat hoogstens

the surface thereof than 50 mm.
50 mm van die oppervlak daarvan of aange-

bring is, opgeneem word.
(v) The concrete stress shall not exceed 4,8 Mega- (v) Die betonspanning moet nie 4.8 Megapascal en

pascal and the stress in the steel 110 Megapascal die spanning in die stool 110 Megapascal onder
under fully loaded conditions. belasting, oorskry nie.

(d) Adequate provision shall be made to dispose of (d) Daar meet voldoende voorsorg getref word om
any water which may be retained by any such retaining water wat deur sodanige steunwalle of -mure opgedam
embankment or wall. Any drain pipe through such em- mag word, of to voer. Enige afvoerpyp deur so 'n wal
bankment or wall shall be fitted with a cast iron valve on '

of muur moot met 'n gietysterklep aan die buitekant
the outside which, except when in use, shall be kept voorsien wees wat, behaiwe wanneer dit gebruik word,

k closed and adequately locked. toe en behoorlik gesluit gehou moot word.
P (e) The retaining capacity of such enclosed reservoir (e) Die stulcapasiteit van sodanige ingeslote reservoir

surrounding any tank or groups of tanks shall be as wat enige tenk, of groep tenks, omring, moet soos volg
follows: — wees: —

JI
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(i) Not less than 90' per cent of the total capacity :
(i) Minstens 90 persent van die totale inhoudsver- A

of such tank where there is not more than one . moe van sodanige tenk indien daar hoogstens I:

tank within such enclosed reservoir.
een tenk binne sodanige ingeslote reservoir is.

(ii) Not less than 80 per cent of the total capacity
(ii) Minstens 80 persent van die totale inhoudsver-

mod van sodanige tenks indien daar twee tenks
of such tanks where there are two tanks within binne dieselfde ingeslote reservoir is.
the same enclosed reservoir. (iii) Minstens 75 persent van die totale inhoudsver-

(iii) Not less than 75 per cent of the total capacity moe van al sodanige tenks indien daar meer
of all such tanks where there are more than as twee tenks binne dieselfde ingeslote reser-

two tanks within the same enclosed reservoir: nroir is: 1

Provided :hat the retaining capacity of the enclosed
• Met dien verstande dat die stukapasiteit van die in-

reservoir surrounding any tank or group of tanks need not geslote reservoir. wat enige tenk of groep tenksomring,minstensme meer as 50 persent van die totale inhouds -

be greater than at least 50 per cent of the total capacity vennoe van die tenk of tenks, na gelanc.b van die geval,
of the tank or tanks, as the case may be, if such tank or hod to beslaan nie indien die tenk of tenks met 'n
group of tanks are constructed with a floating roof or drywende of 'n ander soort dak gebou is wat enige

provided with any other type of roof which effectively ruimte bokant die vlak van die vloeistof in die tenk of
ende wyse elirnineer en wat deur die
ieliminates any space above the level of the liquid in such

tenks op
doeltreff Raadgoedgekeur s.

tank or group of tanks and is approved by the Council. -

(f). (1) Die ruimte .wat deur sodanige steurtwal of -muur
The area enclosed by such retaining embankment omring word, en wat nie deur 'n opbergtenk in beslag A

or wall not occupied py any storage tank shall, except geneem word nie, moet uitgesonderd met die doel om N
for the purpose of carrying out repairs, alterations or herstelwerk te verrig of veranderings of toevoegings aan

additions to such tanks, be kept entirely free and un- sodanige tenks aan te bring, heeltemal vry en onbeset
gehou word.

occupied. .

(g) The provisions in terms of paragraphs (b) and (c) .
(g) Die bepalings ingevolge paragrawe (b) en (c), is

me van toepassing op enige bestaande reservoir wat op
shall not apply to any existing reservoir in use at the die datum van afkondiging van hierdie verordeninge.
date of publication of these by-laws. in gebruik is nie.

,

(3) Every bulk store shall be constructed so as to (3) Eike grootmaatpakhuis meet sodanig ontwerp
conform with the provisions of section 56,. except para- word dat dit aan die bepallngs van artikel 56, uitgeson -

graph (d). The well formed by walls or bunds shall in derd paragraaf (d), voldoen. Die putte wat deur mure

this instance be of sufficient capacity to contain 50 per
doende kapasiteit wees om 50 persent van dietotale ofwalle gevorrn word, moct in hierdie geval van vol-

cent of the total quantity of liquid contained therein. hoeveelheid vloeistof wat daarin is. te behou.
'

Tank Distances. Afstande van Tenks. 1

'
• 62. Alle opbergtenks met, met betrekking tot die,

62. All storage tanks shall in regard to the sizes set groottes wat in die eerste kolom hieronder aangegee
out in the first column hereunder be separated from the word, onderskeidelik die afstande wat in die tweede en

boundary of the bulk depot and from each other by the derde kolomme hieronder aangegee word van die grens

distances set out in the second and third columns here- van die grootmaatdepot en van •mekaar af verwyder
4wees:—

under respectively: —
Inhoudsvennoe Afstand AfstandCapacity Distance Distance van van tussen

of from between Tenk die Grens die Tenks
Tank Boundary Tanks •

m
kl m m]d rn •

60
Tot 60 6 1Up to 6 1 Tot 100 8 1Up to '100 8 1 Tot 150 9 '1,5Up to........................150 9 1,5 Tot 200 Ill 3

Up to........................200 11 3 Tot 300 12 4,5
Up to........................300 12 4,5 Tot 400 14 5,5Up to.........................400 14 5,5 Tot 500 115 6

UUp
to........................500 15 6 Tot 1 000 1.5

'

8
'15 . 8 Tot 2 500 15 9
159 Upto 15 12

Tot ._ 5 000 as 12

Over 5 000 15 • 15
Bo 5 000 45 15

I

Provided that —
Met dien verstande dat —

. .

(a) indien tenks van verskillende inhoudsvermoens saam
(a) where tanks of varying capacities are to be grouped, gegroepeer moet word, die afstande van die

the distances from the boundaries shall be observed grense af gebandhaaf moet word, maar die afstand A
• but the distances' between individual tanks 'shall be tussen afsonderlike tenks minstens gelyk moet wees 141

not less than the sum of the specified distances for . aan die totaal van die gespesifiseerde afstande ten
erli size of tank divided by 2; •

. opsigte van elke grootte tenk, gedeel deur 2;
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(b) no building or structure shall be erected for the . (b) geen gebou of bouwerk, wat bedoel is om houers
filling of containers with flammable liquids within
15 m of any storage tank or within 7,5 m of the

met vlambare vloeistof in vol to maak, binne 15 m
van 'n opbergtenk af, of binne 7,5 m van die grens

I boundary of any bulk depot; and van 'n grootmaatdepot at, opgerig mag word nie; en

(c) where bulk depots belonging to different persons are . (c) waar grootmaatdepots aan verskillende persone op
situated on adjoining sites, the distance between any aangrensende persele behoort, moot die afstand tus -

tank and their common boundary shall be half that sen enige tenk en hul gemeenskaplike grens die helf-
prescribed for such tank in the second column te van die afstand wees soos voorgeskryf vir sodanige
above. tenk in kolom twee hietbo.

Electric Motors. Elektriese Motore.

63. No person shall place or cause or permit to be 63. Niemand mag 'n elektriese motor op 'n plek waar
placed any electric motor in any position where it is dit moontlik in aanraking met vlambare vloeistof of
likely to come into contact with any flammable liquid dampe daarvan kan kom, plaas, laat plaas, of toelaat
or its vapour unless such motor is of flame-proof con- dat dit daar goplaas word nie, tensy sodanige motor van
struction. vlamdigte konstruksie is.

Fire Appliances. Brandblustoestelle.

64.(1) Every bulk depot shall be connected to the 64.(1) Elke grootmaatdepot moet deur middel van 'n
municipal water supply py means of a lead with a dia- waterleiding van minstens 100 mm deursnit met die

meter of not less than a 100 mm. watertoevoer van die munisipaliteit verbind wees.

i(2) A fire pump connection for each fire service shall (2) 'tt Brandspuitverbinding moet ten opsigte van dice
be installed in a position approved by the Council and brandbestrydingsleiding aangebring word op 'n plek wat
within easy access of a street hydrant. deur die Raad goedgekeur is, en wat binne maklike be-

teik van 'n straatbrandkraan af is.
(3) A reflux valve to shut off the supply from the

(3) 'n Terugslagklep om die.toevoer van. die straathoof
-

street mains when the pump connection is being used 'Sings af te sluit wanneer che brandspintverbmding ge -

shall be fitted between the stand boundary and the pump bruik word, moet tussen die grens van die standplaas en
connection. die brandspuhverbinding aangebring word.

(4) Standard pattern wheel valve hydrants fitted with (4) Standaard-wielklepbrandkrane wat voorsien is van
instantaneous couplings with a diameter of 63,5 mm blitsaankoppelinge met 'n middellyn van 63;5 mm; moet
shall be located in positions - approved by the Council and op plekke wat deur die Raad goedgekeur is, langs ge-

adjacent to buildings and tanks used for flammable 'bout en tenks, wat vir die opberging van vlambare vloei-
stof gebruik word, aangebring word, teen een per elke

liquid storage, at the rate of one for every 500 m2 of — .500 m- vloeroppervlakte, en een binne 90 m van elke
floor area and one within 90 in of each bulk storage grootmaatopbergtenk af.
tank.

(5) 'n 63,5 mm seilbrandslang en vertakkingspype met
(5) 63,5 mm canvas fire hose and branch pipes with '19 mm tuite ea wat lank genoeg is om die aangrensende

19 mm nozzles of sufficient length for the adjacent area gebied te bereik, wat deur sodanige brandkraan bedien

which is served by such hydrants shall be provided.. .word, moet verskaf word.

(6) Wheeled dry chemical type extinguishers of not (6) Brandblustoestelle van die chemiese tipe met wiele

pless than 45 kg capacity, or other similar types of ex- wat 'n inhoudsvermod van minstens 45 kg het, ofander soortgelyketipe brandblustoestelle, moet aangebring
tinguishers, shall be installed where deemed necessary wad waar dit deur die Raad nodig geag word. Eike
by the Council. Every building used for the storage of gebou wat vir die opberging van vlambare vloeistof of
flammable liquid or flammable supstances shall be pro- 'vlambare stone gebruik word, moet met een droll
vided with one dry chemical type fire extinguisher with chemiese brandblustoestel met 'n inhoudsvermod van

a capacity of not less than 9 kg at the rate of one for minstens 9 kg -teen een ten opsigte van elke 500 m2 vloer-

oppervlakte, voorsien word.
every 500 m2 of floor area. .

(7) 'n Doeltreffende alarmstelsel (soos byvoorbeeld
(7) An adequate system of alarm in case of fire (such kldkke, finite of sirens) moet vir gebruik in geval van

as bells, whistles or sirens) shall be installed. brand aangebring word.

(8) All persons employed at or in the bulk depot shall (8) Almal at by, of in die grootmaatdepot in diens

be periodically instructed in the use of all fire appliances. is, moet van tyd tot tyd in die gebruik van alle brand-

blustoestelle onderrig word.

Filling of Road Tank Wagons. Vul van Tenkvragmotors.

65. The filling of a road tank wagon with flammable 65. Niemand mag 'n tenldvtagmotor by 'n grootmaat-

liquid shall not be commenced or carried out at a bulk depot met vlambare vloeistof volmaak of begin volmaak
depot by any person — nie —
(a) at a lesser distance than 7,5 m from any storage (a) op 'n kleiner afstand as 7,5 m van 'n opbergtenk of

tank or building above ground or boundary of such gebou bokant die grond, of van die grens van, so -

depot; sodanige depot af nie;

(b) unless and until all pipes have been efficiently (b) tensy en alvorens alle pype doeltreffend geaard is
earthed; or nie; of

-
(

,
,
,

i\.
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(c) unless good and sufficient metallic contact has been (c) tensy behoorlike en doeltreffende metaalaansluiting A
made and is maintained between such road tank tussen sodanige tenkvragmotor en die metaalpyplei- I

di'wagon and the metal pipeline to prevent the building ng bewerkstellig en onderhou word, ten einde te
voorkom dat 'n lading statiese elektrisiteit in soda-

up of a static charge of electricity on such wagon. nige vragmotor opgebou word.

Starting of Engine at Filling Point. Aanskakel van Fujin by Volmaakplek.

66. Niemand mag die enjin van 'n tenkvragmotor of
66. No person shall at a bulk depot start, or cause enige voertuig wat meganies aangedryf word, by 'n groot -

or permit to pe started the engine of a road tank wagon maatdepot aan die gang sit, dit aan die gang laat sit,
or any mechanically'propelled vehicle if such road tank of toelaat dat dit aan die .gang gesit word,

indien atnisgewtelvraie.grnvuiwerksaamhedgebniinenei;y6 iwmysvea van

so -

wagon or vehicle is within 6 m of any place where filling
PvIer-

operations are taking place not under seal or in any seelde oorplasing geskied nie, of 'n plek waar sodanige
place in which Such wagon or vehicle comes or is likely vragmotor of voertuig in aanraking met vlambare vloei -

to come into contact with flammable liquid or its vapour. stof of dampe daarvan ken of moontlik kan kern nie.

Steam Engines.
Stoomlokomotiewe.

67. Waar dit vir 'n stoomlokomotief nodig is om 'n
67. Where it is necessary for steam locomotives to grootmaatdepot binne te gaan, moat die okkupant 'n

met die woorde daarop"LOKOMOTIEWEuii kennsgewn
enter a bulk'depot, the occupier shall erect a notice board

• c

bearing the words
MAG 'NIE BY HIERDIE PUNT VERBYGAANNIE""LOCOMOTIVESMUST NOT PASS in letters wat minstens 150 mm hoog is, in albei ampte - ATHIS POINT" in letters not less than 150 mm in height like tale aanbring. Die kennisgewing moet op 'n opval-

in both official languages. The board shall be placed in lende plek minstens 15 m van die plek waar daar met
a conspicuous position at a distance of not less than 15 m vlambare vloeistof gewerk of waar dit opgeberg word,

opgerig word. Geen vlambare vloeistof of oop honer watfrom any operation dealing with flammable liquids or
storage thereof. No flammable liquid or open container •

vlambare dampe bevat, mag nader as 15 in vanenigegeevan die pad waaroor 'n stoomlokomotief loop,
containing flammable vapour shall be placed or stored geplaas of opgeberg word nie.
at a distance of less than 15 m from any portion of the

Toegang tot Depots.track which may be traversed by a steam locomotive. ' •

. 68. Niemand mag
Admission to Depots. (a) "n grootmaatdepot sunder die uitdruklike toestem-

68. 'No person shall —
• ming van die okkupant of van die persoon wat deur

.die okkupant gemagtig is om oor sodanige depot
(a) enter any bulk depot without the express permission toesig te hou, binnegaan nie;'

of the occupier or the person authorized by the oc-
(b) 'n grootmaatdepot binnegaan terwyl by in besit van

copier to be in charge of such depot; • vuurhoutjies, sigaretopsteker, of soortgelyke toestelle
(b) enter any bulk depot in possession Of any matches, is nie; of

cigarette lighter or similar contrivance; or
10 'n daad verrig wat moontlik brand of 'n ontploffing

(c) commit any act which is liable or calculated to cause kan veroorsaak, of wat die depot of sy inhoud in a
fire or explosion or to endanger the depot or its gevaar kan stel, of wat bereken is om dit te doers

. • contents. nie.
•

• Supervision of Depots.
Toesig our Depots.

69. Die okkupant van 'n grootmaatdepot moet sorg
69: The occupier of a bulk depot shall ensure that a dat 'n verantwoordelike persoon wat behoorlik daartoe

responsible person duly authorized thereto, shall at all gemagtig is, ononderbroke gedurende werksure by so 'n
times - during working hours be on constant duty at such depot aan diens aanwesig is ten einde voorsorg teen

depot - to ensure against fire hazards or other contingencies :brand of ander gebeurlikhede wat lewe of eiendom in ge-
which may be a danger to life or property, and that a 'vaar kan stel, te tref, en moet sorg dat 'n betroubare
reliable watchman is always on duty at the depot after oppasser altyd na gewone werksure by die depot wag -

normal working hours. hot
•

TRANSPORT OF FLAMMABLE LIQUID. VERVOER VAN VLAMBARE VLOEISTOF.

Transport Permit. .
•

Vervoerpermit.
•

70. Behoudens die bepalings van artikel 80, mag nie -

70. Save as provided in section 80, no person shall mand 'n voertuig vir die vervoer van vlambare vloeistof
use or cause or permit to be used in or on any public • op 'n openbare pick binne die munisipaliteit gebruik, laat
place any vehicle for the conveyance of flammable liquid gebruik of toelaat dat dit gebruik word nie, tensy en al-
within the municipality unless and until he is in posses- vorens by in besit van 'n vervoerpermit is, wat die Raad A
sion of a transport permit issued to him by the'Council ten apsigte van sodanige voertuig aan hom uitgereik het,
in respect of such vehicle, or a permit issued to him by of 'n permit wat deur enige ander olaaslike bestuur aan
any other local authority. ,horn uitgereik is.
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1

IlIssue of Transport Permit. . Uitreiking van Vervoerpermit.

WV) Geen vervoerpermit ten opsigte van 'n voertuig
71.(1) No transport permit shall be granted in re- word uitgereik nie. tensy en alvorens sodanige voertuig —

1 spect of any vehicle unless and until such vehicle —
(a) na sodanige plek as wat die Raad mag aanwys, ge -

(a) has been exhibited for examination at such place as bring is om ondersoek te word en die ondersoek -
the Council may direct, and the examination charge, geld soos voorgeskryf in Bylae 2 hierby, betaal is;
as prescribed in Schedule 2 hereto has been paid;

(b) aan die voorwaardes ten opsigte van geskiktheid wat
(b) complies with the conditions of fitness relating to op - sodanige voertuig betrekking het, ingevolge die

such vehicle in terms of the Road Traffic Ordinance, Ordonnansie op Padverkeer, 1966, en enige regula-
1966, and any regulations promulgated thereunder;

'

sies wat ingevolge daarvan afgekondig is, voldoen;
and en

(c) complies with the requirements of section 72. (c) aan die vereistes van artikel 72 voldoen.
(2) Such transport permit shall — (2) Sodanige vervoerpermit —

(a) continue in force for a period of six months or such (a) is van krag vir 'n tydperk van ses maande of so-
lesser period as may be stated in such permit; danige korter tydperk as wat op die permit vermeld

(b) specify the maximum quantity and class of flammable word;
liquid which such vehicle shall be permitted to carry; 0) meet die grootste hoeveelheid asook die ldas vlam -

(c) be affixed to the vehicle in respect of which such
' bare vloeistof wat so 'n voertuig toegelaat word om

transport permit was issued and to no other vehicle;
an

te vervoer, vermeld.

(c) moet aan die voertuig ten opsigte iviarvan dit uit-
(d) be maintained on such vehicle in a good and legiple gereik'is, en aan geen ander voertuig nie, vasgeheg

condition by the owner or person in control of such word; en ,

1 . vehicle in a position so as to be plainly visible. (d) moet deur die eienaar of die persoon wat die voer-

tuig onder sy sorg het in 'n goeie en leesbare toe-

Construction and Capacity of Vehicles. stand onderhou word op 'n plek op so 'n voertuig
waar dit duidelik sigbaar is.

72.(1) Every vehicle used for the purpose of transport- Bou en Inhoudsvermoe van Voertuie.
ing flammable liquids by road, in these by-laws referred .72.0) Elke voertuig wat gebruik word vir die doel om
to as a road tank wagon, shall comply with the following vlambare vloeistowwe per pad te vervoer, in hierdie
requirements and the word "tank" in these by-laws means verordeninge 'n tenkvragmotor genoem, moat, aan die
a tank carried on such a vehicle for the aforesaid pur- volgende vereistes voldoen, en die woord "teak" beteken
pose: — in hierdie verordeninge die tenic wat op sodanige voertuig

(a) The vehicle shall be strongly constructed and as
vir voormelde doeleinde gedra word:—

far as is reasonably possible shall be constructed of (a) Die voertuig meet sterk gebou wees, en so ver as

non-combustible material. redelikerwyse moontlik, van nie -brandbare materiaal
vervaardig wees.

(b) Where electric lighting or other electric devices are '

• (b) Indien daar van elektriese verligting of ander elek -
employed, the electrical circuit shall be heavily insu- .

0
• lated and the wiring so fixed and protected as to

triese toestelle gebruik gemaak word, moet die elek-

triese stroomleiding dig geisoleer wees, en die be-

reduce as far as reasonably possible any risk of da- drading op sodanige wyse aangebring en beskerm
mage. The generator, battery, fuses or switches shall • word, dat dit sover moontlik die gevaar van beska-

not pe situated in any position whereby they are diging uitskakel. Die ontwikkelaar, battery, smelt-
drade of skakelaars moet nie op 'n plek aangelbringlikely to come into contact with.any flammable liquid word waar hulle moontlik in aanraking met vlam -

or its vapour. bare vloeistof of dampe daarvan kan kom nie.
(c) The tank shall be constructed of iron, steel or other (c) Die teak moet van yster, steal of 'n ander geskikte

suitable metal and riveted, welded, brazed or other- metaal vervaardig wees en moet met naels vasge-
wise made liquid-tight. Where aluminium alloys are -klink, gesweis, hardgesoldeer of andersins vloeistof-

used, the tank shall be constructed in accordance dig gemaak word. Waar daar van aluminium allooie
with the specifications detailed in section 385 of gebruik gemaak word, meet die tenk gebou word

volgens die spesifikasies, soos omskryf in artikel 385,
volume 1 of the National Fire Codes issued by the Volume 1 van die "National Fire Cedes" uitgereik
National Fire Protection AssociatiOn. deur die "National Fire Protection Association".

(d) Means of cutting off the electrical current close to (d) Dear moet gesorg word dat die elektriese stroom
the battery by a double pole switch or other suitable dew middel •van "n tweenolige skakelaar of 'n ander
method shall be provided. geskikte metode naby die battery afgesitakel kan

(e) Any tank having a capacity exceeding 6 kl shall be
word.

divided into liquid-tight compartments, each com- (e) 'n Teak wat 'n inhoudsvennoe van meer as 6 kl bet,

II partment to be of a capacity of not more than 6 Id: meet afgeskort word in vakke wat vloeistofdig is.
en geen vak mag 'n groter inhoudsvermoe as 6 kl

Provided that the aforesaid maximum capacity of hevat nie: Met dien verstande dat voorgaande mak -

6 kl may be exceeded by not more than five per . simum inhoudsvermod van 6 kl hoogstens vyf per -

A
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. - .

•

cent if the exigencies of construction - Make such ex- I sent oorskry kan word indien sodanige oorskryding icess necessary: Provided further thatthe liquid, con- i deur die konstruksievereistes genoodsaak word:
tents of any such ,compartment shall at no time ex-, : Woorts met dien verstande dat - die vloeistofinhoud
ceed 98 per cent of the total capacity of the com- , van enige sodanige vak te gener tyd meer as 98 per-

_ .

. : sent van die totale inhoudsvermoo van die vak mag
; •

(f) The tank shall be securely attachedio and metal : ..00rskrynie. '

contact with the vehicle. (f) Die tenk moet stewig aan die voertuig vasgesit word,
•

•
• • en in regstreekse aanraking met die metaal daarvan

(g) The draw-off pipes of the tank, shall be fitted with • "
moos. • •

.
I,two independent valves situated at remote points

• •

from one another.

•

, (g) 'Die afvoerpype van die tenk moet voorsien wees van' , . .

twee afsonderlike kleppe wat ver van mekaar of sit.
(h) Efficient ventilating openings shall be fitted to 'each (h) Daar -moet doeltreffende. ventileeropeninge in elke

tank compartment and all 'such 'openings' shall be . tenkvak aangebring word, en elke sodanige opening
covered with fine wire gauze. with a mesh aperture _

-met bedek word met fyn gaasdraad met 'n maas -

not exceeding 600 microns and provided with a cock
'

- opening van minstens 600 mikrone en moet van 'n

or . valve: Provided that .the Chief Fire Officer may : kraan of klep voorsien wees: Met dien verstande dat

permit the installation of other types of ventilating
• die Brartdweerhoof kan toelaat dat andersoorteventileeropeningeaangebring word, indien' daar be-

openings where these are shown to be equally effi- . wys is dat bulle ewe doeltreffend is.
cient. .

• . . . .
' '(i)• 'Sodanige voertuig moet - van 'n doeltreffende lard-

(0 Adequate provision shall be made to earth such leiding voorsien word ten einde te voorkom dat daar
4

. •• vehicle . efficiently so as to prevent the accumulation 'n gevaatlike lading statiese elektrisiteit hi edge

'of a dangerous static charge'of electricity in any part '.

- gedeelte daarvan opgebou word en boonop moet elke

thereof, and, in addition, each pipe connection to the pypverbinding met die tenk op so 'n .wyse aange -

bring word dat daar volkome elektriese verbinding
tank shall be so fitted 'as to' ensure complete elec- tussen die tenk en enige houer wat daaruit met vloei-

Ideal connection between the tank and any receptacle : stof gevul word, bewerkstellig word.
being supplied with liquid, therefrom. '(j) •Alle elektriese aardleidings wat kragtens hierdie ar-

a) All electrical earth connections required in terms of tikel vereis word, moot ondersoek en aangeteken

this section shill be examined and entered in a log- , !
word in 'n logboek, soos benaal in artikel 46(3), en
die bepalings van artikel 46'(3) is millions mutandisbook as required in' terms' of section 46.(3), and the I :: van toepassing.•

. provisions of section 46(3)' shall mutatis mutandis . ..

i
(k) Behoudens die bepalingsr van 'artikel 71, mag die

aPP1Y• . . . . .
. '

to-

tale 'hoeveelheid vlambare vloeistof, wat enige tenk-

(k) The total quantity, of flammable liquid conveyed by vragmotor, of wat enige aantal sodanige vragmators
any road tank wagon or'any number of such wagons , , wat een trek uitmaak, vervoer, nie 30.1s1 oorskry nie.
constituting one haul. shall, subject to the provisions (2) Eike voertuig, uitgesonderd 'n tenkvragmotor
of section '71, not exceed 30 kl. - I moet —

... , . .•
(2)i Every, vehicle other than a road tank wagon (a). groot genoeg wees' en sterk genoeg gebou wees om

shall be— .• diehoeteelheid vlambare vloeistof wat dit die voor-

(a) of • adequate capacity and construction. to convey
.

c neme is om op sodanige .voertuig to vervoer, veilig te 4
•

.
safely the quantity of flammable liquid which it is .

• vervoer; . .

' desired to convey on such vehicle; (bp 'minstens vier Wiele he: Met dien verstande dat daar
. •

(b) equipped with at least four wheels: Provided that a .- - beskou Word (rat 'n sleenwa wat 'n deel van 'n ge-
,

trailer forming part of an articulated vehicle shall for iede voertuig uttmaak, vir die toepassing hiervan,
the purpose hereof. be deemed to be equipped 'with van vier wiele voorsien is; en
four wheels; .and ... .

- . (c) _sodanig jobou en toegerus wees dat dit nie waar-

(c) so constructed and equipped as not to be likely to skynlik vlambare vloeistof wat in of op sodanige
ignite any flammable liquid 'which may be conveyed '

voertuig vervoer word, sal ]aat ontbrand nie.
'

in or on such vehicle. . . . .
I.

,:.
- .

,. Onderhoud van Voertuie.
Maintenance of .Vehicles.

-. - . ...:
.

. 73. Niemand mag 'n voertuig vir die vervoer. van

73. No person shall use or cause or allow to be
.. . . .

vlambare vloeistof op 'n openbare plek gebruik, laat ge-

used in or on any public 'place any vehicle' for the trail-
vlambare

-of toelaat dat dit daar gebruik word nie, tensy so

port of 'flammable liquid, unleas such vehicle is main- 'n voertuig' in 'n goeie en 'n behoorlike werkende toe-

stand in stand gehou word.tained in good condition and in 'proper working order.
. .. ,

- Opening to' Tank. - . -
•

-
'

Tenkopeninge.
,

• •

, . .

'74. Alle openinge in die tenk van 'n voertuig wat vir
474. All openings to the tank of any vehicle used for die vervoer van vlambare vloeistof gebruik word. moet

the transport of flammable liquid shall be kept securely to alle tye.wanneer dit nie gebruik word nie deeglik en
and effectively closed 'at all times when not in use. .doeltreffend toegehou word.

L.



'BUTIENGEWONE PROVINSIALE KOERANT, 11 APRIL 1975 27

.
i•

Supervision of Road Tank Wagon by Responsibe Person. 'n Verantwoordelike Persoon ntoet Toesig oor die Tenk-
vragmotor Hou.

75.(1) Every road tank wagon shall be under the 75:(1) Me tenkvragmotoi moet, terwyl dit as sodanig
constant supervision of a responsible person during the op enige ander pick as by 'n grootmaatdepot gebruik
period such wagon is in use as such anywhere other

.
•

word, gedurig onder toesig van 'n verantwoordelike per -

than at a bulk depot. S0011 WM.
(2) No road tank wagon which is not self-propelled

; 1(2) Oeen tenkvragmotor wat nie selfaangedreme is of
and no other non-self-propelled vehicle so long as it is enige ander voertuig wat nie selfaangedrewe is nie en
loaded with any flammable liquid shall be taken to or wat met vlambare vloeistof gevul is, mag na enige per-
allowed to remain on any premises unless there is on seel geneem word of op enige perseel gelaat word nie
the same premises at the same time a vehicle capable of tensy daar terselfdertyd op dieselfde perseel 'n voertuig
and properly equipped for immediately towing it away is - wat in staat is en behoorlik toegerus is om sodanige
from the premises. voertuig onmiddellik van die perseel af weg te sleep.

(3) No road tank wagon or vehicle which is not self- (3) Geen tenkvragmotor of voertuig wat nie selfaan-

propelled shall be allowed to remain in or on any street gedrewe is nie, mag in of op enige straat of ander pu -

or other public place except for the minimum period blieke plek gelaat word behalwe vir die minimum tyd -

necessary for unloading it and unless it is properly, perk mat nodig is om dit af te laai nie en tensy dit be -

firmly and directly connected to a vehicle capable of and hoorlik, stewig en direk verbind is met 'n voertuig wat
properly equipped for immediately towing it away. in staat is en behoorlik toegerus is om dit onmiddellik

weg te sleep.
Position of Road Tank Wagon during Delivery Opera-

!, lions. Posisie van 'n Tenkvragmotor Gedurende Aflewerings-
'

bedrywighede.• • .

76.(1) No person shall— 76.(1) Niemand mag —,

(a) cause or permit a road tank wagon to stand on or (a) 'n tenkvragmotor op of oor 'n operibare sypaadjie
across any public footpath during delivery . opera- laat staan of 'toelaat dat dit daar staan terwyl af-
tions; . lowering plaasvind nie;

(b) place the hose or cause or permit the hose to be (b) die pompslang gedurende sodanige bedrywighede oor
placed across such footpath during such opera- so 'n paadjie plaas, laat plaas of toelaat dat dit daar
tions; or geplaas word me; of

(c) cause or permit a road tank wagon to reverse onto (c) veroorsaak of toelaat dat enige tenkvragmotor op of
or off any premises before or after delivery opera-

' van 'enige persecl agteruit beweeg voor of na afle -

tions to such premises. wering op sodanige perseel.

, (2) Indien nie aan die bepalings van subare(a),
(2). Should it not be possiple to comply with the tikl 1

provisions of subsection (1).(a), (b) and (c), the Council
(b) en*(c) voldoen kan worflie, *an die 'Road diein•stallasievan 'n ondergrondse sypaadjievulpunt toelaat wat

may permit the installation of an underground kerbside tot voldoening van die Raad geinstalleer en in stand ge.
filling point, which shall be installed and maintained to ihou moet word.
the satisfaction of the Council.

BrandblustoesteMe.

Fire Extinguishers.
.

77.(1) Niemand mag enige voertuig gebruik, laat ge-
bruik of toelaat dat dit gebruik word vir die vervoer

77.(l) No person shall use or cause or permit to be van mlarnbare vloeistof nie, tensy so 'n voertuig van
minstens eon doeltreffende droe chemiese tipe brandblus -

used any vehicle for the conveyance of flammable liquid,
unless such vehicle is provided with at least one efficient

toestel met 'n inhoudsvermo8 van minstens 9 kg voorsien
is: Met diem verstande dat wear die Brandweerhoof, metfire extinguisher which shall be of the dchemical type inagneming van die brandgevare in 'n lbepaalde geval, vanand have a capacity of not less than 9 kry

-

g: Provided that
mening is dat die droe chemiese tipe brandblustoestellewhere the Chief Fire Officer is of the opinion, having nie toereikend is nie, daar ander •brandblustoestelle wat

regard to the fire hazards of the particular case, that dry-
syns insiens deur genoemde brandgevare noodsaaklik ge -

chemical fire extinguishers are not adequate, such other maak word, aangebring moet word.fire extinguishers shall be installed as he may consider
to be required by the said hazards. (2) Sodanige brandblustoestelle moet op so 'n plek

op die tenkvragmotor vervoer word en op so 'n wyse(2) Such extinguishers shall be carried on the road daaraan vas wets dat dit, in die geval van brand, - gou
tank wagon in such a position and shall be attached to en maklik bereik kan word.
the road tank wagon in such a manner as to be readily
and easily accessible in the case of fire. • Middele wat Vlanibare Vloeistof Moontlik aan die Brand

Kan Laat Sloan.

Agencies Likely to Ignite Flammable Liquids. - 78. Niemand mag —

78. No person shall— .(a) enige vuur, vlam of ander middel wat moontlik
vlambare vloeistof of die dampe daarvan aan die

• (a) bring or cause or permit to be brought any fire, brand kan laat slaan, binne 3 m van 'n voertuig
flame or other agency likely to ignite flammable waarop of waarin viambare vloeistof vervoer word,
liquid or its vapour within 3 m of any vehicle on bring, laat 'bring, of toelaat dat dit daar gebring
or. in which flammable liquid is transported; word nie;

ii
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(b) carry or pthnit to be carried any matches, cigarette
.
(b) -vuurhautjies, sigaretopstekers of soortgelyke toestelle

4lighters or similar Contrivances. on any vehicle used op 'n voertuig wat vir die vervoer van vlambare
for the transport of flammable liquid; or vloeistof gebruik word, saamdra of toelaat dat dit

(c) .while in attendance on such vehicle smoke or•permit
saamgedra word nie;

any:other person thereon to smoke during the trans- (c) "terwyl by sodanige voertuig onder sy sorg het, rook
port of flammable liquid or the filling of such vehicle of toelaat dat iemand anders daarop rook terwyl
with flammable liquid or the discharge of such liquid vlambare vloeistof vervoer word of terwyl so 'n
therefrom; or . .

- voertuig met vlambare vloeistof volgemaak word of

(d) smoke within 3 m of such vehicle. during the filling sodanige vloeistof daaruit getap word; of

of such vehicle with flammable liquid or the dis- ..(d) binne 3 in van sodanige voertuig of rook terwyl so -

charge of such liquid therefrom or while 'in at- danige voertuig met vlambare vloeistof volgemaak
tendance thereon permit any other person so to • word of terwyl vlambare vloeistof daaruit getap
smoke. . - word, of terwyl by dit onder sy sorg' het, iemand

Precautions. . - -
anders toelaat om aldus te rook nie.

• Voorsorgmaatrals. -

79. Every person responsible for or concerned in the 79. Elkeen vat vir die vervoer van vlambare vloei-
conveyance of flammable liquid shall take all reasonable

.

stof verantwoordelik is of daarby betrokke is, meet alle
precautions for the prevention of accident by fire or. redelike voorsorgmaatreels tref ten einde ongelukke deur
explosion and for the prevention of access by any un- brand of onsploffing te voorkom, en te verhoed dat 'n
authorized person to any container whilst in transit. ongemagtigcle persoon toegang tot enige . houer verkry

• , '
• terwyl dit onderweg is. - .- ,;., IRestriction of Scope of ,Certain Sections.

Beperking van die Toepassing van Sekere Artikels.

80.(1) The provisions of sections 70 to 77 inclusive '
8041) Die bepalings van artikels 70 tot en met 77

shall not apply to the conveyance of flammable liquid is nie van toepassing op die vervoer van vlambare vloei-
on a vehicle, not being a road tank wagon — stof op 'n ander voertuig as 'n tenkvragniotor nie, in-

(a) of a quantity not exceeding 200 litres of Class A dien daar —
flammable liquid or 400 litres of Class B flammable

, (a)' 'n hoeveelheid van hoogstens 200 liter vlambare vloei-
liquid, in securely closed metal containers of a ca- stof Klas A, of 400 liter vlambare vIcieistof Klas B
pacity not exceeding 50 litres each; or in metaalhouers elk met 'n inhoudsvermob van

(b) of a quantity not exceeding 600 litres of Class A hoogstens 50 liter en wat deeglik toe is, vervoer

flammable liquid or 1. Id of Class B flammable : word -,. of •
.,

liquid contained in securely closed metal containers (b) 'n hoevedheid van hoogstens 600 liter vlambare
of a capacity not less than 200 ,litres each. vloeistof Klas A of 1 Id vlambare vloeistof, Klas B,

(2) Such containers shall be substantially constructed in metaallioued wat deeglik toe is, met 'n inhouds-

vermod van minstens 200 liter elk, vervoer word.and packed in such a manner as to prevent leakage •

and obviate their becoming broken, defective or insecure '(2) Sodanige houers moet sterk gemaak wees en op
in the course of conveyance. - • •

so 'n wyse gepak. word dat hulle nie sal lek, stukkend

(3y No flammable.liquid shall be conveyed in or on .
raak, defek of los raak terwyl hulle vervoer word nie.

any steam -driven vehicle or in or on any trailer or other (3) Geen vlambare vloeistof mag in of op 'n stoom-
vehicle drawn by a vehicle so driven.

'

aangedrewe voertuig of in of op 'n sleepwa of ander 4voertuig wat deur 'n voertuig, wat aldus aangedryf word,
1

.

'
.

DRY-CLEANING ROOMS: GENERAL getrek word -orvervoer word nie. .
.

1

:

Certificate for Dry-Cleaning Room. DROOGSKOONMAAKLOKALE: ALGEMEEN.

81.(1) No person shall use or cause or permit to be ,
Sertifikaat ten Opsigte van 'n Droogskoonmaaklokaat

used any room as a dry-cleaning room unless and until 81. -(1) Niemand mag 'n vertrek as 'n droogskoonmaak-

such room has been duly registered as such in terms of lokaal gebruik, laat gebruik, of toelaat dat dit as sodanig
these by- laws. gebruik word nie, tensy en alvorens so 'n vertrek behoor-

,
. • . • • . Irk kragtens hierdie verordeninge as sodanig geregistreer

(2) No certificate shall be issued in respect of any :it . .

premises for use as a dry-cleaning room unless and until
-

-

:(2) Daar word geen sertifikaat vir die gebruik van 'n
such premises comply with the requirements of these .

perseel as 'n dthogskoonmaaklokaal uitgereik nie tensy.
by-laws. - -

'

en alvorens sodanige perseel aan die vereistes van hierdie•

(3) The provisions of sections 5 - to 12 inclusive and verordeninge voldoen.
15 shall apply mutatis mutandis to a certificate in terms '(3) Die ibepalings van artikels 5 tot en met 12 en 15
of this section. is mutatis mutandis van toepassing op 'n sertifikaat wat

, • kragtens bierdie artikel uitgereik word.
Use of Dry-Cleaning Rooms.

. Gebruik van Droogskoonrnactklokale.
. - . '
82. No dry-cleaning room shall be used for any pur- 82. Geen droogskoonmaaklokaal mag vir enige ander I

pose other than that of dry-cleaning and purposes reason- doel as vir droogskoonmaakwerk en vir doeleindes wat
ably incidental thereto. I .redelikerWys daarmee in verband staan, gebruik word rile.

L
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I Installation of Machinery. : •

•

Installasie van Masjinerie.

. 83.f1) Niemand mag enige droogskoonmasjinerie soos
83.(1) No person shall install or cause or permit to byvoorbeeld wasmasjiene, suiweringstoestelle, distilleer -

be installed any dry-cleaning machinery such as washing ketels of neerslagtenks elders as in 'n droogskoonmaak-
machines, clarifiers, stills or settling tanks elsewhere than lokaal installeer, last' installeer of toelaat dat dit daar
in the dry-cleaning room. geinstalleer word nie.

.

.
(2) All machinery shall be efficiently electrically earth- -

- (2) Alle masjinerie meet elektries doeltreffend met die
ed. aarde ver.'Sind wees.

(3) All such electrical earth connections shall be ex- (3) Alle sodanige elektriese aardleidings moet onder-
amined and entered in a log-hook as required in terms sock iword en in 'n logboek, soos in artikel 46(3) vereis,
of section 46(3). aangeteken word.

. .

Boilers. . Stooniketels.

84. Geen stoomketel mag so na aan, of in so 'n posisie
84. No boiler shall be installed in such proximity or of op so 'n wyse in verhouding 'tot, 'n droogskoonmaak -

in such a position or manner in relation to a dry-clean- lokaal aangebring word dat dit, volgens die mening van
ning room that it is likely, in the opinion of the Chief die Brandweerhoof, waarskynlik vlambare vloeistof in.
Fire Officer, to ignite any flammable liquid in or vapour Of die dampe wat onisnap uit, d:c lokaal aan die brand
escaping from the room. kan laat slaan nie.

85. Notwithstanding the provisions of section 83(1), 85. Ondanks die bepalings van artikcl 83(1), kan was -

' the installation of cleaning machines of the tumbler type masjiene van die tulmelaartipe e:der.:. as in 'n droogskoon -

shall be permitted elsewhere than in a dry-cleaning room: maaklokaal geinstalleer word: Met dien verstande dat
Provided that the machine so installed is equipped with die masjien wat aldus geinstalleer word, tozgerus is met
an effective system of ventilation by the exhaust method. 'a doeltreffende ventilasiestelsel van die uitlaat- tipe.

Elektriese Toerusting.Electrical Equipment.
86.(1) Behoudens die bepalings van subartikel (2), mag

86.(1) Subject to the provisions of subsedtion (2), no niemand elektriese masjinerie of ander elektriese apparaat
.person shall install or cause or permit to be installed in in 'n droogskoonmaaklakaal waar vlambare vloeistow-

any dry-cleaning room where flammable liquids of Class . we Klas A of Klas B gebruik word, installeer, laat instal-
A or Class B are used, any electrical machinery or other . leer of toelaat dat dit daar geinstalleer word nie, uitge -

electrical apparatus other than — sonderd — ..

(a) an electric light enclosed in an outer flame-proof fit- (a) 'n elektriese gloeilamp wat 'n vlamdigte omhulsel
1 ling; . 'buite-om het;

•

(b) electric wires, protected throughout by seamless me- ; (b) elektriese draadleidings wat heeltemal deur naatlose

tel tubes the junctions of which are screwed together metaalbuise waarvan die lasso vasgeskroef word, be -

skean word of kabels wat die Read ooreenkomstig
or cable approved by the Council by reference tot die gangbare elektrotegniese praktyk goedgekeur het;
current electrical practice; .

•

: (c) een elektriese drukknopskakelaar van die konstruk-
(c) one electric push -button switch of construction

1 sic wat as vlamdig Ibekendstaan, wat minstens 1 m

I known as flameproof which shall be situated not less J ookant die vloervlak aangebring is, en wat op so 'n
than I m above the level of the floor and construct- ' wyse gemaak en verbind moet wees dat dit in nood-

ed and connected for stopping machinery .in case i
• •geville gebruik kin word om die masjinerie mee of

of emergency. . te skakel.
.

.

(2) Any electric motor installed in a dry-cleaning room • (2) •Edige elektriese motor wat in 'n droogskoonmaak -

where flammable liquids of 'Class A are used shall be of lokaal waarin daar vlambare vloeistowwe Klas A gebruik
flame-proof construction, and any such motor :installed word, geinstalleer is, moet vlamdig gemaak wees en enige
in any such room where 'flammable liquids, of Class B sodanige motor wat in '.sodanige lokaal.waar daar vlam-

'are used shall be of flame-proof or totally enclosed cod- bare vloeistowwe Klas B gebruik word, geinstalleer is,
struction.

- • moet vlamdig gernaak :of geheel en al deur 'n omhulsel
bedek.wees. ,

•
, .. , ." .

,
•

. .
Handling of Flammable Liquid: •

Die Hantering van I/lantbare Vloeistof.. . . . .
. . • .

87. The storage tank shall be connected to the. dry- • 87. Die opbergtenk.moet met die droogskoonmaakma-

cleaning machinery and no flammable liquid shall be sjinerie verbind wees, en geen vlambare Vloeistof mag
handled during any cleaning process: Provided that a tydens die droogskoonmaakbedrywighede gehanteer word
tdtal quantity not exceeding 20 litres. -at- any - one time the Met dien verstande dat 'hoogstens 20 liter .te enige
may be handled in one or more containers for the pur- enkele tyd in een of meer houers gehantecr kan word met
pose of handwashing or spotting. die duel om band-waswerk re verrig of om kolle te ver-

wyder. . .

' Danger Notice at Entrance. .
- .:.._ • • .. .' -

-; - Gem. arkenniigeiving by die.Ingang.•

111 88. The words "DANGER — NO SMOKING" in both
'

88. Die woorde "GEVAAR -- MOENIE. ROOK
official languages shall be prominently displayed in let- NIE" moet opvallend in albei amptelike tale en in let-
ters not less than 150 mm high outside every entrance to ters wat minstens 150 mm hoog is aan die buitekant van

I/
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every dry-cleaning room and shall at all times be main- elke toegang tot elke droogskoonmaaklokaal aangebring itamed in such position and in a legible condition. - word, en moet te alle tye op die plek in 'n lees'bare toe-

stand in stand gehou word.
Removal of Foreign Matter and Metallic Substances

from Garments. Verwydering van Vreemde Voorwerpe en Metaalbestand-

dele uit Kledingstukke.
.89. No person shall dry-clean or cause or permit to be B9. Niemand mag 'n kledingstuk of 'n ander weefstof

dry-cleaned any article of clothing or other textile unless• droogskoonmaak, laat droogskoonmaak of toelaat dat dit
and until such article has been thoroughly examined and. droogskoongemaak word nie, tensy en alvorens so 'n ar-
all objects such as matches, metallic substances, metal tikel deeglik ondersoek is en alle voorwerpe soos vuur-
buttons or other objects which are liable to cause sparks houtjies, metaalbestanddele, metaalknope of ander voor-
have been removed therefrom. werpe wat moontlik vonke kan veroorsaak, daaruit ver-

wyder is.
Instructions to Employees.

Opdragte aan Werknemers.
90. The occupier shall cause all persons employed in

the dry-cleaning room to be thoroughly instructed as to 90. Die okkupant moet almal wat in die droogskoon-

the hazards involved in the use of flammable liquids and maaklokaal in diens is, behoorlik inlig omtrent die ge-

in the handling and method of usage of all fire appliances vare verbonde aan die gebruik van vlambare vloeistof,
required in terms of these by- laws to be on the premises, asook ten opsigte van die hantering en die aanwendings-

and shall repeat such instructions quarterly. metode van alle brandblustoestelle wat ingevolge hierdie
verordeninge op die perseel gehou moet word, en so-

Unauthorized Persons or Acts.
danige voorligting moet elke kwartaal herhaal word. 4

Ongetnagtigde Persone of Dade.91.0) No person, other than a person lawfully em-
ployed on the premises, shall enter any dry-cleaning room 91.0) Niemand, uitgesonderd 'n persoon'wat wettiglik

, mag 'n droogskoonmaaklokaalperseel in diens is diewithout the express permission of the occupier or person op.
sonder die uitdruklike toestemming van die okkupant of

in charge. • die persoon wat daar in beheer is, binnegaan nie.
(2) No person shall commit any act which is liable to (2) Niemand mag 'n daad verrig wat moontlik 'n

1 cause fire, explosion or other damage to a dry-cleaning brand of 'n ontploffing kan veroorsaak of ander skade
room or its contents. aan die droogskoonmaaklokaal of die inhoud daarvan kan

. , berokken nie.

Position of Machinery. Plasing van Masjinerie.

92. All dry-cleaning machinery such as washing machi- 92. Alle droogskoonmaakmasjinerie soos wasmasjiene,
suiweringstoestellle, distilleerketels en neerslagtenks moet

nes, clarifiers, stills and settling tanks shall be situated •

so na as redelikerwyse moontlik is, aan die uitlaatope-
as near as reasonably possible to the exhaust ducts as ninge soos by artikel 98 vereis, geplaas wees.
required in terms of section 98.

Asleidings.
Shafting.

93. Waar masjinerie aangedryf word deur middel van

93. Where any machinery is driven by means of shafts arse wat deur dryfkrag buite die droogskoonmaaklokaal Iaangedryf word, moet die dryfas deur 'n gasdigte muur-
from motive power outside the dry-cleaning room, the kas gaan, wat op die plek waar sodanige as die droog-
driving shaft shall pass through a gas-proof wall box skoonmaaklokaal binnekom, aangebring moet word.
which shall be installed at the point where such shafting .

enters such dry-cleaning room. ' Was- of Borseltafels.

94. Elke tafel wat gebruik word om Emateriaal met
Scouring or Brushing Table. vlambare vloeistof te was of op of te borsel, moet aan

die volgende vereistes voldoen:-
94. Every table used for washing or brushing any ma-

terial with flammable liquid shall comply with- the follow- (a) So 'n tafel moet voorsien wees van 'n vloeistofdigte
ing requirements:— blad wat rondom 'n rand van minstens 25 mm hoog,

(a) Such table shall be provided with a liquid-tight top
aan het.

with a curb on all skids not less than 25 mm high. (b). Die blad van so 'n tafel moet skuins wees, sodat alle
•

. vloeistof behoorlik kan wegloop deur middel van 'n
(b), The top of such table shall be so pitched as to en- pyp met 'n deursnee van minstens 25 mm wat reg-

sure thorough draining by a pipe of not less than streeks met 'n ondergrondse tenk verbind is en wat
25 mm diameter directly connected to an under- 'n afsluiter aan het wat voorkom dat dampe terug-
ground tank through a trap which shall prevent the keer.
return of vapour. . -

(c) Metaalblaaie moet elektries behoorlik met die aarde
(c) Metal tops shall be effectively eleotrically earthed. verbind wees.

(d) Such table shall be so secured to the floor or wall (d)' SD 'n. tafel moet op so 'n wyse aan die vloer of 4
so as not to disturb the electrical earth and drain muur vasgesit word dat die elektriese aardleiding en
connections. . afvoerpyp nie versteur kan word nie.

L
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, . Portable!Lamps. . • • • . - - • • .
-

i . -; .• .. T. L i•.Draagbare Lampe:- . .

95. No person shall take or cause ,or permit to bpi
taken any flash lamp or any other' light or ,lathp

or.
any I

.

95. Niemand niag '
flitslaum of 'n'ander' lig of lamp,

uligesonderd 'dm elektriese gloeilamp.'of 'n veiligheidslam
wat la vlamdigte omhulsel buite-om het, in 'n droogskoonP-

'

dry-cleaning room' except an eledtrical ,
light or. safety i maaklokaal inneem, laat inneem of toelaat dat relit daar

lamp which has been fitted with an outer flame-proof
; ingeneem word nie.

fitting.
i

SPESIALE BEPALINGS IN GEVALLE WAARSPECIAL - •PROVISIONS' WHERE- CLASS A. ELAM- i VLAMBARE. VLOEISTOF KLAS A VIR DROOG-
•MABLE LIQUIDS ARE USED. FOR DRY-CLEAN - :

.

.SKOONMAAKDOELEINDES GEBRUIK WORDdi.. 'NG.' . (. • .• .: • ••• - -
•• .

,

'Construction • of Dry-Cleaning
- .Rooinsi i •;

. . . Die Boo van Droogskooninezaklokale.
. . ..

1, . . •.•
'

.96. Every dry-cleaning room 'shall be constructed in 1 . 96..,'Elke drbogskoofimaaklokaal meet, ooreenkomstig
accordance with the following requirements - -= ' •

die volgende Vereistes gebOu word:-- ' '

(a) Die more meet van baksteen •61 beton of van snort-(a) The walls shall be constructed of brick or concrete
-

,

van brand-

' or similar suitable material, the floor' f concrete or i _gelyke geskikte materiaal, d:e viper van beton of
-

other imperVious material and • the roof of firegtsist- . andei.•syfeidig:e
Mg; material. ,

- : ..
•

- .
•

- . • • bestande materiaalmateriail
en diedak gebouword.

.

v.
.

(b).Alle ensterrathe mod - van metaal gemaak wees en(b)' All window frames shall be constructed of metal, '

• .
,All

with wire woven glass and shall be of the
' - '• '

moet 'rune Vin •Splineetvrye draadglas in he, en meet
opening type. Each single pane shall not exceed 450 !

" -
•!Vaii dies tipe wees wat oopgemaak kan Word. Elke

mm x 45.0. mm. i . .• .. • : .• • - •

afsonderlike rut [ mag nie grater as 450 mm x 450
.,
(c) All door frames shall be of metal 'and any internal ! :. • : mm wees nie.:'. .. • .. .

• . .. , ,

door shall be made"Of hardwood Of a thickness of ' .;
- tc)1Allef'deurkosfre nioet•Van Steal .geniaak wees en

not less than 50 mm and completely covered With enigelibinnedeurinoet . van' hardehout met "''n dikte
metal of. not less. than 0,9 mm in thickness. Doors

1 van minstens 50 mm wees en moet geheel en•al met
to the open air shall be constructed as above or metaal van minstens 0,9 mm dik bedek wees. Buite-

' . e shall. be. close-fitting metal. doors • of not lesS' than 3 i deure moet,, sops, hierbo genoem;„vervaardig wees, ofmm in thickness. catried on: an. angle:iron frame and ! moet itylpassericie. metaildeure van minstens 3 mm
, having an, all round overlap of .50 rem..The type of I

. dik .wees en .moet aan hoekysterkosyne, gemonteer
door fitted shall be

. at, the discretion of the. Chief l .

' '
word en Toncloin 'n' Oohing 'Van '50 innit he. Die tipe IFire Office. • .

• , 1
''' ::(deurywat singesif 'word is 'Wizens, die diskresie van

-

, .
.(d) A sill of concrete, at. least 150 - nun:in ;height shall.be .,,, dieBrandweerheof.,

'
, .. ..

, erected across all. door. openings at surface level or .(d)- 'm Drumpel van.beton, 'minstens!,150 mm hoog, meet
the floor. of the room shall he. ,150 mm belOw, the _.;.op:die• grondhoogte dwars'oor alle . deuropeninge sail-
adjacent surface .1eVel.

'
.

- -

.

•

.

"" -
.

•

- : gebring word,.. of die vloer. van die. vertrek met 150

(e) The dry-cleaning room
-
P:' •:mm..laer .as: die aangrensende grendhoogte . wees.' shall be ,situated situated not closer

, than 1,5 mto any public thoroughfare or building i (e) Die droogskdorimaaklokaal meet nie' nader as 1,5 m
'

.

' unless, the 'wall "of 'Walk which' are thee& to' 'such . ..f.: van
1.n•

openbare: deurgang of•gebou of wees nie, ten-

'•
' • •s die muur of mutewat. aan soden! e wethoroughfare or building; are constructed without ...• .... Y i• i i. • . •.• .

nie: Met
g of ge"

.:4.•

.

,,
,

• • ,,• • •

•,.sides'•. . bou. front, Been oPplunge in .het nie: Met dien ver-
Cpenings: Provided that not More than two Cif• 'sten eoogs enstwee an e n. roogskoon -'-'d datf h

' '

t.
' k

. I van' d
any' dry-cleaning room shall be "without openings. . t :""iimaldelciall sander 'Openinge mag wees. ' • '

(f), There shall be provided at least two doors opening • -U) Daar meet minstens twee deure wat na' buite oop-

oittwards; One. ditectly, into' the .open air. Such 'doors c • •Inaak,IVerskatword;:exi. een ilaatvan 'meet segstreeks
shall be so situated and at such 'a distance 'froin each : in die buitelug oopgaan. Sodanige deure moet so ge-

_ :
lee wees en so ver van melcaar of wees, dat personother as to allow' the. ftde:.and.' unimpeded escape

•

' blithedie' droogskoonmaaklokaal in • die - geval Van
.

,, • of persons within ,the idry-cleaning - room. through • brand.of ander gevaar, yry•en ongehinderd dew enig-
li: ., either door -id thee. case' °Mire: or:other danger. .

' '

een Vali die-doure lean ontsnap. . , ..

'(.g) ,No dry-cleaning .ream. shall. laite any opening into (g) •Geen. droogskoonmaaldokaal.:mag. 'n opening na 'n
,.,any,,.other, room Or building: Provided that subject ..., ander vertrek ,of gebou, toe, he nie: Met dien ver-

to- . complianee„with.the conditions hereunder set out
'

standee dit, ants daar aan di& voorwaardes hid:ender- ..
.used solely

, .

any room,used or intended to be usedsolely. for the n
"Iiiithengesit, voldOeny Ward,' enige vertrek *at uitslui-

purpose of drying materials which have been clean-
-.'• -'tend` gebruik-word or beddel is Om gebruik to word

• • ed. or . treated withi:flanimablei liquid may:.be Con- om materiaal wat skoongemaak is of :Met - vlambare
•

. -
.

- structed under the same roof! is - - the. dryrcleaning
,: , vloeistof behandel is, dr,oag .te.maak, onder dieselfde

room: ;., ..: . , . ;•;.,2 .
- .;;:ai .. .

- „ . ; s:... r "dak 'a.i. 'die' ardogsloboninaaklokail" geboti kan ,word:

O. Such drying room "shall be - separal ted• from the -±:ii:f_r (i):iSo.'n droogkanier moet.detir middel van 'n muur
dry-cleaning room by a wall constructed. of- non- wat van nie-brandbare.materiaal gebon. is; van

D.
combustible material; and , . . , . . die droogskoonmaaklokaal geskei wees; en

i .. :,:- .::7:.••"'ffiJ 1.';
. •

: , . (ii) ;the entrance M. Such 'drying. room:.shall•bo pro- ' .... (ii) die. - in.gang -na:.sodanige
-

dthogkaniet moet .'n
vided ' with a metal' door and. frame. :;. . .: - ::-• metaaldeur.: en losy.n.ha.. . n: .. :•........ : it.: .•
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(h) No dry-cleaning room shall be situated below or (h) Geen droogskoonmaaklokaal mag oncier of bokant
above any other room or building. 'n ander vertrek of gebou gelee wees nie.

(i) Every dry-cleaning room shall be maintained at all (i) Elke droogskoonmaaklokaal moet te alle tye ooreen-
times in accordance with the provisions of this sec- komstig die bepalings van hierdie artikel in stand
tion. gehou word.

Steam Pipes. Stoompype.

97.(1) Elke droogskoonmaaklokaal moet minstens een
97.(1) Every dry-cleaning room shall be fitted with at stoompyp met deursnee van minstens 25 mm he. Elke

least one steam pipe not less than 25 mm in diameter. sodanige pyp moet voorsien wees van —
Every such pipe shall be provided with —

(a) gaatjies of sproeiers met 'n deursnee van minstens 6
(a) perforations or jets of at least 6 mm in diameter mm, wat so versprei is dat daar, sower doenlik, 'n

and so spaced as to give as near as practicable an , eweredige verspreiding van stoom op so 'n wyse kan
equal distribution of steam in such a manner that plaasvind dat die lokaal ingeval van brand onmiddel -
such room can be immediately flooded with steam i lik met stoom gevul kan word; en
in the case of fire; and

(b) 'n stoomafsluiter of 'n ander doeltreffende middel om
(b) a steam trap or other effective means of preventing te voorkom dat water in so 'n pyp

the accumulation of water within such pipe.
(2) 'n Voldoende voorraad stoom vir I so 'n pyp of

(2) An adequate steam supply for such pipe or pipes pype moet voortdurend, onderwyl daar vlambare vloei -
shall be maintained continuously while any flammable Ii- stof in wasmasjiene, suiweringstoestelle, distilleerketels of Iquid is contained in any washing machines, clarifiers, soortgelyke toestelle is, beskikbaar gehou Word.

stills or similar appliances. (3) So 'n stoomtoevoerstelsel moet voorsien wees van

(3) Such steam supply system shall be provided with 'n klep wat butte die gebou in die toevoerpyp aangebring
is op 'n plek wat, in die geval van brand, maklik toegank-

a valve placed in the service line and situated outside lik is.
the building in an easily accessible position in the case

of fire. Yentilasie van Droogskoonmaaklokaat

98.(1) Eike droogskoonmaaklokaal meet geventileer
• Ventilation of Dry-Cleaning Room. word deur middel van 'n meganiese stelsel van uit- en in-

laatventilasie van sodanige ontwerp, konstruksie en kapa-
98.(1) Every dry-cleaning room shall be ventilated with siteit dat sit die dampe van die vlambarei vloeistof doel-

a mechanical system of exhaust and inlet ventilation of
treffend uit sodanige lokaal verwyder en' die dampe insuch design, construction and capacity as will adequately

remove flammable liquid vapour from such room and die buitelug uitlaat op 'n plek bokant die !dak van soda-

discharge such vapour into the open air at a point above nige lokaal wat minstens 4,5 m van enige opening van
the roof of such room and not within 4,5 m of any open- enige gebou of ge1e8 is. Die motor of motors van soda-
ing to any building. The motor or motors of such me-

; nige meganiese nit- en irilaatventilasiestelsel moet aan
clumical exhaust and inlet ventilation system shall com-

die bepalings van artikel 86(2) voldoen.,ply with the provisions of section 86(2).
(2) Sodanige ventilasiestelsel moet in staat wees om 'n

(2) Such system of ventilation shall be capable of pro-
stroomsnelheid van minstens 0,5 m per sekonde deurwising an air velocity of a minimum of 0;5 m per second
enige deursnee van die lokaal te verskaf ten einde die

through any cross7section of the room so as adequately de van die vlambare vloeistof doeltreffend uit die
to remove flammable vapour from the room and change
the air therein.

lokaal te verwyder en die lug daarin to wissel.
•

•

(3) The blades of all ventilating fans shall be made of
(3) Die lemme van elle ventilasiewaaiers moet van nie-

non-ferrous metal.
ysterhoudende metaal vervaardig wees.

•

(4) Alle ventilasie-uitlaatpype moet .—

(a)

•

(4) All exhaust ventilation ducts shall be installed —
(a) so na aan die grondhoogte as doenlik aangebring(a) as near ground level as practicable: Provided that word: Met then verstande dat indien sodanige pyp of

where any such duct or any portion thereof is si- enige gedeelte daarvan minder as 150 min bokant
tuated at a level which is less than 150 mm above die vlak van die droogskoonmaaklokaal se vloer ge-

the level of the dry-cleaning room floor, adequate lee is, daar doeltreffende voorsorg getref meet word

provision shall be made to prevent the escape of om te voorkom dat vlambare vloeistof, in die geval
van brand of andersins, daardeur ontsnap;flammable liquid therefrom in the case of fire or

otherwise; • (b) so na as doenlik aan die plekke van oorsprong van
vlambare vloeistof of die droogskoonmaakmasjinerie,

(b) as rtear as practicable to the points of originof flammableliquidor the dry-cleaning machinery such sees wasmasjiene, suiweringstoestelle,1 distilleerketels,

, as washing machines, clarifiers, stills, settling, tanks neerslagtenks - en soortgelyke toestelle, aangebring

and similar appliances. word.

(5) Any person discovering a fire in any dry-cleaning (5) Enigiemand wat 'n brand in 'n droogskoonmaak- I
room shall immediately take all possible steps to shut lokaal ontdek, moet onmiddellik alle moontlike stappe
down the exhaust ventilating, system. doen om die ventilasieuitlaatstelsel of te sluit.
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. . .

SPECIAL PROVISIONS: WHERE CLASS B' ELAM- SPESIALE - 13EPALINGS IN •GEVALLE WAAR
-

'

MABLE LIQUID IS USED FOR: DRY-CLEANING. I VLAMBARE VLOEISTOF KLAS B 'VIR DROOL-
, I •• SKOONMAAKDDELEINDES GEBRUIK WORD.. _ ..

Construction of Dry. Cleaning, Room., •
. . i .. ,: i .; - :,

-
,. , . ...- 2 . : . _

-.

99. Every dry-cleaning room shall be constructed - arid'
Bou van Droogskoonmaaklokaal.

!

-

maintained in accordance with the following require-
'

99. Elke droogskoonmaaklokaal moet ooreenkomstig
ments:— • .

' ''

!

1 die volgende vereiStes gebou en in stand gehou word:—
-

(a) The walls 'of the room 'shall be 'constructed of brick , (a). Die mure moet van baksteen of 'beton of van ander
or concrete or other material which, in 'the opinion' ,

' - '' igeikikte materiaal,' na gOeddunke van die Brandweer-

of .the Chief - Fire Officer, is suitable, the floor shall ;
hoof, gebou word, die .vloer meet van 'beton of ander

be of concrete or other impervious material, and the I syferdigte materiaal en die dak meet van gewapende
roof shall be of reinforced concrete: Provided that beton vervaardig wees: Met dien verstande dat die
the roof may be constructed of other material where I

dak van ander materiaal vervaardig kan word na
no other rooms, -buildings or preMises• are; -in' the I , goeddunke van dio.Brandweerhoof in die gent waar

• opinion •of the Chief - Fire Officer, - likely to be en-' ' ' .claar geen ander vertrekke, geboue of persele is wat
dangered by an outbreak of fire in - -the dry-cleaning' . deur 'n brand in die droogskomunaaklokaal in ge-

room. .
. I vaar gestel kan.word Me.

,. - -

(b)
-

A sill of concrete at least 150 mmin'height Shall be (b) Tn Drumpel van beton, minstens 150 mm 'hoog, meet
- . erected across all door openings at surface level or I

' I op' die grondhoogte . dwarsdor al die deurcipepinge
' the floor of the room shall be 150 .mm below the aangebring word, of 'die' vloer van die vertrek moet

I • '

• adjacent surface level. ' - -'• .

(c) (i) The room shall be provided with .at least two (cY ;(0.
—. --

• 150. tnny laer 'as 'die aangrensende grondhoogte wees.

Die Ilokaal meet minstens tWee.deure he wet van
doors to be made either. of hard-wood of a i

'

hardehotit wat minstens 50 mm dik is en geheel
. thickness not less than 50 mm and completely

I

•
• en al bedek met metaal van minstens 0,56 mm

covered with metal of not less than 0,56 mm in C...; i:.•dilc.7,. vervaardig ;is,. Of nousluitende deure' van
• thickness or with close-fitting 'metal doors not .' • metaal minstens 3 mm ' dik, wat aan 'n hoek-

" less than 3 mm in thicknesS carried °wan - angle •.:. . .1 ysterraam.bevestig.is en Wat 'n oorslag van min-

- iron frame and having an all round overlap of stens 50. Mm . random -het. Die tipe deur wat

,• 50 mm. The type of door fitted shall be at the - aangebring moet word; moet na goeddunke van
- •

' '

discretion of the Chief Fire Officer. .
.

'

,
dietBrandweerhoof wees.

.

, ' • . .

, ._(ii).
Die genoemde death meet na 'buite oopgaan en(ii) The said 'doors shall open outwards and be so

situated in general and in relation to each• other meatvin-.,die algemeen so geplaas en in verhou-
• • ' • and in particular at such a distance from each ding tot mekaar in besodder sever van mekaar

'
'other, of 'wees, dot manse binneTin die lokaal in gavel• as to allow the free'and unimpeded es-

.

'- -

,
', . -van brand-of ander wear, ivry en ongehlnderd

• . cape of potions -within the Mom - through both •

.of them simultaneously in case of fire or other . by albei .die deure gelylctydig .kan uitkom.
danger. . • (d) Alle vensterrame meet 'van metaal 'gemaak wees,

meet rulte van - splintervrye .draadglas—in . he, en(d) . All window ,frames shall be constructed of metal, •

moet van' die tipe. wees wat oopgemaak kan word.• glazed with wire woven glass and shall be of the Elke afsonderlike nth mag nie groter as 450 mm x

mm x 450 mm.
,. ,opening type. Each single pane. shall. not exceed 450 • - .

450 numweesme. : . ir . . . . .

.
,

. (e)' Geen droogskoonmaaklokaal meg onder of bokant 'n,I (e) No dry-cleaning• room shall be 'situated below of
. '. 'ander -vertrek of, gebou wat .nie tot 'voldoening van

above any .other room or building which is not pro-
. '''.: die 13randWeerhoof Voorsien iniet voldoende fasill-

. vided to the satisfaction of the Chief Fire Officer . 'teite irk die veilige ontSnapping van 'die manse dear-
With, adequate means" of escape for its, occupants to : in in die..geval van; brand, geleS' wees nie. •

-

safety, in the' event of fite:. '
.

- ..,,
(f). .Geen..,droogikoonmaaklolcaal mag . in die kelcierver-.

(1):
• No dry-cleaning room- shall be. situated in the -base- _Geen.

van 'n gebou gelee wees pie, of . so diep dat
moment of a building or af'such a depth"-that the floor die oppervlak van die vloer meer as 600 mm onder-
level is more than 60 mm below the main 'level of ' kant -die. algemene vial( ;van die grond in die onmid-
the, ground immediately surrounding it. - -

, . ymiddellike omgewing:clairvanis nie:
'

.

. Ventilation of Dry-cleaning Room.
' ' '

—Ventiliey roas .an Dogsk4onmaaklukaal.. . •

• :100.. Every dry-cleaning room shall be ventilated- with
'

100 'Elke droogskoopmaaklokaal meet' geVeiitileer
a mechanical !system of exhaust and inlet ventilatioM con- 'word . deur ;middel van ''n meganiese 'stelsel vans uit- en
forming to, and complying.,with.the provisions of..sections Inlaatventilasie in ooreenstemming met en wat 'Voldoen
56 and 84(2): _ tam die bppalings van artikels 54 en ,86(2).. ,

''
SPRAY ROOMS. i I

. ..z:.
. - ...I; :SPPITA-0kcekl-T -

:
- '' .. .

Registration of Spray rRoom:'. - " [ Registrasie van Spuitlokaie: ' t: . '

• - •

.101.(1) 'No person' shall spray or cause or permit to - '101.(1)'Niamand niag 'ethic' Voertuig of ' artiket. met

Dbe
sprayed any vehicle' or

-
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(2) Such permit shall only be valid for the period ter- (2) Sodanige permit is slegs tot op die eersvolgende
minating on the next succeeding 31st day of December. 31ste dag van Desember geldig. .

(3) The provisions of sections S to 12 inclusive and 15 ' (3) Die bepalings van artikels 5 tot en met 12 en 15
shall apply mutatis mutandis to a permit in terms of this is mutatis mutandis van toepassing op 'n permit ingevolge
section. hierdie artikel.

Issue of Spray Room Permit. -

Uitreiking van Spuitlokaalpermit.
102. No spray room permit shall be granted in respect 102. Geen spuitlokaalpermit word ten opsigte van 'n

of any spray room unless and until such room complies spuitlokaal uitgereik nie, tensy en alvorens sodanige lo-
with the requirements of these by- laws. kaal aan die vereistes van hierdie verordeninge voldoen.

Construction of Spray Room. Bou van Spuitlokaat .

103.(1) Subject to the provisions of subsection (4), 103.0) Behoudens die bepalings van subartikel (4)
every spray room shall be constructed in accordance with moet elke spuitlokaal ooreenkomstig die volgende ver-
the following requirements:— • •

. eistes gebou word:—

(a) The walls shall be constructed of brick or concrete (a) Die mure moet van baksteen of beton wat minstens
of a minimum thickness of 100 mm or any other .100 mm dik is, gebou word of van enige ander ma-

material which, in the opinion of the Chief Fire Of- teriaal wat, na die merlin.D van die Brandweerhoof,
ficer, is suitable for the purpose, the floor shall be vir die doel geskik is, en die vloer moet van beton
construdted of concrete or other impervious material of 'n ander sypeldigte materiaal tot voldoening van
to the satisfaction of the Chief Fire Officer and the die Brandweerhoof en die dak van gewapende be- 4
roof shall be constructed of reinforced concrete. ton gebou wees.

(b) The room shall be fitted with hard-wood doors of (b) Die lokaal moet hardehoutdeure he wat minstens 50
a thickness of not less than 50 mm and Completely mm dik is en wat geheel en al bedelc is met metaal
covered with metal of not less than 0,56 mm in van minstens 0,56 mm dik, of nousluitende metaal-
thickness or with close-fitting metal doors of not less deure, minstens 3 mm dik wat aan 'n hoekysterraam
than 3 mm in thickness, carried on an angle-iron bevestig is en wat rondom 'n oorslag van minstens
frame and having an all-round overlap of not less 50 mm het. Sodanige deure moet na buite toe oop-

than 50 mm. Such doors shall open outwards and maak en moet na die gewone Werkure gesluit gehou
shall be kept locked after normal working hours. ,

word. Die tipe deur wat aangebring moet word, moet
The type of door required to be fitted shall be at na goeddunke van die Brandweerhoof wees.
the discretion of the Chief Fire Officer .

(c) Alle vensterrame moet van metaal gemaak wees, moet
(c) All window frames shall be constructed of metal, ruite van splintervrye draadglas in he en moet van

glazed with wire woven glass and shall be of the die tipe wees wat nie oopgemaak kan word nie. Elke
non-opening type. Each single pane shall not ex- afsonderlike ruit mag rile grater as 450 mm x 450
teed 450 mm x 450 mm. mm wees nie.

(d) Every spray room shall be ventilated with a mocha- (d) Elke spuitlokaal moth geventileer word deur middelnical system of exhaust and inlet ventilation capable van 'n meganiese stelsel van Mt- en inlaatventilasieof providing an air velocity of a minimum of 0,5 m wat in staat is om 'n stroomsnelheid van minstens
per second through any cross-section of the room so 0,5 m per sekonde dear enige deursnee van die lokaal
as adequately to remove flammable vapour from the te verander ten einde die dampe van die vlambare 4room and change the air therein. The centre line vloeistof doeltreffend uit die lokaal te verwyder en
of the inlets to such system shall be at least 450 die lug daarin te wissel. Die middellyn van die in-
mm above the level of the floor. The said system . laatopeninge van sodanige stelsel moet minstens 450
shall operate at • all times during working hours in-

mm bokant die vloeroppervlakte geled wees. Genoem-
cluding any intervals for lunch or tea and shall de stelsel moet voortdurend tydens werktye, met in-
operate for not less than five minutes after each begrip van die eet- en teepouse, en minstens vyf mi-
working period. nute na afloop van elke werktydperk, in werking

(e) Every spray room with a floor area in excess of 20 wees.

m' shall be provided with at least two doors, con- (e) Elke spuitlokaal met 'n vloerruimte van meer as 20
strutted as prescribed in paragraph (b), situated at '

m2 moet van minstens twee dente, gebou soos in
such distance from each other as to allow the free paragraaf (b) voorgeskryf, voorsien wees en sodanige
and unimpeded escape of persons within the spray afstand van mekaar gelee wees dat alle persone in
room from either door in the case of fire or other die spuitlokaal vry en ongehinderd by' elke deur kan
danger. • ontsnap ingeval van 'n brand of ander gevaar.

(f) Where a spray room is subdivided into spray booths (1) Indien 'n spuitlokaal in spuithokkies, soos in para-
as prescribed in paragraph (g), each such booth shall graaf (g) omskryf, afgeskort is, moet elke sodanige
be ventilated in accordance with the provisions of hokkie ooreenkomstig die bepalings van paragraaf
paragraph (d).

. (d) geventileer word.

(g) Where part or the whole of any spray room is sub- (g) Indies 'n gedeelte van of die hele spuitlokaal deur
divided by partitions into separate compartments or middel van afskortings in afsonderlike afdelingsof booths(hereinafter described as spray booths) such hokkies (wat hierna spuithokkies genoem word) 4
spray booth shall be constructed of metal or other verdeel is, moet sodanige spuithokkies van metaal of
non-combustible material. ander nie-brandbare materiaal vervaardig wees.
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(h) All exhaust vents shall be constructed of non-com- (h) Alle uitlaatopeninge moet van nie-brandbare mate-
bustible material and so designed and constructed riaal gemaak word en so ontwerp en gebou wees
that all vapours are expelled from the interior of a dat alle dampe van die binnekant van 'n gebou af
building into the open air at a point not less than na die buitelug gevoer word op 'n plek niinstens 1
1 m above the apex of the roof of the building: in bokant die toppunt van die dak van die gebou:
Provided that the Chief Fire Officer may permit Met dien verstande dat die Brandweerhoof kan toe-
such vapours to be expelled into the open air at a lath dat die dampe op 'n plek wat nader as 1 in van
lesser distance than 1 m above the apex of the roof die toppunt van die dak af gele8 is, na die buitelug
if, in his opinion, the vapour is not likely to be gevoer kan word indien die damp; syns insiens,
ignited. In the event of the exhaust vents being ex- waarskynlik nie aan die brand sal slaan nie. In ge-
ternal to the spray room and in communication val die uitlaatopeninge buite die spuitlokaal is en ver-

with any other internal portion of the building, such bind is met enige ander interne gedeelte van die ge-
vents shall be protected by either 100 mm brick- bou, met sodanige openinge beskerm word deur
work or 50 mm asbestos cement lagging. There shall steenwerk van 100 mm dik of 50mm asbessement-
be no right angle bends in the vents. plate. Daar mag geen reghoekige buigings in die

(i) The ventilation inlets shall be of 215 x 140 mm
uitlaatopeninge voorkom the.

terra-cotta air bricks and honeycombed into the wall (i) Die inlaatventilasie-openinge meet van 215 x 140 mm
opposite the exhaust ventilation system at 215 nun ' terra-cotta lugstene wees wat in 'n heuningkoekmuur
centres, from floor level to a height of not less than teenoor die uitlaatventilasiestelsel op middelpunte van
2,5 m. Such inlets shall be substantially equivalent 215 mm vanaf die vloervlak tot 'n hoogte van wins-

,

to the exhaust capacity provided in terms of these tens 2,5 in, aangebring is. Sodanige ventilasie-ope-

by-laws. ninge moet wesentlik gelyk wees aan die uitlaatkapa-
siteit waarvoor daar ingevolge hierdie verordeninge

(j) The blades of any fan used in the spray room shall voorsiening gemaak word.
• be of non-ferrous metal. . (j) Die lemme van enige wafer wat in die spuitlokaal

(2) No electrical equipment shall be installed in the gebruik word, moet van nie-ysterhoudende metaal
spray room other than — wet.
(a) electric lights enclosed in outer flame-proof fittings; (2) Geen elektriese toerusting mag in die spuitlokaal

(b) electric wires protected throughout by seamless me-
aangebring word nie, behalwe —

tal tubes, the junctions of which are screwed to- (a) elektriese gloeilampe wat 'n vlamdigte omhulsel buite-

gether or cables of the armoured type approved by em het;

the Chief Fire Officer; and (b) elektriese..cliaadleidings wat heeltemal deur naatlose

(c) electrical apparatus of flame-proof construction used
metaalbuise, waarvan die lasse vasgeskroef word, be-

skerm is, of kabels van die gepantserde tipe deur die
for ventilating purposes. Brandweerhoof goedgekeur; en

(3)(a) The spray rooms, fans and vents shall be kept (c) elektriese apparaat wat vlamdig vervaardig is en vir
clean and free from flammable deposits and all fans and ventilasiedoeleindes gebruik word.
vents shall be kept in proper working order at all times (3).(a) Die spuitlokale, waaiers en uitlaatopeninge moet
any scraping necessary to comply with the provisions of skoon en vry van vlambare aanpaksels gehou word, en
this subsection being carried out with non-ferrous instill- alle waaiers en openinge moet te alle tye in 'n behoorlike
ments.

' werkende toestand wees, en indien dit skoon geskraap
. moet word ten einde aan die bepalings van hierdie sub -

(b) All drums, cans or similar vessels containing artikel te voldoen, moet.clit met nie-ysterhoudende instru-

flammable liquids or substances or which have contained mente geskied.
the same and have not been degassed or otherwise ren- (b) Alle dromme, blikke of dergelike houers wat vlam-

dered harmless, shall be kept securely closed when not in bare vloeistowwe of bestanddele bevat, of dit bevat het,
use and shall, after the contents have been used, be re- en nog nie ontgas of op 'n ander manier onskadelik ge-

movedmaak is nie, moet deeglik toegehou word wanneer dit thefrom the spray room and stored in such a place •gebruikword me, en moet, nadat die inhoud gebruik is,that, in the opinion of the Chief Fire Officer, they are nit die spuitlokaal verwyder en op sodanige plek gehou
not likely to cause danger or obstructions or obstract or word waar dit, na die mening van die Brandweerhoof,
impede the escape to safety of persons or animals in the waarskynlik nie gevaar sal inhou of 'n versperring sal
event of fire. veroorsaak of mense of diere in geval van 'n brand sal

verhinder of belemmer om na veiligheid te ontsnap nie.
(4) The Chief Fire Officer may in his descretion per- (4) Die Brandweerhoof kan na goeddunke redelike af-mit any reasonable deviation from the provisions of this wyking van die bepalings van hierdie artikel toelaat in-

section which he is satisfied will not create or increase dien by daarvan oortuig is dat dit nie 'n brandgevaar sal
the danger of fire or the danger to persons, animals or skep, of die gevaar van brand verhoog of mense, diere of
other property arising in the event of fire. ander eiendom in geval van 'n brand, in gevaar sal stel

nie.

Danger Notices at Entrance. Gevaarkennisgewings by Ingang.
• 104. Die woorde "GEVAAR — MOENIE ROOK

104. The words "DANGER — NO SMOKING" in NIE" moet opvallend in albei amptelike tale in letters
both official languages shall be prominently displayed in wat sninstens 150 mm hoog is, aan die buitekant van die
letters not less than 150 mm high outside the entrance ingang tot elke spuitlokaal aangebring word en meet te

A
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to every spray room, and shall at all times be maintain- alto tye op die pick in 'n duidelik leesbare toestand .in
ed in such position and in a clearly legible condition. stand gehou word. . . I

• When Permit is not Required. Wanneer 'n Permit nie Vereis word nie.

105. Nothing contained• in sections 101 to 104 inclusive 105. Geen bepaling in artikels 101 tot en met 104 ver-
shall prohibit the spraying with flammable liquid.of any vat; verbied die bespuiting van enige voertuig of artikel
vehicle or article in the open air if such spraying is not in die baitelug met vlambare vloeistof nie indien sodanige
within a distance of 15 m from any fire, flame, open bespuiting minstens 15 m van enige vuur,1 vlam, oop lig
light or other agency likely to ignite such flammable of ander middel wat sodanige vlambare Vloeistof of die
liquid or its vapour and, in the opinion of the Chief dampe daarvan aan die brand kan laat slaan, plaasvind,
Fire Officer, such spraying is not likely in the event of en indien die Brandweerhoof van mening is. dat sodanige
fire to impede the escape of persons or animals, Or to bespuiting in geval van 'n brand• nie moontlik mouse of
endanger any room or bililding. there sal verhinder om to ontkom, of enige vertrek of ge-
'

- • MIXING ROOMS. .
bou in gevaar sal stel nie.

106. The provisions of sections 81, 88, 90, 95 and 98
MENGLOKALE.

shall apply mutates mutandis to mixing rooms. . . 106. Die .bepalings van artikels 81, 88, 90, 95 en 98

Provisions where Class A Flammable Liquids are Used
is mutates mutandis van toepassing op menglokale.

' or Handled. Bepalings waar XS A Vlambare Vloeistowwe Gebruik
. of Hanteer wont I

107. The provisions of section 96(a) to (f) inclusive, - I

(h) and (i) shall apply mutates' mutandis to Class A 107. Die bepalings van artikel 96(a) tot en met (f),
flammable liquids. • • • ... . . . . - .• (h) en (i) is mutates mutandis van toepassing op Klas A

4vlambare vloeistowwe.
Provisions where Class B Flammable Liquids are Used

or. Handled. • • .
'

. Bepalings waar Klas B Vlambare Vloeistowwe Gebruik
• • ". '

.. ,

108. The provisions of section 09 shall apply niutatis
of Hanteer word:

mutandis to Class B flammable liquids. 108. Die bepalings van artikel 99 is mutates mutandis
1

. . .

LIQUIFIED PETROLEUM GASES.
van toepassing op Klas B vlambare vloeistowwe.

VLAMBARE PETROLEUMGASSE.
109.(1) No person shall cause or permit — •

(a) the filling of any receptacle or vehicle with liquefied
109.0) Niemand mag toelaat of veroorsaak —

•

. . petroleum gas. on any premises; -
. . (a) dat enige hotter of voertuig met vloeibare petroleum-

1 gas op enige perseel gevul word nie;
(b) the use, handling or storage of liquefied petroleum

gag on any preinises; or (b) dat vloeibare petroleumgas op enige.perseel gebruik,..
..- gehanteer of opgeberg word nie; of I

(e) the use of any vehicle for the conveyance of liquefied
petroleum gas in or any public place, (c) dat enige voertuig vit die vervoer van vloeibare pe-

troleumgas op of in enige openbare pick gebruik
unless the requirements of the Code of Practice for word nie, ... . .

.1•
the Handling, Storage and Distribution of Liquified

.

•

Petroleum Gas, in Domestic, Commercial and Industrial tensy die vereistes' van die Gebruikskode. vir die Haute-

InstallationS of the Sbuth African Bureau Of Standards ring, Bewaring en. Distribusie van Vloeibare.Petroleumgas
have beenicdmplied with and written permission has been in Huishoudelike, Kommerside en Nywerheidsinstallasies ,
obtained from the Chief Fire Officer who may, also re- van die Suid-Afrikaanse Buro vir Standaarde nagekom, en 4
quire compliance with additional safety precautions he skriftelike toestemming verkry is van die Brandweerhoof
may deem necessary, having regard to the particular cir- wat' kan vereiS dat bykomende veiligheidsmaatreels wat
cumstances, of the case. hy, met inagnerning van die besondere. geval nodig mag

ag, nagekom word. .

(2), The Chief Fire Officer may, in his discretion, per-
init any reasonable deviation from the provisions of sub- (2) Die Brandweerhoof kan, na goeddunke; enige re-

section (1). .. . . . .. delike afwyking van .die bepalings van subartikel (1) toe-
laat. •

CARBIDE. •
'

tKARBIED. '

•
-

. . -
'

-

Certificate of Registration in respect of Storage. - i Registrasiesertifikaat ten Opsigte van Opherging.
. .

•

110.(1) No person shall keep or store carbide in ex- 110.(0 Niemand •mag meer. as 900 kg karbied• op
cess of 900 kg on' any premisescunless such person .iS.in enige. perseel hou of opberg nie, tensy so 'n persoon in
possession of a certificate of registration' in respect 'of besit is van 'n registrasiesertifikaat ten opsigte van soda-
such premises. ' -

:. .. .
-

-
'

• - • • -

1

tinge perseel. •

. (2) No certificate of registration shall be issued in. res-. •
'

(2) Geen registrasiesertifikaat vir die opberging van
pect of any premises for the storage of carbide until the

1

karbied op 'n perseel word uitgereik alvorens daar aan die
provisions of these by- laws have been complied with in i bepalings van hierdie verordening ten opsigte van sodanige
respect of such- premises.

' •• • perseel voldoen is nie.

(3)'.Such certificate — . . . . .. . - ' (3) Sodanige sertifikaat — I•

(a) shall state the maximum amount of carbide permitt- (a)•moet die •grocitste hoeveelheid karbied wat op die
- , ed to be stored, on the. premises; perseel opgeberg mag word, aangee;.

1

lb
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.

(b) may be issued subject to. such conditions as. are (b) kan uitgereik• -word,: onderworpe aan sodanige veer-
deemed necessary by the Council, having regard to
the circumstances pertaining to each application.

waardes as wat die Raad, met. inagneming van die
omstandighede verbonde Ilan elke aansoek, noodsaak-

(4) Every such certificate shall be valid only until the ag•.
,..

next succeeding 31st day of December. (4) Eike sodanige .sertifikaat is slegs. tot op die eers-

(5) No certificate of registration, other than a = cilia! volgende 31ste dag van December geldig.

thereof, shall be. issued in • respect of any premises until (5) (men registrasiesertifikaate uitgesonderd. 'n hernu-

the provisions of section 111 have been complied with wing . daarvan, word ten • opsigte . van 'n: perseel uitgereik,
and the application therefor has been approved by the alvotens. - ann. die bepalings van, artikel 111 voldoen,, en
Council. die aansoek diarom deur die Raad goedgekeur is nie.

. ! - Aansoek
-
am In Rigiltrasielertifikaat;.

Application for a Certificate of Registration.
- . ,111..(1)!. Eike aansoek om 'n•registrasiesertifikaat moet

• ., ! .

vergesellaan van die gel& .voorgeskryf .in! Bylae 1 hier-
111.(1). Every application for a certificate of registta- by en mod skriftelik. by .die: Raad gedoen word op 'n

lion, accompanied by the charges prescribed in Schedule vorm wat vir die doel deur die 'Read verskaf word...
1 hereto, shall be made in writing to the Council on a :(2) Eike sodanige aansoek. moet vergesel gaan van 'n
form to be provided by the Council for the purpose. plan van die perseel ten opsigte waarvan 'n sertifikaat vex-

(2)eis word,,, wat volgens, 'n skaal . van, minstens. 1:100 ge-
.

! Every such! application shall. be•accempanied by a
plan of the. premises in respect of which the certificate teken,is,, at wat die. opstand met betrekking tot die eau-

grensende geboue, bokent of onderkant die grond, aandui., is. required, drawn to a scale of not less than 1:109! and .. ,

p showing the, elevation of the premises: in,relation. to ad- '':'' (3) Eike iodanige Faansoek moet ook vergeiel gaan van
..recent buildings above or below the. ground.. .

- ; • li blokplan wat volgens 'n skaal' 1,ran minstens 1:500 ge-

(3) Every such application shall also be accompanied fekeit is, en waarop die yolgende bes onderhede aangedui
.:. word:—

by a block plan drawn to a scale of not leSs than 1:500
which shall specify — . (a) Die perseel. en elle cop ruimtes. en die. standplaae-

. nommers daarvan, en die materiaal waarvan sodani-
(a). the premises and all opea spaces with" stand mink . le -

persed gebou is of gebot staan to word. '

'

.
hers thereof and the material's of which such pre: —

..e•
' d• -(o) at aangrensenae .persele . en hullo. standplaasnom-

.• mins are constructed or to. be constructed;.
. . ,

! ,

(b)
. !the stands with numbers thereof immediately ad- (e)! die name.. lean. State waaraan die terrein. grens en die

' joining; • . • ::.riaant van die dorp!' wsarin. dit gelee is; en
,

(e): the. names of any streets on which the. site abuts and (d) die nooitimmt... .: „ . .
•

the township in which it is situated; and'
'

(4) Waar die plan betrekking het op 'n bestaande per-
(d) the north point. , ,

• seel ten opsigte waarvan 'n registrasiesertiflkaat ingevolge
artikel 110. uitgereik IS en ten' opsigte waarvan dit die(41 Where the plan relates to. existing, premises in res-
voorneme is em veranderings of aanbouings aan,te bring,pect of which a certificate of registration has been issued
meet slegs 'n grondplan sesame metsodanige interms of section 110 and to which it is proposed to vorm en die voorgeskrewe gelde ihgedien word. Sodanige

aansoek-

make alterations. or additions, only a ground. plan to-
grondplait meet volgens 'wskaal van. minstens 1:100' ge-gether With such application form and the prescribed token wees eir meet sodanige

parings. of
verandedng5p clargeS shall be submitted; Such ground plan shall be met betrekking tot die bestaande perseel aandui..

drawn to a scale.'of not less. than 1:100: and shall' show
such additions or alterations in relation to- such' existing • (5)' Ale: planne meet —

. ' '

premises. .
•

(5) All plans. shalt be —
(a) deur die eienaar van die perseel of sy agent coder-

.
- - • -

• •
• ' teken, . . •

(a) signed by the owner of the premises or his agent; (b) met Indiese ink op natrekiinne. geteken, of duidelik op
.(b) drawn in Indian ink on tracing linen or dear prints

n wit dock afgedruk weer; en
. • •

on cloth with white ground; and (cy soos Volg met vaste kleureingekleur wees('—
• .

(c). coloured with fixed colours as follows:—. -
. Blokplin:, . '

,

- .
.

-
...

.
Block Plan:

' '

. IfroorgesteldtperSele of veranderMgs:.
•

,
• --

i
Proposed premises or alterations: Roca. -

,
„•

,

Red. - - i Ander bestaande gebou:

Other existing buildings: . . i Grys of 'n neutrale. kleur: '

, Grey or a neutral colour.. - .
! - Opt mantes:

'
• .

. -

. .

Open -

spaces: .
• Ongekleurd. •

'
'. - Uncoloured[ '

. .. ..
.

• . • (6); Daar. meet 'n geld van R3 ten opsigte van elke
,(6) A charge. of R3. for every application for approval sock om goedkeuring• van - 'n plan of planne betaal word

of 'a. plan. or plans. shall be paid on, submission. thereof, I wanner= dit ingedien word,, en nadat dit goedgekeur is,
and on approval, such plan or plans shall become the. I word sodanige plan of planne die. eiendom van die Raad.
property of the Council. On approval of sudi..plan a

1
Wanner so:

- 'a plan! .goeclgekeur is, word. 'ti skriftdike

1
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..,.
written' notice shall bb iSsifed'With Such

-
conditions there- kennisgewing uitgereik wat sodanige voprwaardes bevat as ion as ate deatied necessary

-
lay, 'the 'Council.

-
wat 410 Raad nodig ag. .

., ., •. .
' . -

(7) The approval of plans Of premises shall.in no way 1.7) Die goedkeuring van planne ten opsigte van 'n

imply the acceptance of, any responsibility on the, part perseel•betekeri geensins dat die Raad enige aanspreeklik-

- of the Council hi* regard 'to. sticli premises•. - .
held met betrekking tot sodanige 'perseel aanvaar nie.

• -
•

• -. (8) Pie goedkeuring deur die Raad van enige plan in-
(8) The .approval by the Council under these by-laws

gevolge hierdie -verordeninge, verval en is van nut en
Of any plans shanapse and 'shall be, null and void if the gener. waarde indien daar, nie binne ten jadr na die datum
PrbViionS.of 'theSe by-laws"shall.not have been complied

. .van sodanige. goedkeUrin, aan die bepalings van hierdie
with within one Yea! if ter 'the date Of ktich'a.ppyital. .: . verordeninge voldoen is nie.

Conditions-of Certificate of. Registration.
. - Voorwpardes, van die Registrasiesertifikaat.

. ... .." 112.(1)-No persod shall -

Store Or cause or permit to be 112.(1) Niemand mag inter karbied as die hoeveelheid
-stored any.quantity of earbide on any premises- in excess wet - op die registrasiesertifikaat wat .op sodanige perseel
of the amount itated.on• the certificate of registration re: betrekting. -het, 'aangedui. word, op Iniperseel opberg, laat
rating to such pretnises.

' •

.
" '

. - . - .
opberg, of toelaat dat dit daar opgeberg word nie.

. . .
i (2) Aarppersonin lawful possession of any' certificate (2) Enigiemand wat in wettige besit .van enige registra-
of registration may Make Written application to 'the Coun- siesertifikaat is, kan by die Raad skriftelik aansoek doen
cil for_ permission to increase the totil miantity* of car- can toestemming om die totale hoeveelheid karbied wat
bide which may' be stored in' terms of such certificate. ingevolge so' 'n - 'sertifikaat opgeberg mag word, to ver-
Such application shall be granted by the 'Council only meerder: 'Die Read staan sodanige 'sans* slegs toe in- A,if the proposed increase is permissible in terms of ,these dies' die voorgestelde vermeerdenng kragtens hierdie iver- I
by-laws. When the Council - has granted any such .aPpli- ordeninge toelaatbaar is. Indien die. Raad so 'n aansoek
;cation, such person shall surrender his. certificate- of re- toegestaan het,.moet sodanige persoon die registrasieserti-
gistration to the Council for amendment.

'

:: • .... fikaat by die:ROad indien sodat dit ge.wysig kan word.,...
. ... ,. t .

• RenaiVal: of CertifiCate of Registration. - . Hernuwing van die Registrasiesertifikaat.

lii. Applica. lion - for.the' annual 'renewal of a certificate
- 113.:. Daar moet uiterlik op die 15de dag van Novem-

of.'aarregistration shall be, made not later than.the 15th day - van die wat dieaar voorafaan ten opsigte waar-i g• ,)
btNovember of the

ber

year -prior to that for which such hernuwing bendodig word ,aansoek om die hernuwing
renewal is required, on a form to be provided' by the van hernuwing benodig word, aansoek' om die hemming
Council, and shall be accompanied by the - charges pre- deur die Raad. verskaf word, en die

geldke,
soos by Bylae

scribed in Schedule 1- hereto: No plans' of - the .premises in 1 hierby
voorgeskryf,i moota die eavertriise°eartivkeerlgel4lell. in die

plannei van?
die perseel termsof section 111 shall be required in- .the case of..a

geva . van •n. hernuwing van 'n
gregistgrasiesiertilikaat

vereisrenewal of a certificate of registration, unless called 'for
nie, tensy die Raad dit na goeddunke verlang.at - the discretion of the Council: 1.' • • c• .1. •

-
• '

. i i
Oordrag van 'n Registrasiesertifikaat.

Transfer of Certificate of 'Registration.
•

: . •
i

, . • .. .• .. .• 114.0) 'n Registrasiesertifikaat kan dent. cen persoon'
. 114.0) A. certificate, of regiStration may be transferred aan 'n ander Obrgedra Word. ,

froth one person to another.. „ , . ., ,
; . . . .. •

—
•

1

. . (2) Die persoon wat . sodanige oordrag 'verlang, moet
1 (2) The person desiring such transfer shall make apPii: skriftelik - by die Raad aansoek daarom doen op 'n vorm
cation in writing to the Connell on aform to'b'e provided wat die Raad vir die doel verskaf. 'So 'n aansoek moet g

1 by the Council for such purpose. Such 'application shall vergeset gaan van die voorgeskrewe gelde, asook van die '''

be accompanied by the prescribed - charges, together with registrasiesertifikaat 'wet betrekldng het op die perseel ten
the certificate of registration relating to the premises in opsigte waarvan sodanige oordrag verlang word.

'

respect 'of -which' such transfer is desired....•

(3) Geen registrasiesertifikaat is' van 'een perseel op 'n
(3). No certificate of registration shall be transferable ander perseel oordraagbaar. nie.

froth One •premise's to-
another.

" ' ' - " :
' '

-..
- '. •

' - -
- - f -

•

-
•

' ..

Aranbouings en :Veranderiags aan 'n Geregistreerde
:

v.-- ' ' •• - • '

Additions. and Alterations to Registered[Premises. - . .. .
Perseel.'.

.115. No additions or alterations to any. 1:15. Geen aanbouing of verandering inag aan enige •

gistered premises shall be made unless and until aplan existing re

- .
oestaande geregistreerde "perseel aangebring word, tensy

: en alvorens 'n plan wat ooreenkomstig die bepalings van
prepared in accordance .with 'the" provisiOns of. section ' artikel 111(4) opgestel is, by die Raad ingedien en skrif-
111(4) shall have been submitted to and approved by the

I tea goedgekeur is nie:ci.l...-..‘'.. •.
- .... - '

.
- '.

- •
- ..'

Council in writing.
- .

Brandblustoestelle.
Fire Applidrica• ' - - :

—
•

• IC:
"" ' ' •

•
'

1 116. Die persoon aan wit 'n registrasiesertifikaat uitge-

116. The person to whom a certificate of registration ; relic is, moet in die perseel waarop' sodanige sertifikaat
has been issued shall install or cause to be installed in : betrekkng het, 6 rooi geverfde brandemmers-met 'n in-
the premises to which such certificate Wei, in an easily

I
houdsvermoe van 9 liter elk wat vol died sand is, en

accessible and visible position do a wall or other suitable i waarop die woord ."BRAND" in wit geverf is en lees-
position not less than I in above the level 'of the floor'

1
baar' in staid .gehou moet- 'word, op 'n maklik toeganklike

4Of the premises, 6 fire :buckeis 'filled with At)? sand,"ial j ennigbare. pick ,aan die 'mum of. op
'
'n ander geskikte

a: capacity of 9 litres each; painted red with 'the word Plek 'yiratz minstens • I m bokant..die vloeroppervlak van
"FIRE" painted in white andlegibly maintained thereon: . dief'PerseeNS, aanbring of laat aanbring: 1 .

..
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Rules to .be Observed, ,, „ .
-
.

.

Reels sm. Nagekom ;nog . word.

117. No person ,shall store_ or cause, or permit to be •
- .L17, Niemand mag. karbied op !ri geregistreerde.. of

stored any carbide on any premises whether. registered ,
' ongeregiitreerde perseel opberg, laat opberg - of toelaat

or. unregistered, unless such carbide is - -stored
-

. .. .. dal dit opgeberg word nie, tensy sodanige karbied geberg
'word = ._ , :

'

.
(a) in such a position that it is norin dangerOus proxi- .

•

mity to any fire, flame, operf light dr other agency (a) op 'n ' plek wat' the gevaarlik baby ' dan
-
enike vuur,

likely to ignite flammable or -
eXplOsive gas; l'

-' ' ' -
••

.vlaM. oop lig of ander middel is vat inoontiik vlam•
• ' - ' - '•

':- - " - ' - - ' •

:
- " hare•of ontplofbare' aan die brand•kan laat slaan

(b) in a dry and well ventilated position; -
.•

- -- • -

Me;
•

(c) in such a position that in the case of fire or explo-
'

(b) op 'n droe en behoorlik-geyentileerde plek;
sion, the escape of persons or animals from such
premises will not be 'prevented or impeded; (c) op so 'n plek dat in die geval van brand of 'n ont-

•••ploffing die ontkoming van persone of there van so -
(d) in closed metal containers. .. ... . . - danige. .perseel: af, Me --verhinder of belemmer word

• . . . . ...

Inspection of Premises. - ! - . -,
- L. .. ... . . . . ... ...

(d) ,in metaalhOuers vat tee is.
'

118.0) Any duly authorized officer' of 'the Conned:
-- - - ' . ••

Ondersoek. van .P,ersele,. .

may, for any purpose connected with theke'by4Mvs, et • -.• •

. .... ..

all reasonable times and without previous notice enter,
118. (1) Enige.behoorlik. gemagtigde be.ampte van die

0
upon any. premises whatsoever and make such enquiries Raad kan, vir enige doel in verband met die toepassing
or examination thereon as' he may cledM hetessurY. van hierdie verordeninge.„ te, alle redelike tye, en sonder

om• vobrarketinis le see, enige, perseel betree en sodanige• (2) The owner or occupier,'
or. failing their presence navrae diar:dnen . of,cindersoek instel as by nadig..on the •premises, any other person • employed'. thereon •

Eau ag. .

•

" . ., ..
shall upon demand disclose to such

-
authorized' Officer .

1 '.(2) bieneienaar -of okkupant, of indien hulle rile op'
the presence .of any carbide in or uPon such premises, die' Pirseel teenwoordig ' is nie,• enige• ander persoon wat

'

and shall answer all enquiries relating either to - the 0)7 daar in diens is, Moe. Sodanige .gemagtigde beampte op
servance of these by-laws or to any' condition in connec- .. sy'verSoek •verwittig van enige katbied wat .in 'of op so -

' lion with the certificate of registratiori. :
••• • - :' - '

danige perseel is, emmoet alle naVrae met betrekking' tot
. . • .. - ', .. • .

' :
• - . die nakoming •van die bepalings van 'hierdie verordeninge,

. .
•

Construction 'of Store.
.. • . - • of met betrekking tot enige voorwatrdes in' verband met'

•.
'

: , . .. . • . . .
•

die registrasiesertifikaat, beantwoord. .

119. Every store, room or building used for the'storage
Bou 'Pam Opbergingslokaalof carbide in excess of 200 kg shall.- , t

(a) be substantially constructed of non-combustible:ma-
- 119..'Elke pakkamer, vertrek - of •gebou• wat gebruik

terial; " • .4
.. ,

.

word.oth meer• as .200 •kg. karbied in .op..te berg, .moet -4;„ •
. , •

(b), be' of such construction and, condition •that .all the.,. (a) stewig en van nie-
brandbare :materiaal gebou wees;'

contents thereof,.shall .be maintained in a., dry con-

(c) be adequately ventilated 'to , prevent the accumula- .

(b) sodanig getion 'en in so' 'n' foestand. view dat elle hele
dition;

-
'

- 444 inhoud daarvan droog bly;

(c) behoorlik geventileer wees sOdat vlambare of .ontplof-
, tion therein of flammable or explosive gas; ' bate gas 'Me daarin vergatienie;

. . • -
' - • ' ' • - ' - • - '

(d) be so situated that any gases which. may be discharg- ; (d): sodanig gelee wees dat gas wat daaruit ontsnap nie

I

& ed therefrom are not likely to' come .into contact • moontlik in aanraking kan kom met enige vuur, vlam,
with any fire, flame, open light or other agency oop lig of• ander middel wat moontlik vlambare - of
likely to ignite flammable or, explosive gas; , .. •-, . ontplofbare .gas aan. die brand kart laat slaan nie;

(e) have no' opening into Or' communication- with any (e) nie 'n opening he na, of verbind wees met, 'n ander
other room or building in which persons reside or

, .vertrek of gebou, waarin mense woon of wat vir open-
which is used for public assembly or; stabling. of anit '

ba.M.Aiyeeakbrikie of die hthsveiting van there ge-
'

T mals; • - . . . ... ._ • brink word tie; - • . "''' ' - -•'

. '
(f) be so constructed and situated that there l's no epos- (f) sodanig gebou, en gelee wees, dat daar geen moont-

sibility of danger from any fire, flame, open light or likheid van gevaar van enige vuur,. vlam, oop lig of
other agency likely to ignite 'flammable or explosive ander middel wat moontlik vlambare of ontplofbare

. gas; . gasse aan die brand kan laat, raak, be,staan nie;. .. :. .•• .. . . .•
(g) be situated at ground level: .Provided that any such . (g) op. die grondvlak gelee wees: 'Met dien verstande dat

store, room or building used for the storage of carbide . enige .sodanige pakkather, vertrek of gebou wat ge-
in excess of 200 kg, unless situated at a distaace. of - 'brink •wtard• om Meer as .200 kg kaitied op to berg.
not less than 30 m from; any. other building. shall __tens). Alit minsteris .30 m van enige ander gebou at
be. constructed of 'brick or concrete and, with a roof' ' • staari,; vanbaksteen ofbeton en Met ?n. dak•van. vuur..
constructed of ' non-combustible material- and shall

'
taste .materiaal gebou mod •

wees, en mag geen ope-;

have • no opening into or .communication with any. ning na 'n ander vertrek of gebou he of .daarmee ver-
4.,

other -sown or building.,;:-

.. .., ... • . ,
,

-- • bind wees Me..

41
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' Danger Notice on Store. Gevaarkennisgewings aan Opbergingslokaal.

120. No person shall use or cause or permit to be 120. Niemand mag 'n •pakkamer, vertrek of gebou ge -

used any store, room or building for the storage of car- bruik, laat gebruik of toelaat dat dit gebruik word met die
bide in excess of 900 kg unless and until the words doel om meer as 900 kg karbied daarin op te berg nie,
"DANGER — CARBIDE" in letters not less than 75 tensy en alvorens die woorde "GEVAAR — KARBIED"
mm in height are legibly painted in both official longue- leesbaar in albei amptelike tale, in letters wat minstens
ges on the outer face of the door of such store, room 75 nun hoog is, op die buitekant van die deur van so-
or' building. Such notice shall at all times be maintained danige paldcamer, vertrek of gebou geverf is. Sodanige
in such position in a legible condition. kennisgewing moet te alle tye op die plek in 'n leesbare

toestand in stand gehou word.
Purity.

Suiwerheid.

121. No person shall store, use, sell or expose for sale
any carbide which is not commercially pure: Provided 121. Niemand mag karbied wat the vir handelsgebruik
that no carbide containing any impurity liable to generate suiwer is the, opberg, gebruik, verkoop of te koop aan-
phosphoretted or stlicuretted hydrogen in such quantities bled nie: Met dien verstande dat geen karbied wat onsui-
as to render the gas generated likely to ignite sponta- werhede bevat wat moontlik soveel fosfor- of silikonwater-

neously, shall be considered to be commercially pure for stof kan afskei dat die gasse wat vrygestel word, moont-
the purpose of this section. Ilk vanself aan die brand kan slaan, vir die toepassing

van hierdie artikel as suiwer handelskarbied beskou word

Seizure and Removal of Carbide. nie.

Beslaglegging op en Y erwydering van Karbied.
122. Where any authorized officer of the Council has

reasonable cause to believe that any storage of carbide 122. Indien gemagtigde beampte van die Raad op
is contrary to the provisions of these by-laws, he may billike gronde vermoed dat karbied, strydig met die bepa-
seize and detain such carbide and may either require the hags van hierdie verordeninge opgeberg word, kan by be-
owner or !occupier or, failing their presence on the pre- slag le op sodanige karbied en dit hou en hy kan die
mises, any other person employed thereon to detain the eienaar of okkupant of, indien hulle nie op die perseel
carbide in those premises or in any other premises under teenwoordig is the, enige ander persoon wat daar in diens
his control, tor he may remove it in such manner and is, aanse om die karbied in die perseel of in enige ander
to such premises as will, in his opinion, least endanger perseel onder sy beheer, te hou, of by kan .dit op so 'n
the public safety, and there detain it or take such dther wyse en na sodanige perseel toe verwyder as wat, na sy
measures as may be necessary for the protection of the mening, die veiligste yir die publiek is en dit daar hou,
public. of hy kan enige ander reeling tref wat hy ter beveiliging

van die publiek noodsaaklik ag.

Breach of Conditions.
Verbreking van die Voonvaardes.

123. Any•person,who commits any breach of any con-

dition endorsed on •the 'approVal nod& or certificate of 123. Enigiemand wat 'n voorwaarde wat op die goed-

registration issued in terms of these by-laws shall be keuringskenntsgewing of die registrasiesertifikaat wat krag-
,

tens hierdie •verordeninge uitgereik is, geendosseer is, var•
guilty of an offence in terms of these by-laws. breek, is' skuldig aan 'n misdryf ingevolge hierdie veror:

deninge.
PENALTIES.

. .STRAFBEPALING.
'124. Any person contravening any provision of these

by-laws shall be guilty of an offence and liable, on con- 124. Enigiemand wat enige bepaling van hierdie ver-
viction — ordeninge oortree is skuldig aan 'n misdryf en by skuldig-

(a) to a line not exceeding RI0() or, in default of pay- bevinding strafbaar met —

ment, imprisonment for a period not exceeding 6 (a) 'n boete van hoogstens R100 of, by wanbetaling, ge-

months; and vangenisstraf vir 'n tydperk van hoogstens 6 mean-
• de; en

(b) in the case of a successive or 'continuing offence, to (b) In die geval van agtereenvolgende of voortdurende
a fine not exceeding R10 for every day such offence oortredings, 'n boete van hoogstens R10 vir elke dag
continues. wat die misdryf voortiduur.

•

Revocation of By-laws. Heryogping van Verordeninge.
. .

.

125. The 'By-laws Relating to the Prevention and Ex- 125. Die Verordeninge Betreffende die Voorkorning
Unction .of Fires and the Storage, Use and Handling of en Alus.van 'Brande en die Opberging, Gebruik en Han-
Inflammable. Liquids 'and Subitances,.published .under wring man Vlambare Vloeistowwe en Ander Stowwe, af-
Chapter II of Administrator's Notice .808; -dated '21 No- .gekondig onder :Heofstuk II van Administrateurskennis-

vember, 1962, as amended, and which in 'terms of Proc- gewing•808 van 21 November 1962, soos gewysig, en wat
lamation '157 (Administrator's), 1969, -read with section :ingevolge Proklamasie 157 (Administrateurs-), 1969, ge- g
159bis(1)(c) of the Local Government Ordinance, 1939, 'lees met artikel 159bis(1) (c) van die Ordonnansie op I
became the "ty-laws of the Town Council of Sandton, Mashie Bestuur, '1939, .die verordeninge van die Stads-
are hereby revoked. 'read van Sandton geword het, word lierby herroep.
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SCHEDULE 1. BYLAE I.

TARIFF OF CHARGES PAYABLE IN RESPECT OF TARIEF VAN GELDE BETAALBAAR TEN OP-

CERTIFICATES OF REGISTRATION, SPRAY PER- SIGTE VAN REGISTRASIESERTIFIKATE, SPUIT-

MITS, RENEWALS AND TRANSFERS. LOKAALPERMI1 1 b, HERNUWINGS EN 00R-

DRAGTE.Yearly JaarliksR R

1. Bulk Depot ... ._.. _ . 50,00 1. Grootmaatdepot . 50,00

2. Dry-cleaning Room 10,00 2. Droogskoonmaaklokaal 10,00

3. Mixing Room 10.00 3. Menglokaal . 10,00

4. Spray Room 4,00 4. Spuitlokaal 4,00

5. Carbide Store .._. 10,00 5. Karbiedopbergingslokaal .... .... .... .... .... 10,00

6. Premises other than those mentioned 6. Persele wat nie hierbo vermeld word nie:
above:

(1) Tot en met 'n opbergingsvermoe van
(1) Up to and including 2,3 kl storage 2,3 kl . 4,00

capacity 4,00
(2) Tot en met 'n opbergingsvermod van

(2) Up to and including 4,5 kl storage

0 capacity 6,00
(3) Tot en met 'n opbergingsvermoe van

(3) Up to and including 23 Id storage
capacity 8,00

'(4) Tot en met 'n opbergingsvermoe van
(4) Up to and including 45 Id storage

capacity 10,00
(5) Meer as 45 kl opbergingsvermo8 .... .... 20,00

(5) Above 45 kl storage capacity ..... 20,00
7. Oordrag van registrasiesertifikaat of spuitlokaalper-

7. Transfer of certificate of registration or spray per- mit: Rl.
mit: RI.

8. (I) Vir die uitreiking van elke registrasiesertifikaat
8. (1) For the issue of every certificate of registration of spuitlokaalpermit, is die jaarlikse gelde soos

or spray permit, the yearly charges shall be as voorgeskryf in hierdie Bylae: Met lien verstande
prescribed in this Schedule: Provided that if dat indien aanspreeklikheid vir betaling van die
liability to pay the charges arises on or after I gelde op of na 1 Julie van enige jaar ontstaan,
July in any year, the charges payable shall be die gelde belaalbaar slegs die helfte van die jaar-
half the yearly charges. likse gelde is.

(2) For the annual renewal of a certificate of re- (2) Vir die jaarlikse hernuwing van 'n registrasie-
gistration or spray permit, the charges shall be sertifikaat of spuitlokaalpermit, is die gelde soos

as prescribed in this Schedule. in hierdie Bylae uiteengesit.

0 SCHEDULE 2. BYLAE 2.

TARIFF OF CHARGES IN RESPECT OF EXAMI- TARIEF VAN GELDE TEN OPSIGTE VAN DIE
NATION OF VEHICLES FOR TRANSPORT PER- ONDERSOEK VAN VOER'TUIE V1R 'N VERVOER-

MIT. PERMIT.

Description of Vehicle. Deskrywing van Yoertuig.
Half Half-
yearly jaarliks.

. .

R R.

1. Road tank wagon .
.

4,00 I. Tenkvragmotor . 4,00

2. Motor vehicle, other than a road tank wa- 2. Motorvoertuig, uitgesonderd 'n tenkvrag-
gon, designed to be used for the con- motor, wat ontwerp is vir die vervoer van
veyance of flammable liquids in excess vlambare vloeistowwe in groter hoeveelhede
of the amount permitted in terms of sec- as wat toelaatbaar is ingevolge artikel 80
Lion 80(1)(a) and (b) 2,00 (1) (a) en (b) 2,00

3. Any vehicle, other than a motor vehicle or 3. Enige voertuig, uitgesonderd 'n motorvoer-

road tank wagon, designed to be used for twig of tenkvragmotor, wat ontwerp is vir
the conveyance of flammable liquids in die vervoer van vlambare vloeistowwe in
excess of the amount permitted in terms groter hoeveelhede as wat toelaatbaar is in-
of section 80(1)(a) and (b) 1,00 gevolge artikel 80(1) (a) en (b) . 1,00

PB. 2-4-249-116 PB. 2-4-2-49-116
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